
COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 

In the Matter of: 

INVESTIGATION INTO COMPLIANCE OF 
CITY OF LIBERTY GAS COMPANY WITH 
KRS 278.495 and 49 CFR Part 192 .· 

ORDER 

) 
) CASE NO. 
) 2016-00391 

The Commission, on its own motion, finds that a formal investigation should be 

conducted to examine the City of Liberty Gas Company's ("Liberty Gas") compliance 

with periodic leakage survey. requirements· in accordance with federal and state 

regulations. As a municipal gas distribution system, Liberty Gas falls under the 

Commission's jurisdiction over municipal gas facilities pursuant to KRS 278.040, KRS 

278.495, and KRS 278.992. 

KRS 278.495(2)(a) authorizes' the Commission to regulate the safety of natural 

gas facilities which are owned or operated by any city, and used to distribute natural gas 

at retail. In addition, the. Commission enforces the minimum safety standards adopted 

by the United States Department of Transportation pursuant to federal pipeline safety 

laws, 49 U.S.C., Section 60101, et seq.; and amendments thereto, pursuant to KRS 

278.495(2) and KRS 278.992(1). 

Federal regulations set minimum requirements for periodic leakage control 

programs for gas distribution systems, such as Liberty Gas. For gas distribution 

systems located within a business district, 49 CFR, Section 192.723(b)(1), provides that 

a leakage survey in business districts be conducted at least once each calendar year, 

but at intervals not exceeding 15 months. For gas distribution systems located outside 



a business district, 49 CFR, Section 192.723(b)(2), provides that a leakage survey be 

conducted "as frequently as necessary," but at least every five years at intervals not 

exceeding 63 months. However, 49 CFR, Section 192.605(a), states that a utility must 

prepare and follow written procedures for periodic leakage surveys in its operating and 

maintenance plan. When the pperation and maintenance plan establishes a shorter 

interval for conducting a leakage survey than a regulation requires, the shorter interval 

controls. 

On July 6-10, 2015, Commission investigator Steve Samples conducted a 

periodic regulatory compliance inspection of Liberty Gas. The inspection report issued 

July 13, 2015 ("2015 Inspection Report"), noted seven deficiencies of 49 CFR Part 192. 

Of the seven deficiencies, two were related to failure to comply with periodic leakage 

survey requirements, as follows: 

1. 49 CFR Section 192.723(b)(1) Distribution Systems: 
Leakage Surveys. A leakage survey with leak detector 
equipment must be conducted in business districts . . . at 
intervals not exceeding 15 months, but at least once each 
calendar year. 

The 2015 Inspection Report contained a finding that Liberty Gas had not performed 

leakage surveys in its business districts since 2009. 

2. 49 · CFR Section 192.605(a) Procedural Manual for 
Operations, Maintenance, and Emergency Operations -
General. Each operator shall prepare and follow for each 
pipeline, a manual of written procedures for conducting 
operations and maintenance activities. 

The 2015 Inspection Report contained a finding that Liberty Gas's Operation and 

Maintenance Manual requires leakage surveys be conducted outside its business 

districts every three years, and that Liberty Gas had not conducted leakage surveys 

outside its business districts since 2009. 
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On August 18, 2015, a cover letter and copy of the 2015 Inspection Report were 

sent to Liberty Gas. Liberty Gas was requested to respond by September 18, 2015, 

outlining corrective actions for the cited deficiencies. A copy of the August 18, 2015 

letter and 2015 Inspection Report are attached as Appendix B. Liberty Gas filed its 

response in a letter dated September 16, 2015, that was received by the Commission 

on September 21, 2015. A copy of Liberty Gas's September 16, 2015 response is 

attached as Appendix C. Liberty Gas stated that it had hired Heath Consultants 

("Heath") to perform leakage surveys both inside and outside the business district 

before the end of 2015 to cure those two deficiencies. Liberty Gas further stated that it 

would schedule Heath to perform leakage surveys inside the business district on an 

annual basis and outside the business district every three years to ensure the leakage 

surveys were performed according to regulations and Liberty Gas's Operations and 

Maintenance Manual. 

Mr. Samples conducted a follow-up inspection of Liberty Gas on June 23, 2016, 

to ascertain and verify compliance actions taken by Liberty Gas in order to correct the 

seven deficiencies noted in the 2015 Inspection Report. As noted in the follow-up 

inspection report ("2016 Inspection Report"), Liberty Gas had corrected five of the 

deficiencies cited in the 2015 Inspection Report, but had failed to correct the two 

deficiencies regarding conducting leakage surveys inside and outside Liberty's business 

district. 

On September 6, 2016, a cover letter and copy of the 2016 Inspection Report 

were sent to Liberty Gas. Liberty Gas was requested to respond within 30 days with an 

explanation of why the deficiencies occurred and how the deficiencies would be 

remedied and prevented. A copy of the September 6, 2016 letter and 2016 Inspection 
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Report are attached as Appendix D. According to the September 6, 2016 letter and 

2016 Inspection Report, the most recent leakage survey records were for a 2009 

leakage survey conducted by Heath both inside and outside Liberty's business district. 

Liberty Gas filed its response on September 16, 2016, confirming that leakage surveys 

had not been conducted since 2009. A copy of Liberty Gas's September 16, 2016 

response, with attachments, is attached as Appendix E. Liberty Gas stated that the 

failure to conduct the. leakage surveys since 2009 was an oversight and that the task 

was overlooked after the death of the gas supervisor who scheduled leakage surv!;)ys. 

· Liberty Gas further stated that Heath conducted leakage surveys inside and outside 

Liberty's business district on July 19-21, 2016, and attached a copy of the leakage 

survey report. Lastly, Liberty Gas stated that future scheduling of leakage surveys was 

set forth in its operations and maintenance plan, and on a cal.endar of gas-related tasks. 

In reviewing the history of Liberty Gas's compliance with periodic leakage survey 

requirements as documented in periodic regulatory compliance inspections performed 

by Commission investigators, Liberty Gas was cited for failure to perform and document 

leak surveys in 2007 and 2009. A copy of the 2007 Inspection Report is attached as 

Appendix G, and a copy of the 2009 Inspection Report is attached as Appendix H. In 

the periodic regulatory compliance inspection conducted in 2012, the Commission 

· investigator found there were no deficiencies and that Liberty Gas timely conducted 

periodic leakage surveys as required ("2012 Inspection Report"). 1 A copy of the 2012 

Inspection Report is attached as Appendix F. 

1 Utility Inspection Report, Liberty Gas (Ky. PSG Mar. 27, 2012), Report number 031212, at 10 of 
26. 
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Due to the discrepancy between the 2012 Inspection Report, and both the 2015 

and 2016 Inspection Reports regarding the performance of leakage surveys, the 

Commission Executive Director wrote to Liberty Gas on August 22, 2016, requesting a 

copy of all·leakage surveys conducted both in and outside Liberty's business district 
~ 

since 2009. In response, Liberty Gas faxed a copy of the 2016 leak survey report 

conducted by Heath. After a second request was made to Liberty Gas to ensure that all 

leakage surveys had been forwarded to the Commission, Liberty Gas faxed leakage 

survey recaps for 2011, 2012, 2013, and 2014 ("Leakage Survey Recaps") that appear 

to have been conducted by Liberty Gas employees. A copy of· the Leakage Survey 

Recaps is attached as Appendix I. 

Based upori its review of 2012, 2015, and 2016 Inspection Reports, and being 

otherwise sufficiently advised, the Commission finds that a formal investigation should 

be conducted to examine and ascertain Liberty Gas's compliance with periodic leakage 

survey regulations in accordance with federal and state requirements. 

The Commission, on its own motion, HEREBY ORDERS that: 

1. This investigation is initiated to review Liberty Gas's compliance with the 

leakage survey requirements set forth in 49 CFR, Section 192.723(b)(1 ), and 49 CFR, 

Section 192.605(a). 

2. a. Liberty Gas, pursuant to 807 KAR 5:001, is to file with the 

Commission the original and ten copies of the information requested in Appendix A to 

this Order. The information requested is due within 20 days of the date of this order. 

b. Responses to requests for information shall be appropriately 

bound, tabbed and indexed, and shall include the name of the witness responsible for 
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responding to the questions related to the information provided, with a copy to all parties 

of record. 

c. Each response shall be answered under oath or, for 

representatives of a public or private corporation or a partnership or association or a 

governmental agency, be accompanied by a signed certification of the preparer or 

person supervising the preparation of the response on behalf of the entity that the 

response is true and accurate to the best of that person's knowledge, information, and 

belief formed after a reasonable inquiry. 

d. Any party shall make timely amendment to any prior response if it 

obtains information which indicates that the response was incorrect when made or, 

though correct when made, is now incorrect in any material respect. 

e. For any request to which a party fails or refuses to furnish all or part 

of the requested information, that party shall provide a written explanation of the specific 

grounds for its failure to completely and precisely respond. 

f. Any party filing a paper containing personal information shall, in 

accordance with 807 KAR 5:001, Section 4(1 0), encrypt or redact the paper so that the 

personal information cannot be read. 

-6- Case No. 2016-00391 



d~e&~ 
Executive Director 

By the Commission 

ENTERED 

DEC 0 1 2016 
KENTUCKY PUBLIC 

SERVIC~ COMMISSION 
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APPENDIX A 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SER,~ICE 
COMMISSION IN CASE NO. 2016-00391 DATED DEC 0 1 2011i 

1. Refer to the Leakage Survey Recaps, which are attached to this Order as 

Appendix I. Provide copies of each gas leak detection survey report represented by the 

Leakage Survey Recaps. 

2. Explain why the Leakage Survey Recaps were not provided to 

Commission Staff during the periodic regulatory compliance inspection of Liberty Gas 

conducted between July 6 and July 10, 2015. 

3. Explain why the Leakage Survey Recaps were not provided to 

Commission Staff during the follow-up regulatory compliance inspection of Liberty Gas 

conducted June 23, 2016. 

4. Refer to Liberty Gas's response to the 2015 Inspection Report, Finding 4 

and 5, attached as Appendix C. Explain why the Leakage Survey Recaps were not 

referenced or provided in Liberty Gas's response.' 

5. Explain why leakage surveys were not conducted before the end of 2015, 

as Liberty Gas stated would occur in its response to the 2015 Inspection Report, 

Finding 4 and 5. 

6. Refer to Liberty Gas's response to the 2016 Inspection Report, attached 

as Appendix E, in which Liberty Gas states that "[t]he failure to complete the above 

mentioned leakage surveys were an oversight.. ... " 

a. Explain why Liberty Gas confirmed that leakage surveys had not 
I' 

been performed either inside or outside Liberty's business district since 2009. 



b. Explain why the Leakage Survey Recaps were not referenced or 

provided in Liberty Gas's response. 

7. Refer to the Leakage Survey Recap dated June 6, 2011, which indicates a 

Grade 2 leak was detected. Provide documentation of the repair of the Grade 2 leak 

noted on the June 6, 2011 Leakage Survey Recap. 

8. For each gas leak detection survey conducted in 2Q11, 2012,2013, and 

2014, identify whic.h gas leak detection survey was conducted by Liberty Gas 

employees and which gas leak survey was conducted by a third-party leak detection 

company. 

9. For each gas leak detection survey conducted in 2011, 2012, 2013, and 

2014 by Liberty Gas employees: 

a. Identify the employee who conducted the gas leak detection 

survey; 

b. Identify the covered tasks the employee is qualified to perform; 

c. State the dates of initial qualification and retraining; 

d. Identify the qualification method(s); and 

e. Provide records supporting the qualification of the employee to 

conduct a gas leak detection survey .. 

1 0. For each gas leak detection survey conducted in 2011, 2012, 2013, and 

2014 by a third-party leak detection company: 

a. Identify the third-party company who performed the gas leak 

detection survey; 

b. Provide evidence of payment to the third-party leak detection 

company; and 
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c. Provide records supporting the qualification of the personnel who 

conducted the gas leak detection survey. 

11. For each gas leak detection survey conducted in 2011, 2012, 2013, and 

2014 by Liberty Gas employees, identify the survey method. 

12. For each gas leak detection instrument utilized by Liberty Gas employees 

in conducting gas leak detection surveys, provide records for the past five years that 

document: 

a. The frequency of gas leak detection instrument testing for 

accuracy; 

b. The results of gas leak detection instrument testing for accuracy; 

and 

c. The frequency of gas leak detection instrument calibration. 

13. For each Liberty Gas employee who has conducted a gas leak detection 

survey since 2011, provide documentation of the employee's training on: 

a. Gas leak detection instruments; 

b. Gas leak detection procedures; and 

c. Gas leak classification and action criteria. 

14. Refer to the 2016 Leakage Control Survey performed by Heath between 

July 19 and July 21, 2016, contained in Appendix E. 

a. Refer to unnumbered page 2, which notes that two Grade 2 leaks 

were detected during the leak survey.··Provide documentation of the repairs of the two 

Grade 2 leaks. 
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b. State what percentage of the business district is included in the July 

19-21, 2016 leak survey. 

c. State what percentage of the area outside the business district is 

included in the July 19-21, 2016 leak survey. 

15. Provide copies of each Operating and Maintenance Manual procedure 

pertaining to gas leak detection surveys in effect since 2011, including but not limited to 

survey schedule and survey processes. 

16. Provide documentation that Liberty Gas has contracted with a qualified 

firm to provide future leakage surveys in Liberty's business district and in areas outside 

the business district. 
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APPENDIXB 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE 
. COMMISSION IN CASE NO. 2016-00391 DATED DEC 0 1 2016 



Stave_~ L Beshear 
Governor 

. '· 
L9onard K. Peters 
Secretary f 

Ensrgy and_,Envlronmen~ Cabinet 

. . :.·. 

August 18, 2015 

· . Mayor Steven Brown 
' . City of liberty, Kentucky 

·City of Uberty Gas System 
PO Box 1.27:-' . · . . . 

· Com·~~~we~;th ~~ Kintudty 
Public Senilce Commission 
· . . / 21 i sewer sivd. 

· · · ~.i:l, Box 615 · 
~ ·Frankfor, Kentucky 406{)2.0615 

· Telepho_Oii: (5Q2) 564-3940 
Fax: (502) 564-3460 

' p~c ky:gov 

Litier:ty ,' 'KY 42539 . 
·'', . , .. : ...... • ·. ·:'r 

.!. 

David L. Amtslrorig 
'·Chairman 

James W. Gardner 
.V!Ce Ch;;~i~an 

Daniel E. Logsdon Jr. 
.- · ComR:J!Ssioner 

RE: · ·. '20.15 Natural Gas· Standard Inspection~ City of Liberty Gas System 
. . .... . ··:•: .. - . _. . . - ' - . . .·>----::· ·;:--, __ ,_:. 

Dear Mayor Brown; ·.,·· · · • .. 
. · .. • ::.!. . . : : . . • - '- '. ' -c • - -

· · ··· .Staff · fr~~ · II')~ • Kentucky. Public . Service CornhJissicin ("staff')·,· eondueted ·a . sta~dard 
inspection of the natural gas facilities of the City of Liberty Gas System ("Uberty Gas") during 
the. week 'of July_ 6-10, 291~. Liberty Ga~ 'serve,s approximately,650 c.l!stcimars in Liberty, ··· 
Kentucky, and its surrounding area. The inspection includecj a. records review, operator 
qualifications review, and a pipeline ,facilities review, as noted in the enclosed inspection report . 

. Seven deficiencies were documented during this inspection. ' The previous insp~'ction ·was 
· conducied on March 12. 2012, and no deficiencies were dppume!]ted during that inspection . 

. :.',.:" . . . '. . ·.:··, . . --

As noied, the follow:ing deficit;lriCies were docume!nted during uiis i(lspecti<m. 

Deficiencies • . · • · 
1. 49 CFR §192.465 lal External Corrosion Control: Monitoring 

(a) Each pipeline that is under cathodic protection must bf! tested at least once each 
• · calendar year, but with intervals nrit'exceeding 15 months... · .· 

Finding; . , ' . . . · 
The inspection found that liberty Gas had not performed cathodic protection monitoring 
tests since 2013. . . . . 
(Refer to Question #3, Records .,.. Corrosion Control Performance, on Page 38 •of the 
Inspection Report.) · · · 

2. 49 CFR §192.739 {a) Pressure Limiting and Regulating Stations: Inspection and 
Testing 
(a) Each pressure limiting station, .relief device (except rupture· discs), and pressure 

regulating station and its equipment must be subjected at intervals not exceeding. 15 
months, but at least once each calendar year. to inspections and tests ... 

Finding: · 
The inspection Found that Liberty Gas had not Inspected and tested its ·regulator stations 
since 2013 .. 
(Refer to Question #32, Records - Operations and Maintenance Performance, on Page 
35 of the Inspection Report.) 

KenluckyUnbn~ledSplriLcom An equal Opporluni~/ Employer MiFIO 

. ': 



City of Liberty Gas System 
2015 Natural Gas Standard Inspection 
August18,2015 
Page2 

3. 49 CFR §192.747 (a) Valve Maintenance: Distribution Systems 
(a) E,ach valve, the use of which may be necessa-py for the safe operation of a 

distribution system, must be checked and serviced at intervals not exceeding 15 
months, but at /east once each calendar year. 

Finding: 
Ttie inspection found that Liberty Gas had not performed Inspections on its critical 
distribution system valves since 2013. 
(Refer to Question #38, Records - Operations and Maintenance Performance, on Page 
36 of the Inspection Report.) 

5. 49 CFR §192.605 (a} Procedural Manual for Operations. Maintenance, and 
Emergency Operations 
(a) General. Each operator shall prepare and follow for each pipeline, a manual of 

written pt09edures.[.Oft99Pf!ugJ!ng _9 era~ioqs and m.aiQtF;fiFJOPe .... ~(!.tivities ... 
Fi ndincr·~~~ -.,.~.~~·~i!- ~ ,;t-~ -~· ;~ ~ • .. ~.· '-'+~ · ~-l,~""Yw t . ».~ ·~' 7:-, :! ~- ~liv~ ·-~t.~~~~-r-~~·;(.:..~~::: ,:·~,~~· . ·.~ ~ !.(.;'..;.~ -- ~¥!;~¢'\ "'.~~~ .. ,~·~o-.;..r• .· ~!} 

~'i. ~Jt)e~ [isp~~Ptr·t@ii.cl!tb·att.£Jbeey• s Operation and Main eriance Manual requires 
~:./,._ Je~~g~ suf,Ve~y~tJYt3 .... y~~9~lqEr!i_t~;:~si_nEf~~~lsl[tpJ~~nq·1h~~ Liberty Gas had not 

performed Jea~SlfP.Je£ts outsioe' itS> BI.Jsln'essl=>di'stricts -su')ce:2009!-l 
. (R.~fer:. tgjtem ·· #.~ ~j~irobal5185f;fhdj_Qg$.,f.l6'r{Page'· 3 ~aocf&t.P'•' Q'1,1estioi:r~ .. 6~; R.~cords , :­
.F d~mti9..nsjmd .Ma{fitetf~-A'ee. P-effOfillanlce":::.on-~Ra~i& 3'4 oft.tfl~:lnspection: aep(jrlr)~:;.~t ') 

6. 49 CFR §192.616 (c) Public Awareness 
(c) The operator must follow the general program recommendations, including baseline 

and supplemental requirements of API RP 1162 ... 
Finding: 
The inspection found that Liberty Gas did not deliver its public awareness baseline 
message two (2) times per year as required in API RP 1162. 
(Refer to Question #5, Procedures - Public Awareness Program, on Page 10 and to 
Question #20, Records - Operations and Maintenance Performance, on Page 33 of the 
Inspection Report) 
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C:iiy ~~ L)b13ri}r !ilas sYs\~.n . . .. . .. 
2015 N~tural. G~s ~tandard lnspei:tlpn 
Aug4.sl 18, 2015 ; ., ., .•.. ' 
Page·a · · ... 

-.·' : i. 

. . . .; . ;-·· 

. · ,_. \ ._; -

-Sincerely,. 

1

.\ 

1

· · · '-.- · 

·~·1trr 
M.'Hllrt, PE . · · . 

Manager; Gas Pipeline Safety Branch 
pivision of Engineering 

ec: Bridgett Blake 
•,; 
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point and Uberty Gas wiil mai~tain piping from that point on. 

Page 1 of67 



PHMSA Questfo'h Set • .··· , . _:.:/}\;Ji;/:\~,1.~; -;:,c'c~ .;i.::•::' .· 
181 ~mergeni:y Plan· ·181 operations and Maintenance Plan· · 

. f.' cathtid!c'Protli~~r' · · \· ·;._. ;· ...• A·>::~ t~l~r:~~;~~t;j(·.: .. · _:.,, · ··:;:;·.,·;;:, 
J!l: .. Odarizatlo~.:- . ~.:. · · · 

1
'' ':" ::: ( :.' •. , '_,_,,~;: .. :~ 9,~,~~f~3~ailflc~tion 

'J81:.. Pip~lln~-~~;~ .. ~ · 0 . Regulator S~~,;~i; . 
.. ~<,··~i1\~1t~~P-~~~o~ .:· ·· /' .· .·· · ~., ·;?~~~,~::;·.~.r·:rr ,. ·::{\;n, 

. "·. :--:-, 

> :· • 

·-- • --;,L·,-' ~ •.: '·' ,' • 
.:. -··:--:-•-7-.:.'";""-'-'·- •. -~~~ ~z;~_~;:-: -,, __ 

:-.-L -:-
' ·--- ---- , .. ";' ____ ... ---·· ---....,.;... .. '---'··' 

· ... 
~--:-

state' Question· set 
. cif.~: ·._ 
;·'·;·; .. •· c;~:;·'~~~u~i"o/ !}' __ 

:'·. ,-_ : ... ·.·· 
,-;: 

· .. -·-. ...: .. 

~~ :.;-. 
... ~--

·.: ·~ 

-·-· . ..• -
. ' -~ 

-:-- ._:,' 

'• 

·;, ·. ·- i 

·.-;·,· 

-- ... .- .. '·· _. ···'· · ... 
. ,_ ·'.;-

:;I_; .• ,. 

',. ..... •·. 
•': 

\ .:- ~.. l : 

;,·· .. 
. , _,. 

-.-~ -;_. 'r/ ·,' 

: .. ~ .. · ~·.:'_:- ' ':·. ·.,, . : _t· 
·-. · .. 

.i 

Page2 of67 

--.; '\:. 

• 'C' 

1'' 



;·.·_, 

. .;"• 

. '--_: ' ... : . ·,: :· . , .. ·',•• 

-'-: ... ':· 

·.'.' . ,·_ ,:,.-
,: . . ' .. _ ... -= • .-,. 

::. _.· 
-· .. 

. -~· . 

· .... 

. . • .... , 
·.- -.--· __ .-:- ; ;., :.-. '·"···· ,;., 

. ,_;·. ·, ,· 

':•·. · .. · . :'· .... . , :.''''''':''. . ':Prababi,e,FI~ding~ , 
·-tl)'Cl92.465(a)- The City Of ~~~e~.h~~~ct test~~·~~,test points fer e'xterri~j corrosion monitoring slnc~.2~l3 •. · · 
·(2) .i9.:t73'9(a) -·The ·city of Uberty hasilcit inspec(ed.lts. 4 regulator sta~cins.since 2oi3. · ·' '·\ ., ·. ' • · . .. 
(3) i92.747(a)- The.City of Uberty has not lnsp~cted ItS safety .distribution valves since i013. '.·, ... · . . . 
(4) .192.7:iJ(b)(1) ~The Clty'of Uberry has net conducted,Jeakage suri;~ys on JtsbusJ~ess district each year. Last records . '. ' 

.. · were-~oo.9 Jrom. Heath co·n~ratt,brs:: ~.,; ~ ~~~-,., , ~. ~>:~ ·, ., :,; · ... ~·.: ~~ . -;>-~· ·_· ...... : .:~·· ·;_~~.::.-, ·· ... ~~ ... ·. < ~\~-~- ,i, 1 :~~ •• : .-~ ·-: •• : • . .-, 

· (5) 192.723(b)(2)- The City of LibertY has not conducted leakage surveys outside its business district. Last records were ·,. 
·. . .. 2009 from Heath Con.tia~tor.s:tlie:c;ty ·~r Ubeity Oper.atlon and Maintenance Interval is every' 3 years. '·. · • · . · . · ·, · 
. '" ' .,~ •• ' .~:·• .• ,-, •. ,., .. ,,·,~.-.-.•-.-;;~, ... ,,., - .. ::., .• '_: ··-:-.t-, ·. ··'' ·.·, .. ·'" ·•. ·.-. 

·csJ ·192.616(c) -The CitY cf Ubercy·w.s not· sending the baseline public awareness message to its customers 2 times per 
year according 'tc their Public Awareness Plan. .. . . . . . , .· . • . . . . . . . ' 

(7) m,225·- TheCiti'oi Uberty di~ not pr"'!uce weld[~gp;cced~res fer their system. - .. ·. ', I. 
~ . . 

, . :·'· Reto~m~~-ci~_tlo;ns aMd :co~ment~ ,,:,; ,.,_ , . 
City of Uberty _has experien~~ operation 'eha.n'g~s since the last Inspection. The City cf Lil1erty. shoulc;J ccrre~~ ~he sta.ted :· . 
deficiei-tcieS in a tlrheJY riia:'nner. ·; · ·' ':' ~ .:: .· -:- .:· , . · ' ~- ,. ': :_: ·. · · ... . . ·:·.----~"- · :_· . ··:· .. - · ' ···' '·-' ]· ~ ·. . 

:_, ,'-Vi.!.•: • 1 :r:·- ·' ,,·. 

'- ··.,·, •. : .. ·,_,. 

·, Submitted By: . 

i: 
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Procedures - Reporting 
* 1. Immediate Reporting: Incidents (detail) I s there a process to immediately report incidents to the National 
Response Center? {RPT.RR.IMMEDREPORT.P) {detail) 

19f. S(b) (191.7) - - 5at+ Sat COncer n Uns a t NA 
. . 

X 

Notes 

* 2. Incident Reports (detail) Does the process require preparation and filing of an inddent report as soon as 
practicable but no later than 30 days after discovery of a reportable lnddent? (RPT.RR.INCIDENTREPORT.P) (detail) 

191.1S(a) Sat+ Sat Concern Un s at NA 

. X 

INotu 
~ 

I NC 

I 

NC 

3. Supplemental Incident Reports (detail) Does the process require preparation and filing of supplemental incident 
reports? {RPT.RR.INCIDENTREPORTSUPP.P) {detail) 

191.1S(c) Sat+ Sat Concern Unsat NA NC 

X 

. 
Notes 

* 4. National Registry of Pipeline and LNG Operators (OPID) (detail) Does the process require the 
obtaining, and appropriate control, of Operator Identification Numbers (OPIDs)? (RPT.RR.OPID.P) (detail) 

191.22 Sat+ Sat Conc e rn Unsat NA I · NC . X I 
I Notes 

L 
5 . Safety Related Condition Reports (detail) Do the procedures require reporting of safety-related condit ions? 
{RPT.RR.SRCR.P) {detail) 

192.60S(a) (191.23(a); 191.2S(a); 191.2S{b)) Sat+ Sat Concern Unsat NA NC 
-- · 

X 

t •tu 
. 

6. Offshore Pipeline Condition ·Reports (detail) Does the process require reports to be submitted within 60 days 
after completing Inspection of underwater pipelines in GOM and its Inlets? (RPT.RR.OPCR.P) (detail ) 

191.2 7(a) {191.27(b); 192.612(a)) Sat+ Sat Conce r n Unsat NA NC 

X 

-
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·. :·, ' andm?intenance:actiVities lc reccgnize .. r:onditians that may potentially, be safety-related conditions? (MiJ.GO.SRC.P) (detail). . 

f.l)l.?~.:~!;.~fal .. : · · '. ,,:::,;,.: ·~. ,· : ., ::.·, ·· .:· · ·sat+· s;t caricer'n uris'~t · NA Nc 

. __ , _:_:·-· .. ,· 
_,_. 

~- ' . -- ' ··, \ 

··tNa,~~ ... · ... · .. 
-:. 

-.-.~.-..,...;'":·,.c-: _.__~,_.'-:---'---;-:--.,.-":------'.....:,'7-'-.:.,..,-----.,-;,.,.---..,.,.~----~.'--------'. 

Pro~edtir~~· ~ ·c~~t~m~r··a;,d EFV Iri~fal.lati6~ Notit'icatiori· · · ·· v 

- ~r·<\:.::._(r,.:_:;· \~ ~~;/.::.:·} _ <~_\:_~_~::\;~_ ~:- :.: .-. .-.--~- .~~;_ .r ,~ ~ :--~ --.:, ·: ~---~_,_:;:~_-,~--'·':: ·_: ;:.:::-:~-·,: ~--}:'{~:_-;·-; · :~· ;,:-'1/):::...:-: --.. ~\-- :._:· .~ :~:: . .-": :-·- .. ~: :·_; __ .. - · ·--, :-.- . .. , · 
1. Custc;nner Notification ( det'!il) is .a c'!stomer nctificatlcn process In place that satisfies th~ requirements cf 192,16? 
(M(J1,G.~:C,U,~N()TJ.FY,Pl,.(q~~!l? .: · , :, : ;·,, .,,,. ':·, ,· ,' :. ,;: ; : '<· . 
192:13(c) (192.16(a); 192.16(b); l92.16(c); 192.16(d)) Sat+ ·:sat Concern. Unsat · NA NC· 

:-., _,_·. ·:. ::·:_ ·:. :. -~': . 
' :· .·.;' ~ - . ·;_ .. ',-; . . ·-- . ;_ . .-,·~;;' !---•• -··. 

to~~s. '.'· ' :, . , ' :·' ,.;'• . . . .i\ .· ,< i': '>. > •, 

jPr~~~~~~~s·~ No~;r11~1clp,e~a~ing ~It~ Ma.inte~anc;~ , .. · ·· .· . · 

~- N~~~~l ~~·i~~~~·~n~~ a~d Op~ra~ion~ .(d~~ai;~··Dces th~,pro~e~~lnclu;~ a ~Cfulrement to review ihe ;,anual at'· 
intervals net exceeding 15 mcn.ths, but at least once eacli calendar year? (MO.GO.OMANNUALREVIEW.P) (detail) · 

192.605(a) ·. •· ... , . Sat+ .1 Sat Concern Unsat NA NC 

2. Normal Operations and Maintenance Procedures- History (detail) Does the precess Include 
requirementS for making construction records, maps and operating history available to appropriate operating personnel? 
(MO.GO.OMHISTdRY.P) (detail) · 

.. _,. 

192.605(a) (192.60S(b)(l)) 
--~~---.-----.~---,----.---. 

·---------· 
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4. Normal Operaticlns and Maintenance Procedures;., Review (d-etail) Does the'pn;cess lriclude·'·',, ,_ ·.: · 
reQuirements tor Perlodicalty ~Vie-Wirlg. th'e. WOrk iian{bY"DPta~tar-~pti;.satJri~i_'to d~.t"emlin-e:·the effeCtN~A~s;,·ah~ ~Ct~QU~'cy.-'bi theC·,; 
procedf!res user! ln. no_rina/ o'peratjons aild ma(n~ila_llce ~d lriodffylnfl the pipcedures whe__n de_[ide_nc!~~- ~-~ foqryq~ ·. _; _, ~-- _ ; . · . · · 

' . (MO.GO,QMEFF:E.c:f!l-E\III:}'/·Pl ~~<;taU)'i···.'··: . ;, ; ', ':.· · ···. ·, · \::< ··· • -,., _::. ,-·:, ;-.._o:._,:,·".'\'. ·; .i,\:'2:. Ce; 'y', ;- ;·,;, .. 'F,,,, '; '.'}·:'i;~:-_i.'·: {:·;} ··;.· ' · -
192,605(a) (192.60S(b)(8)) :-;'· ·. ,. , ' . . Sati, Sa.~· · Co n'c)ii'n U nsa~' '. NA ,- - ' N c·. 
. ··.·-~··.··'' .. ,-·-;._.· _.,,._;-;<;. '. . .... ,, '"''' .... , ,,,,._,.... ·.·: ·_,.,·7';:;· .._c-:·:: -~·· .- ~--- ,_._X . -.~ .. :·1 ;_'_,-.' · ·,,··-> ·- -·· . ',. ·:. - ·. i ... 

Ncii:;,s · . :· .-. _j' 

.. 
( ~'. . . . ,/.:. : --~--- .. 
. - .- .. ' ' . . ' 

. ·::: --_.-, ...... ~_·:.:~i __ · "/·--:: .. ;.: -_ >.( . __ :·.-____ -, _.:_:_ (--:·;, ?://~-~--; ~; - ·---:··; ~--, ... -... ·- :: ,{: ·_. ·_:-:- :_< ,,;_ ·.' 
.: ''/ 

Pr9ce~ur~s ~ Crti:l~gt;!)l1~ Class LdcatioiF · .). _ .. 
--~.\--::.:-·<·-··_;-<:;:--:-::·,_·.;·_-.... :_\)· ... :·_ :._.-::-:~---_<,~_:_,;: -.. -.,-.-~::_-~.-t~:_;j·-,::._:·_.~;-.( .. _-.. .- ;·:·.:; : __ -'<·-.. · :~;-._ . ; ' . ~-. ~-. '. _. .. -~ .. ·-_ ·, :·· '. ,._.;--~ ~ --:-··/.-: 
1. Change ii'l Class·Location Required Study (detail) 'Does the process InClude a requirement that the operator 
conduCt ·a-stUdy Whenever an li7cieristi /h- populiltidh denSity Indicates a chilnge In. the· CiaSs lOCation of a pipeline segineiJt operating 
.at a hoop stress tliat Is mare than 40% SMYS?·(MO.GOCLASS.CLASSLOCATESTUDY.'P) (detail) · · ·· ·. ' · 

19l.605(b)(l) (192.6b9(a); 192.609(b); i92.609(c); '· · · · · ' ·. · ·· . 
192.609(d);.192.609(e); 192_.609(1)) .·· . _ · Sat+" !!at' Concern Unsat 

,. ! 

_., ,._. 

X 

NA· · llic·-
. 

_,_, 
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.. '· .. ; . ' 
. ,' ,· 

. { ,_. 
-: . 

·- .-·-.. ., . 

'· 
'j .. , ., 

..... · .. ~· 2. ~hange.,ill Cli]~s.Lo:~ation C.()l1frrn1ati'!n:()r Revision of MAog (de~ail} Hoes th~\process Include a 
_ ... ;r~qL{irJ7m,eiJt ~a~ ~!Je M.~QP of a plpeline_seg."Jen~-b~ confjrmed or: revlsed,wit!Jin. 24 me)nth_s w~~never thEJ hor;J_p-str_ess_ -.. . :- .: 

•

. c.O.ri-eSp·'o· .n.:.dt.'ng to. the. esta~/ished M..~.9. P. Is d. e. ~ein1~1J~d_p~~ --~- ·?e co_mm~p~ura5e Y!i~ ~he ~!~t~~~, ~§!~~ /o~_tl.o~? : , ·- r- .. " · ,, 
(MO.G_QC~S.S.~SSL~.\=AT~Rf:V:P./ (~.~~~~, . >' , , · · • • · • · ·· 

·.;, ·192.'605(b)(l)(l92.6fl(a);l92.6li(b)il92.6ll(c); · Sat+ 'sat Conc~r~ Uns'a .. t. N._.· ·. N·c· 
·c. l92.6ll(d)) · · •· . A · ·. ,: ... '- ,_ -',- .- . ': ';, . ;r,:. i_. . .. . , • • ,., : 

.-.' 

Procecl~res - co~tinuirig sur~eillance 
. ,-_. 

. - . . . . ' 

-~:-~ ;i_.- ;_-:. ·. ~(:; ___ ~-·· -.··; :~-----.. ~-:~~' -_.~:-··. ;_ -. 
1. Co1_1tinuing Surveillance (de~ail} Does theprocess Include procedures forperform.fng cotftinulng sutVelilance of··''·" 
pipeline fac~llties, and '!lso for reconditlonln!i, _phas.Jng 9l!t; or n;~.ucing t!Je MAOf _in a plpf!!lin_e se!Jment that Is dete_rm(iled_ tC?:be_lfJ 

· unsatisfacto,Y condition but on'which no immediate hazard exl~ts? (MO.GO.CONTSURVEILLANCE.P) (detail) · ·, : ' 

19~~6-~SC~l.,Wi2.6i~(~J; ~~ .. 2.6~3(~J.•.~~~:~oJ,~b);:~~-2.;70~~~ll., s~~+ s.ar ·. ,cpnl:erri. )!ns~t, i· N~ . .~ c 
...... , . •• . • ... . . . . . . . .. • •. : ,, ,, : .... , : :<. ··,·· .• J,., ·:· .. . . ,. '-"' ·. ··.·.•·x·. . . ·" .,,..,, ,;.·· ·,I· : :•: ..... ·. ·:: :.-· 

' .. :;: -' , :· ·-·. . __ ._.,,~, ~--:··____:__ -~-~ 

•. ' ... ' .. _ ......... · ·i -.· 
·.· 

-·-· -._-
. -.. 

. / ~ ; .·.·- .· :. ;- --- :; .: ' 
'·. '------.-- !. 

. 
' . ' 

---' \ ._:'_., 

Pr~cedui'E;~ ~. Da~~ge· preventio~. Progran1· · .. · . . 
. ·:. ··;;:::;-:':·~·-<·' .:~ ,'·,.<·-:. ' :·_--- :::~,·j-~~-s,:: -. .:}::.,>_~·,_::·~; . .-;,,~-: .i:-;-)- •;:' '' ~-._ .- . '·-·: ·;_;'·/<:·i-:: _~:--_~' :... '.::·;·~- '· ~-)::.;-~\_; .. ' _.-:-: ;1· .. ,: __ :·:.>.;. ·.<'~ .. ,· .- .. _:·' 
1. Damage. Prevention Program (detail} Is a .damage prevention program' approved and In place?. 
!PD,'O .. G.,PDPROGRAM.~)(detall) ·, .... . •.•: . . . , ,.. · . 

• Hl2.6l~(a) · · '· .. •.· Sat+ ·l s:~ ..... :cer_n~ Unsat NA 

[Notes· · :: · 

[ 

':., .-} ' ; 

NC 

., ' ·'· . ~- -
. i., .. 

. .-- . -.· ... ···.· 
. 

\ 

Proce~u-rEis :- Emergency' 
1. Receiving Notices· (detail} Does the eme;yency plan ln;lude procedures for receiving, Identifying; 'and dassi,;,ing 
notices of events which need Immediate response? (EP.ERG.NOTICES.P) (detail) · 

' 
Uns~t .J i l92.615(a)(l) Sat+ Sat Concern NA NC 

. .. X . · :· ' 
... I I 

'Not~ 
., .,, .. .. 

... 
.. 

. 
-

2. Emergency Response Communication (detail} Does the emergency plan Include procedures for establishing 
and maintaining adequate means of communication with appropriate fire, pollee, and other public officials? (EP.ERG.COMMSYS.P) 
(detail) ' 

192.615(a) (192.615(a)(2)) 

..---· 
JNotes 

--

I I 
L. ___ ... _________ , _______________ ,.,. ________ ~·-----·----·-"--"------·__j 
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* 3. Emergency Response (detail) Does the emergency plan Include procedures for making a prompt and effective 
response to a notice of each type of emergency, including gas detected Inside or near a building, a fire or explosion near or directly 
involving a pipeline fadlity, or a natural disaster? (EP.ERG.RESPONSE.P) (detail) 

192.615(a) (192.615(a)(3); 192.615(a)(11); 192.61 5(b)(1)) Sat+ Sat Concern Unsat NA 
- - r--· -

X 

INotu 
-

4. Emergency Response (detail) Does the process Include procedures fo r ensuring the availability of personnel, 
equipment, tools, and materials as needed at the scene of an emergency? (EP. ERG.READINESS.P) (detail) 

192.615(a) (192.615(a )(4)) Sat+ Sat Concern Unsat NA 

X 

\Notes 
I . ' 

NC 

NC 

5. Emergency Response- Actions (detail) Does the emergency plan Include procedures for taking actions directed 
toward protecting people first and then property? (EP.ERG.PUBUCPRIORITY.P) (detail) 

192.61S(a) (192.61S(a)(S)) Sat+ Sat Concern Unsat NA I NC --
X I ,--------------------

l"otes 
I 

6. Emergency Response (detail) Does the emergency plan Include procedures for the emergency shutdown or pressure 
reduction In any section of pipeline system necessary to minimize hazards to life or property? (EP.ERG.PRESSREDUCESD.P) (detail) 

192.61S(a) (192.61S(a)(6)) Sat+ Sat Concern Unsat NA NC 

)( 

F 
1. Emergency Response- Hazards (detail) Does the emergency plan include procedures for making safe any actual 
or potential hazard to life or property? (EP.ERG.PUBUCHAZ.P) (detail) 

192.60S(a) (192.61S(a)(7)) Sat+ Sat Concern Unsat NA NC 

X --- -- - --· 

--
8. Public Official Notification (detail) Does the emergency plan include procedures for notifying appropriate public 
offidals of gas pipeline emergendes and coordinating with them both planned responses and actual responses during an 
emergency? (EP.ERG.AlJTHORITIES.P) (detail) 

192.615(a) (~92.615(a)(8)) Sat+ Sat Concern Unsat NA NC 

X 

Notes 

-
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_, __ _ 
'\'· 

._,_ 
: ,.' :-, 

. . . 9, ~~tVic~·puti!94!,RE!sJ:ora~ion (detail) bo~ the ernergen~p/a~ I~Clude p,i,i:ed~res'fois~fely.restoring an~sewice . 
. . out:age?'(EP_.ER_G.OUTAGERESTO!l-E:P)(detall) .. .-. . . ·,:" ; · ·. ·•· ... , :i: ' '":-·,, 

~~1~2.6l.S(a) (19i,.G15(a)(~)) .': _', . _ . . _Sat+ s:t- Co11cern Uns~t ., .. NA . NC ·: 

. ·.·-

--~ __ ::·_·~7---~~~~-~-~··~·--"~·----~--------'------~--~----~~--~~--··-·-----------------~~·''_._--"·' 
10: Incident Investigation Actions (detail) Does th~process lnciud~ procedures for beginning action under .. _.;, · , . 
§192.617, if appfleable, as soon' after the end oi the emerg~ncy. as possible? (EP,ERG.INCII:iENTAcrlONS:p) (detail) .. : .. . . · •: . : · 
192~6iS(a) (i92.615(a)(lO)i ·- · ,, . . . . ... . . Sat+ Sat Concern Unsat. NA N.C 

X 

Not~ __ .-; 

. . .' '.. ' -~,-···· .. . . -· . ·- ~. ·.. ' 

.. 11. l;merg_~ncy·Response :Tra,ning_ (de,taiQ.Does the processfnclude tra!~lng a(the apl/ropriate,_operating p~rspimef'· 

. to .~ssure they are,.knov:ledgeapl~.of_t~e .emergencyproc~dures a(J(/,Verifylng th,at the tfain!ng ls.ef'!'ctiv~? (EP;E,RG_.TftAINING,P), .·. ·. 
(deta~l)_ :.. ··.;.';._. -·, . .-;_..- ,.:{. -~·-.;::.. ·:~·.·._. ,. ",·'-\_-.\.(;.."i;'->-: __ ,,:';· =-----·.';-:-<·-l£~.-;-:· .. _.'.-:-:· ·.3. 

'192.6l~(b)(2). .. .•. ···• .-, .. :· sat+· sat cor.-cern un·sat. ··· NA_ ·Nc 
' .. , '' ~ .. ~ 

;-.::,_, .. 

"l. 

' ' ' ' ' ' -- ' ' ' ' ----' ----~-'-c--~--' 

12. Emergency Response Performance (detail) Does the prbcesslni:ludedetaifed step!itorrevlewlng employee . 
activities to d~terinlne_ Vjhetherthe procl!dures were effectiVely folio'vfed lri each tiniergeiJcy? (EP.ERG.POSTEVNTREiiiEw:Pj (~etallj,; . · 
192.615(b)(3J ' '' ·, 'i ' '·· ' ' ' ' • : !i'at+ ' sat '' Conce'ri. I u.,s~i: ''.NA_.,,. ' NC 

·I , . ·-, · .. 

~~;t~ 
I 

'·.X 

13. Liaison 'iiilith Public Officials. C ciEitail) Does the process in~ude ste6~'ror iistablishing ·~nd maintaining liaison with 
appropriate fire, pollee and other public officials and utility owners? (EP.ERG.LlAISON.P) (detail) . ' 

192.615(ci (19~.615(ci(l); 192.615(c)(2); 'i92 . .615(c. )(J); : psat+'· I s.'a'~' 'E'c. . .· e :1 u' .. t '·.lilA' '.'.FNC . 
192.615(c)(4);ADB-05·03) . ·:.:. •· . : ·:·,,.-... ·.' . · . .··· , .·'· _, _a~~--_':_~- .. ·. . . .. 

X . ·t . ·. ,·· 
~~---.• -. -~- . ~----. --- r 

L.----'..-
Procedures - Public Awareness Program 

1_,_ .• ' 

1. Public Education Program (detail) Has the contlnulng_p.ublic education (aivareneiS) program b~en established as 
required? (PD.PA.PROGRAM.P) (detail) · ., ' · · 

;;::,~·::::~'-- __ _ _______ F~f~:9-·~-+ "'-1 
l _______ ----------- ----------"---------·- _,_ -·----. _____ : ______ , __ -· ___ , __ --- ______ · ___ ------------------ _ _j ' 
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) 

2. Management Support of Public Awareness Program (detail) Does the operator's program documentation 
demonstrate management support? (PD.PA.MGMTSUPPORT.P) (detail) 

192.616(a) (API RP 1162 Section 2.5; API RP 1162 Section 7.1) Sat+ Sat Concern Unsat NA NC - --
X 

~~Not~-------------------------~ 
3. Asset Identification (detail) Does the program clearly Identify the spedfic pipeline systems and facilities to be 
included in the program, along with the unique attributes and characteristics of each? (PD.PA.ASSETS.P) (detail) 

192.616(b) (API RP 1162 Section 2.7 Step 4) Sat+ Sat Concern Unsat NA NC 

X 

[Notu 

4. Audience Identification (detail) Does the program establish methods to identify the individual stakeholders in the 
fouraffectedstakeholderaudiencegraups: (1) affected public, (2) emergency officials, (3) lor:al public offidals, and (4) excavators, 
as well as affected municipalities, school districts, businesses, and residents? (PD.PA.AUDIENCEID.P) (detail) 

192.616(d) (192.616(e); 192.616(f); API RP 1162 Section 2.2 
API RP 1162 Section 3) 

i Sat+ Sat Concern Unsat NA NC 
---

X 

[Notes - --------· I 

··-
' 5. Messages, Delivery Methods, and Frequencies (detail) Does the program define the combination of 

messages, delivery methods, and delivery frequendes to comprehensively reach all affected stakeholder audiences in all areas 
where gas is transported? (PD.PA.MESSAGES.P) (detail) 

~:~~!~(~~~~~ ~~ 1162 Sootioo 3; API RP :162 Soctloo 4~:t• t+ 1: •J~ n mn I u • : at I N A- I ~C I 

t:-:..,uoo publlo awacoom m"'ago wa• not bolng ""t to tho ou•tomocs 2 tlm6 pee yea< acrocdlng to~~:::_·_--~ 
6. Consideration of Supplemental Enhancements (detail) Were relevant factors considered to determine the 
need for supplemental public awareness pr9gram enhancements for each stakeholder audience, as described in -1PI RP 1162? 
(PD.PA.SUPPLEMENTAL.P) (detail) . 

192.616(c) (API RP 1162 Section 6.2) 

~--------------------------------~ 
7. Other Languages (detail) Does the program require that materials and messages be provided In other languages 
commonly understood by a significant number and concentration of non-English speaking populations in the operator's areas? 
(PD.PA.LANGUAGE.P) (detail) ' . 

I RP 1162 Section 2.3.1) 192.616(g) (AP Sat+ Sat Concern Unsat NA I NC 
X I l t:_ __ _ 

~·--·-·-------·--· .. -·-··- --------·---------·-· ·----·-

Page 10 of67 



: ( 

' .. , 
. : : .... 

. i. 

.: .. ··· ' .. ·-:-:·-
'• 
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. 9. Master Meter and Petroleun:t Gas Systems (detail) Does .th~ master meter or petroleum gas system 
operiJto(s process me.~t the requirements ~f 192.616{f)7 (PD.PA.MSTRMETER.P) (detail) . : ' . , ' '. ·:··:;,_ ·. 

192.616'(jj (l92:6~6(~Ji' . . ': , , .. ''' . Sat+ Sat Co,ncern Unsa_t NA 

. ;_ '.i, ,,;,;,·.'· ._,:,' i .·,·,~- ' .••. x 

I
N. o·_:t·.·e_s··:_·_ ._, ".. _.·.·._··_._'.•-·•'·'.··· : · · . ·. -:.;_:'::;•·, ···:: ,_.,-.!.-. .- .. ,· .·~,'-:· ::·, .. ___ ., ... '; , .. _, .. l~.'· . •;,);_ 

Procedures - Pressure Test '. :r: _, \ ·-. ·,·' 

NC 

1. Test Acceptance Criteria arid Procedures (detail) Were test accepta~ce.criterla and procedures sufficient to · 
assure the basis for an acceptable pressure test? (AR.PTI.PRESSTESTACCEP.P) (detail) , 

192.503(•> (192.503(b); 192.503(c); 192.503(d); 192.sasc•>; --f-----~ .. ---·-:l·--------1---· 
192.SOS(b); 192.505(c); 192.505(d); 192.505(e); 192.507(a); Sat+ l sat Concern I Unsat NA l NC 
192.507(b); 192.507(c)) I . I 

-----T--;;-·-[---·~ ·----·--r--
1.------------- -- . ' 
iNotes · '·. J. 

i . 
~---- -•- ---~-A--.. ·• ·---·--·•----·--···-~~w---•• •-·•--·--·---- •••-~ ·-·•- --·~• -·-~~---·:-•-•''~' -•··--·- ---··-••••-"'''" ____ --•·-·--. 
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Procedures - Trans111ission ~ecord Keeping 

..-.-:· ... · ; / 
· .. . ·, 

··:•·, __ : 
•·.· >:.·.· 

-. ;, 

:._ '; 

1. Transmission Lines Record Keeping (detail) Does the process Include a requirement that the operator ~aintaln 
a record of each plpe/"other than pipe" repair, NOT required record; 'and (as reqUired by subparts L or M) patrol, survey, Inspection 
or test? (MO.GM.RECORDS.P) (detail) . · 

~~g~~i~?) (192.709(a); 192.709(b); l92.709(c); ~-~~t_+ T~~r.~ncern I Unsa~-
··------ __ __._l __ ..l.,.! -- --· .-'-1'---....!....-x-l..---J 

~-----·-------c·-----· ·- ·-· 
. Notes · 

_____ T __ __ 
NA NC ___ L___ __ 

I 
L _____ ......... :_ .. ______ .. __ · -----.. ·------·---------·-··-·:__ __________ .. ______ .. ______ , ____________ .] 
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. ;, . ·.. ·~ 

, .. :){ .'. 

X '. 

. ' .. •·· X 
._,. . 

1 Not!!s' · .. < . · . _.,· I ·. .. . . ,. /. 
,2. Press~re Telemetering or ;eco,ri;!i ri$1 Gauges { de~~nr9~·· 'the pi-Oces~·~qtifre'telem~t~rlnli or re~orillng .• .. 
ga~ges be utilized as required for distribution systems? (MO.GMO~P.~RESSREGMETER:P) (detail) ...; ·· ·· · ·' · • • · · · · · ::.• 

• .-< '·· .' 

. 192:605(b)(1) 092.741(a); 192.741(b); 192.741(c)) 

. - ... ' . . . ··: ·' .,· •·,;· ,•, ' . 

:. ~~s_ ..... ,,, ··.·.· 
---~--.---,.- --

. 3. Pressure Limiting al)d Regulating Statiohs Capacity of Relie.f.l)e"i!=e~ (detail) Does the process 
indude procedures for ens_Urit1g, eitfier.by testing or~ .tevlew of calculations, at Intervals not eXceeding ·15 mo.nths, but at least 
once each calendar year,· that the capadty of each pressure relief device at pressure limiting stations and preSsure regulating 
stations -has sufficient capacity, and for Installing a new or additional device if a relief device is determined to have insufficient 
capacity? (Mo:·GMOPP.PRESSREGCAP.P) (detail) . :··: i'·:·' ., ' ·•· · ·; .;:. }'(' i<. '· :·,:,,\''· ;.: .. < .•.J :. : .. : ,. ;,·' ·· · ' . • 
192.605(b)(1) (192.743(a); 192.743(b); 192.743(c)) Sat+ 1 Sat JConcern Unsa.t NA NC 

I Notes. 

I 

' .• ,·,··: ·; . '·. ·.· .. ,o.. . ., .. ! . X ., . ... 

1 ' .. 

. Procedures - Valve And Vault Maintenance· 
I . 

·.· .. ·. -.. ,._, 
' 

. 

, . . : ,., .,, 

1. Valve Maintenance Transmission Lines (detail) Does the process Include procedures for Inspecting and 
partially operating eac;h transmlsslan.llne valve that might be required In an emergency at Intervals riot exceeding 15 months, but 
at least onCe each calendar year and for taking prompt remedial action to correct any valve fourid Inoperable?· · 
(MO.GM.VALVE!NSPECT.P) (detail) . 

~ I ·-....----. 
• ~
9

~.6o-s(_b~~~~-~~:~:~·~~-1~2.74s:~_n __________ ._._J..L_s_a_t_+_-... !'-s-a_t_-. ..~C.c~-o-n_c_e_._"...LI_u_"_"_.a _ _!...J.-N.:.xA:...... __ .l.L;:::-_~_=_·--1-
lNotes 
i 
i 

~·--------.. --.--· ------·----·--·-------" ·----·----·-·-·---·----·--·----

. ' ·.:. 
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, :·:·.~~ .. :-~·:;~ -~<-:~·;;, :~- ... /::-~ ... >. -· i-::~::t~~;/:t:<:.:: -~:-:· ).~~:\·,/ .. ~,:;·:-:.~-,:~;- .. ~-r:.~.--.. ;.·::::) .. ;-:::;~·;;~--~:>~_::_:.:~.,:·:_>=. ;-:~·.:·; __ : .. :_ --~~ .. ;-~·. -.~(:--,:/~: ::;:--=~--~~~_i:.;~;::_·L J.>--~----:-··: · · ·~ ·: ;··· '=~~-~,:.: .: · · · :;: _. . _ 
Procedu'ri:!ls·: .. ~ Prevention ot:AcCidentatignitioni.·: ;,/ ,, ,·, .. , .. , ... ·· :. ' • : ,, .• .-.. > ..... 

'1: l"o.reventfc!11. QJ Mci!f~I1~1Jl.I9n itio~ (detai 1} doe~ tli~ .. t!la~uallni:l~ite firociii!Jres· tot;lrJiiiiro(ziniJ ihe dangW qi'. :· •:; }; ·:·· <\ · 
. acddentallgnltlon where gas constitutes a hazai'd of fire or. explosion? (MO.GMJGNmON.P) '(detailj, ·' · ;::- · · ·.' ···••• ::· \',~., ·' .. ·, •·: 

~~.t~(b~~~)~(~~~::~S~(~);'i?::.·~Sl;~b):,:l9,~.t:l(:))c ·, ·;. :·, . ,;:t;:·,r:·.~=-~:;, C:<>~te~~ :!~~sa;( ,~~·.+~:~:~:;, : ..•. 

:·:·.~: ;, I ~at~: .. ~!:. :(~;/ ~ .- .;f:~~~') ~:~,~ ·::::t~-~~t~:\~::::·.,>~'.!:;-.) :~~;:i ::~~~\;.;' ,:~:·: )~; ·~ .. ~f .~T:: ~.~·, :f ~-t. ~:-::,X ·. ·. . ; '·· 
: ., . ::_,_:· .. ·:.::~;:: ·. :'. ~·:.~~-~~~:·;_(_; .: l:··i~·r,~--;:.:~;?:}-~~:-: ~-:-~:;_;:~:·:: ri~-~-:-?~:::;.._,_:(.~~-~-;r:~'~--~~;~:.:~:::',S;{ -~\.~i-::~;,:t:i:'" --l~~-~- :·' ~: - .·.::· --':'·:.:~· ~ .~:;- \: ·-/:~~:~:: ?. \ :;·· .. : ?.:·~--~: .. ; ·-~' .... e.· ( ~ .. : )-. . . J·. 

Proced!Jr.E!$:.~. C:~.i.I!.I<E!d:. ~~ll-A.nc1. Spigot Joints :>' ,., , ~~ ·~-· . · ' :,_· :. 

~ ·. 

::. -=~-·-: .. > : __ .;-! _;··-~{\.\:,._{~;;,; ..... '~'-.-:~·<:~·~;~,_:~_..·/: ~y;·( ~-;-"1;:~:, ... \~~)~,~~J-:~·> '·; >/;-;;)/';~_,_.-_. .l_;_:: '; ~:.-- <_;~:·~~-::_'J:. ;;- L-\· :_. -::·; · .. ·:~.:r? \:;.<·;:·,·:.\<: .. -:--'· :.;-{ -!~~--, ~-<>~ + :-: __.,_ ;·_?•::-~~,:_ ~-~: .'_:·; '. ~:;_ ;_. ; . 
1. ~Jeil·an~· SpJgoi:'Joini:s (detail) pa~ thiipri/cess require ihat~~ulked beil and iipigoiJointsbe correctly se~led? • 
(MO .. GM.BELi.SPIGOTJOINT.P) (detail):, ·:y,.. . . ·. .. ' ·c' · .. ;:·.:· ;·,: ·' . 

t92.7s~(~) (19;.is3(i;W;;; :.;', • ,,. " . -. .NA 
·- . : .. . -. £'}_') .··- . . . . .-• -.-
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., 

. -~-. 

,-1. 

. -; 

· __ .··. :p~bc~~.ur~$~;-~r~tecting.c~~t~Ir6~JJ,ip~!i~~ , 
., ·.·;. _-: .. .:•,:·.:, ·-·--. '·-= ........ - _.). _· .. ·!··!,::· .•... -· :.-,- _;_-.:~.-- :,-- .. ~-·;. ,.,_,,~---.::: • -· ,.- i ·.·_.'. :;'' :-,···., 

•. "i. ~~~~li!ct~~~ Ca~~:Irori Pipeli~e (d~tiJiiJ;Does.th~ pni~~;s ,-Oqui';., ~;~~uate p;,~lon for ~egments of a bil;l~d 
·cast-Iron pipeline. for which support has been 'disturbed? (MO.GM.CASllRONPROTECr.P) (detail)· · . · . · .· 

. ' ,.. . ' :',; ' . . - . ' . 

,19~.7~5(a) (192.755(b)) _ .·.. Sat+ Sat'· C"_n~ern Unsat 'NA. NC .... 

·- ·~ ·.-·· ·'· : ; 

·: _., 

_,, 
r .. -- •,; .. ,· 

'!:' ., . ·-. ,j: ;. ' :~ . :·-: 

Proc:eclure~-: Welcli~g And Welci_Defed Repair/~ernoval 
_,·; .-: --:: '_- -..... '; '_-:·-_;- : _; .:--.··.;._ : -:'·;· :_. ., ,: -. :. ·-:.; / \· :_· ·, ·:· . . . . ...... _: · .. ' . . .... ·. 

1. Welding Procedures (detail) Does th~ process require .;,elding to be perforfned by q'uailfied welders using qualified 
welding procedures· arid are we/dinfl Procedures and qualifying tests required tO be recOrded In detail? · · , ... 
(DC.WELOPROCEDURE.WELD.P) (detail) , _ ' ·' · , , ·. .. .•. 

192S25(aJ (1~~.22s(b)) . · · · ····• .. , .. · · · · · ··· sat+ sat ·i.i.ii5at N~ 
·~ ,. •• ··.-·;· - 1 • • • . ,_ .... .·· .. .... ::·· .. · '·· .. .X 

Notes . ·•:· 
No ~eldi~g' 'Pra'~_dures· :· · 

; '"·' 

*' 2. Quaiifi~ai:ion of Welders ( deta!l) Does 'th~ p'roce;s re~uii'e welders to be q~alified in ac~ordance with API 1104 or . 
the ASME Boiler & Pressure Vessel Code? (TQ.QUOMCONST.WELOER.P) (detail) _ .· •... -. 

192:~27(al (i92:~'iscaii ~92.2~s(b(1~i.32B(ali i92.32B(blJ sat+. sat · i:orii:err! I.Jns'at NA · ~c .· ' 
- ·>.·:'-.-·· · .. ·.:.;'···-.: .... !'<, .. ·. < .. '. ,,. .. , . , ·x 

.:~~:.~~~~. ~-:'!::,.,, .~~"~ ~~. ....1.....;.-;---l.-...,.-...... ;;..J... ...... __ ,J...;. __ _, 

3. Qualification •of-Welders fcir Low Stress Pipe (detail) Does the process require welders who perform· welding 
on low stress pipe on lines that operate at < 20% SMYS to be qualified under Section I of Appendix C to Part i 92, and are welders 
who petfo.rm Welding on serv/ce''liri'e. cori'nection .to ·a main required ia be qua"Iitied ·Und_er. s'ectioiJ 'I.I of Appendix C tO Part 192 ?· 
(TQ.QUOMCONST.WELDERLOWSTRESS.P) (deiail) ' . . ·. . ,,t· '· \ c . ' . · ._·_ .. 'T· _ __::.:__, 

192.227(b)(192.225(a);192.225(b);192.BOS(b))' i E+ I Sat t":ern Un~a_t:r-~~~-~ · NC. j 
I Notes --- . . . . · · ·--j 
4. Limitations on Welders (detail) Does the process_require certain limitations be placed on weiders? 
(DC. WELDERQUAL WELOERUMITNDT P) (detail) 

' 
·,o), - '· " 

192.303 (192.229 (a); 192.229(b); 192.229(c); 192.229(d)) Sat+ Sat Concern Unsat NA l NC 

X _l .'·~. 

-

!Notes 
-

I 

-------·-·~- -- ----
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5. Welding Weather (detail) Does the process require welding to be protected from weather conditions that would Impair 
the quality of the completed weld? (DC. WELDPROCEDURE. WELDWEATHER.P) (detail) 

192.303 (192.231) Sat+ Sat Concern u,sat NA NC 

. X 

INotu I , ·' ' 

6. Miter joints (detail) Does the process prohibit the use of cerfain mit~r joints? (DC.WELDPROCEDURE.MITERJOINT.P) 
(detail) · 

192.303 ( 192.233(a); 192.233(b) ; 192.233(c)) Sat+ Sat Concern Unsat NA NC 

X 

INotu 
·----------
7. Preparation for Welding (detail) Does the process require certain preparations for welding, in accordance with 
§192.2357 (DC.WELDPROCEDURE.WELDPREP.P) (detail) ----
192.303 (192.235) Sat+ Sat Concern Unsat NA NC 

X 
-·- ·· 

' . . INotu 
--

8. Inspection and Test of Welds (detail) Does the process require visual inspections of welds to be conducted by 
quaiifled inspectors? (DC.WELDINSP.WELDVISUALQUAL.P) (detail) 

r-·--- ----- ----·-
192.303 (192.241(a); 192.241(b); 192.241(c)) Sat+ Sat Concern Unsat NA NC 

X 

, ..... 
9. Repair or Removal of Weld Defects (detail) Does the process require welds that are unacceptable to be 
removed and/or repaired as specified by 192.2457 (DC.WELDINSP.WELDREPAIR.P) (detail) 

192.303 (192.245(a); 192.245(b); 192.245(c)) Sat+ ! Sa~ Concern I Unsat NA NC 
~·-·l ___ 

X I 

·-

Procedures - Nondestructive• Testing 

1. Nondestructive Test and Interpretation Procedures (detail) Is there a process fornondestructiv~ testing 
and Interpretation? (DC.WELDINSP.WELDNDT.P) (detail) 

192.243(a) (192.243(b); 192.243(c); 192.243(d); 192.243(e).) Sat+ I Sat Concern Unsat NA NC 

I X I Note• 
--

. 

. 
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•, 
';. 

·. ::' 

' \ '· .. 

PrC,cedure·~ :- J9iniri'g ()f Pip~nne Material~,.~.:~,,. . · ·· ''·( •:... ··· · ·:-.. . ' 
_ .... :· --··._ -.,.:,,··~_-· . .>;\~~'.:·,·.-·::·<·" ·: .. :~-:y~;/;-:---;:(_-.-_· ~:~- :· ':. '_)_··'·· :.·.· . ..-,',·:_!.<-•_ ·_·- ~- :·._-.·.·;_ .!.·-·.: ... ,- _· ,·.: __ ·, .. 

• . _1: ~~~stic ~;P~ :J~inb (d~taib tJoes the ~;;,ciiss ~q~l,:;; p;~sti~ pipe J~l~ts ~~,b~'~,5;g).~da~qln~talled I'! ~;J;,'roan~e Wit~ . 
192.2817 (DC,CO.PLAS11CJOIN!.P),(detail) .. " ' ·. · • ' "' ... ·;-. · . ., " ·'· . · . · 

.. - \ · .. ,, . . . -· . .· ; .. - ·- . ' 

·. 192.303 (192.27.3(b); 192.281(a); 192.281(b); 192.281(c); sat+ NA NC 
192.281(d); 19, 2 .. 2. _Bl,(e)) . · '. :. ( · . , . · 

:~..:..··;;,..· ---'--~,...,.,..___..:....,.,.-...c,.-~"-'-:,_.,;.·..J..,--..,..Jl.....·..;x_J..-_.,.,....'"-..;.;.....;..;...~,_,... ........ _._--'··-'"."..;'··,,: •,, 

i

iN-_ot_es __ -'--, ": ·· : -'· · · · 

I .· . \ . -:. . . '· . 
•:; . .... ,, ,_,·.;·_, .... ' ·.;".· ................ · ... ··.'.,;·•'-';·.; · ..... --.. ·.' ·: ... '"· ............... . . ', .. ·• .... 

- ._ ,-.;·-~· :·_ . 

2. Plastic;: plj::ie - 'Qualitvirig Joining f'rocecl.urt;!s ( de~ail) M~ tliep;qi;es~ requi,;;, iit~st(cpliieJ~I~Ing procedure~ ' · 
to be qualified tn.'accordance with §192,.?83, prior to making piastlc pip'ejalnts7 (oq:O.Pf,ASTICJOINTPROCEDUR~.P)' (detail) . · · · · 

19i.2~J(b) (192.2ii3(~); l92.2B3(b);''i9~·:2s3(c); l92;283(dil · · satt. .Sat'' Con'<: ern Unsat NA • NC · · 
' ' :· . ' . . ' ' , ' .,, . . . . •X ; . 

t?~.e~. " ; •;: , ' ~: . ··.··. , '::" .' :' / ·: , ' } .. ·, ;. , · .. ' : • . ·_' :', \:-_: .. 
3',_PI;~stlc: ~pipe ~ Qualifying Joining PrQc;:edures. ( det1il) Is:a p';T,cess,ln 'place to elisu(e .that per5armel making . '" 
joints lt;_PI~stlc plpell~.es are 9ualified? (Dq::o.PLASTICJOINTQUA~.P) (detail) , :<•·:.. '•·· ·,-,:., .u· ·' · :i. •.·: .•.•• · · 

1

192.2SS(dj (i92.285(a); 19~:285(b); ~:~2BS(c~- ~~2.805~-·~.sa·t+ 1. s;~ !Concern I··Un,~~t; · NA · · .. NC 

·.I No.te: .. ·.· ~- · ... , \ . '· .:> . ,' .• . 
. .... __ ..:_ ______ . _..:,. :. . ---·~-~-·. ____ . --· 

... 4. _Qualification of Persori!)el ~nspe_cting ~oiJltS in Pl;~stii: 'pipelines (detilil) Is ~irocessin piace to ·· . , . · 
... assun: tha~ per:a(ls wh~ lnsp,rct"i~!n~ :n._pla~tl~ plfes, ~':'-q'ua/1(1. ~d? (~C:~O.P~CJ~INTINSP.P) (detall). · ·. •' . ' ; ' • ·· · · · 

.~92.287(192.80S(h)) · · , · · .' " . ·Sat+ J S~t . Conc.ern Uns~t . NA'' •.· NC 

. r.;-:----~-~-c_: __ :_· , . . . ;' '.·:_j____l_,_· .~~-.-:.1 X . , .. 

ro.te~~~-~-. • • · .. ·. • ---. ---. ------
·----------, -----. -----

Procedures.,. Cor.rosion Control ... .• 
.. ':,.;_ . . -<:'', .... -. ·'', .. r-. . :· . , . .-. ~ '' 

· .. :·~·- 'l '-:t .. ,,·· 

1. Corrosion Control Personnel Qualification (detail) Does the process require corrosion control procedures to 
be carried aut by, or under the direct/an of, qualified personnel? (TQ.QU.CORROSION.P) (detail) ' 

192.453 (192.805(b)) Sat+ j Sat Concern Unsat N_A 1 NC 

I X j 

' ':' --~·- . .. ,·, ' .. ,·, ',· .. 

L....----·-------------'-'-~'----'----'--'--··-~·--'----·-------------
2. New Buried Pipe Coating (detail) Does the process require that each burled or submerged pipeline Installed after 
July 31, 1971, be protected against external corrosion with an adequate coating unless exempted by §192.455(b}7 
(TD.COAT.NEWPIPE.P) (detail) 



3. Conversion to Service- Pipe Coating (detail) Does the process require that each burled or submerged pipeline 
that has been converted to- gas service and was installed a/fer July 31, 1971, be proteCted against external corrosion with an 
adequate coating unless exempted by 192.455(b)7 (TD.COAT.CONVERTPIPE.P) (detail) · 

192 .605(~)(2} (192.452(a)i 192.455(a}; 192 .~55(b); 

192.461(a)) 
Sat+ Sat Concern Unsat NA - NC 

X 

L _____ _ --
4. Cathodic Protection post July 1971 (detail) Does the process require that each burled or submerged pipeline 
Installed after July 31, 1971, be protected against external corrosion with a cathodic protection system within 1 year after 
completion of construction, conversion to service, or becoming jurisdictional onshore gathering? (TD.CP.POST1971. P) (detail} 

192.605(b)(2) (192.455(a); 192.457(a ); 192.452(a); . 
Sat+ Sat Concern Unsat NA NC 

192.452(b)) 

X 

! Notes ·· --· 
,_ ____ .. ___________ 

----· 

·-

--
5. Use of Aluminum (detail) Does the process give adequate guidance for the Installation of aluminum In a submerged or 
burled pipeline? (TD.CP.ALUMINUM.P) (detail) 

192 .605(b)(2) (192.455(e)) Sat+ Sat Concern Unsat NA ~c 

X 

tes t --·--
6. Cathodic Protection pre August 1971 (detail) Does the process. require that pipelines Installed before August 1, 
1971 (except for cast and ductile Iron lines) which are 1) bare or f17effective/y coated transmission lines or 2) bare or coated pipes 
In compressor, regulator or meter stations must be cathodically protected In areas where active corrosion is found in accordance 
with Subpart I or Part 1927 (TD .CP.PRE1971.P) (detail) 

192.605(b)(2) (192.4~7(b)) NA NC 
----~-

1 
-------------------·----1..----~----..J-----J..---.... ---..:.--- -j 
1 . .... 

Sat Concern Unsat 

X 

7. Examination of Exposed Portions of Buried Pipe (detail) Does the process require that exposed portions of 
burled pipeline must be examined for external corrosion? (TD.CPEXPOSED .EXPOSEINSPECT.P) (detail) 

192.605(b)(2) (192.459) Sat+ I Sat Concern Unsat NA NC 

I X 

8. Further Examination of Exposed Portions of Buried Pipe (detail) Does the process require further 
examination of exposed buried pipe If corrosion Is found? (TD.CPEXPOSED.EXPOSECORRODE.P) (detail) 

I ---
192.605(b)(2 ) (192.459) Sat+ Sat Concern Unsat NA NC 

' 
X 
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··' . '---· 

'· _; ., -: .. _-:' 

. . -· .- _, . -. ' . ,- . :. . . ' ' ' - : ._,_.... -. .- . - '- .,_' ·- " ': . . - - ' .. :::": · .. ·. ~ - ·_.. -- . ' ; ·... ' . . . 
. 10. Cal;tioi:lic Protection of Amphoteric Metals (detail) D~es the proi:ess describe i:riteria to be usedfor 

cathodic protection of amphoteric metals (aluminum) that are included In a steel pipeline? (TD.CP.AMPHOTERIC.P) (detail) • · • 
' ' ' . . ' ' \ 

192.605.(b)(ij {192.463(bj; 192.463(c)) '' ·:· . > · .. ' ' :·sat+ 'Sat·' Concern urisat NA 
··<, .· : . ··:.. . . .. .. x· . . , ... , 

Nt; 

. . '· ,, \ :< :-j:_.. ' : ,: .. :,-·. 
.·, ··.·- ·, 1.:;:' 

. . 
._,; 

. -. ~ 

--·--· ----~· ----''--~ 
13. Bonds, D,iodes and Reverse Current Switches. (detail) Do~s th~ ~~ces.s ~~1(~ suffl~lent detaiis f~r making 

. electrical checks oflnterference bonds, diodes, and reve,Se current switches? (TD.CPMONITOR.REVCURRENTTEST .P) (detail) 
' ·-·_' . -. ' ., . ' .. ----·-- --~---, 

l92.60S(b)(2) (l92.46S(c)) · ' s.at+ sat' concetn Unsat NA · .NC 
. ; . ~- . . . \ .. ·. , .. . :.·. -:-;. 

:-{~'~te~ 

L .. __ _:_· ___:_;,>·' ~ n . ;,.· 
. . \.__~ . 

. ,........,._;_~ 
14. Correction of. Cor~osion Control D-eficiencies (detail) Does th_e process require that the operator correct .. 
any identified deficiencies In corrosion control? (TD.CPMONITOR.DEFICIENCY.P) (detali) · 

19:!.605(b)(2) (192.46S(d)) . . . ·. . r'sat+ I Sat Con~·;;:;:;-u-;;;;;t "-;A-" Nc--
.1 X. 

-~-~· __ c. . --------·L-..-..;.L.....,...;;.-.!..,._-~...;;;;........;J_.,;._-J..--

fotes . 

L_ ______ . _______________ ,. _____ .. _________ ._: ___ 7""""'-.-----------·------------·--------------
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: 1&; Isoiati~itt'r6rll' oi:h..ii .M~t~ftiC:: si:fud:ui-esi(ciei:ail) ·. JJ~~· tA~ ~;,;c:~;~fi;~~ ~'de<i'uai~'g",;id~;.~. ·~a, ~ledrid.iir ; ;' ·• ·: · · 
,fS~iatj~ti 'each· b_Urp~~, ar:sq~.tj~e'jy'e#.Pie·~~~~#'~iY_fri· qtl]~f..-~e~ltic ~~fi[Cture5 Utiie5s. ~E&: e{~ctjlqlly -1'!,~7-'fo.n~~:cf:~~-'! ~tijOdicatly __ :,1\~ .:_ ·.;; 

.·. ·protei:!: the plpe/ine.a~cl the othef st(Ucture~:as aslngleumt7 r:ro.c;p.E_LEOSOLATE.P) (detail) ...... •· · >. · .'" ·. . :;:,- :. . . . ·, .. 
, · .l9':2:Eigs(iJJCiJ cl9~:467(aJ;i9:i:~67{b);·i~i\67(i:Ji::~·:<.': .• : · sai:+. :·.sat· C:hrice~ri NC:: ,. 

l92;467(d); 1~~.467(~>,> ";,. .'' :·.·.'.•.· :·.:. : .•. / '\' '.:•''·· ': ' .· ' ' . .. . •. 
:-:=-~: ,_:-. ·--: X-
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·. 
..... 

..... . ., ' 

26~ Evaluation of Internally Corroded Pipe (detail) Does the process give suffident guidance far personnel to 
evaluate the remaining strength of pipe that has been internally corroded? (TD.ICP.EVALUATE.P) (detail) 

192.605(b)(2) (192.485(c)) _Sat+ Sat C,oncern_ Unsat NA . NC ! . .. .·... . . . '·, . ,, '" . . . . r---c~-r-~-rl--"-'-:...c.::.:'-4-;:..:.:.;:cc.:.::._t-=c:..:..:....-r:.....:_::-rl. '. 
_!·X . 

I -- -~---------- -----------~------· --·--------- ~-~---__________ · __________ · J 
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27. Graphitization of Cast Iron and Ductile Iron (detail) Does the-process give adequate guidance for 
remediation orgraphiti~ation of cast Iron or ductile Iron p/pe?-(TO:CP';GRAPHmZE: P) (detail) 

192.60S(b)(2) (192.489(a); 192.489(b)) Sat+ Sat Conce r n Unsat NA 
~ 

-- ·- - - - -- . - - - .. 1- . X 

Notes 
r . 

NC 

28. Corrosion Control Records (detail) Does the process include records requirements for the corrosion control 
activities lfsted in 192.4917 (TD:CP.RECORDS.P) (detail) . 

' 192.60S(b)(2) (192.491(a); 192.491(b); 192.491(c)) Sat+ Sat Concern Unsat NA NC 

X 

Notes 

Field-Review·-= Pipeline rnspection (Fietdr 

1. Transmission Line Valve Spacing (detail) Are trans'mission line valves being installed as required of 192.1797 
(DC.DPC.VALVESPACE.O) (detail) 

192.141 (192.179(a); 192.179(b); 192.179(c); 192.179(d)) Sat+ Sat Concern Unsat NA NC 

X 

[Notes 

I 
~ 

2. Cathodic Protection Monitoring Criteria (detail) Are methods used for taking CP monitoring readings that 
allow for the application of appropriate CP monitoring criteria? (TD.CPMONITOR.MONITORCRITERlA.O) (detail) 

192.463(a) I Sat+ I •:• J •nmn I Unut I NA +--''~~-~ 

1 "~... __ _j 
3. Rectifier or other Impressed Current Sources (detail) Are impressed current sources properly maintained 
and are they functioning properly? (TD.CPMONITOR.CURRENTTEST.O) (detail) 

192A65(b) Sat+ Sat Con c ern Unsat NA NC ·-
X 

Notes 

' 

4. Internal Corrosion Control: Design and Construction (192.476) (detail) Does the transmission 
project's design and construction comply with 192.476? (DC.DPC.INTCORRODE.O) (detail) 

192.476(a) (192.476(b); 192.476(c)) Sat+ Sat Con c ern Unsat NA NC . 
X 

[Nota 
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' -, .. ., ··,,_ .'. ·.·· .- · .. 

···;, ~. . . '· ·;· . ' ·, ·. ··-·:· 

.'' .. 
. ' . ; . .-·1 

s. Atnio~pheri~ ~orrosio.!l Mo~it~ring (~etail) Is pipe that 1~ ex~osee/ to atrrJ~i;heric co~rdsion proteet~d7 :; :·: ·i 
. ·. (TD.ATf'1·,0,'U·1CO~R$JDEINSP,O) (d~tall).. '·-::,' ., ··:···' ·:_:,.;, · .•. · . . ·.,.;>:o\ · :, .. , i':-c;.",:' · "'" . . , .; . .' ·., 

.l92:~B~(b)'(192~~~;(•\1Q~:~:9(a); l92A79(b); 192 .• 47~(c)l Sat+ Sa~ Concern Uns_a~ NA;.c\ Nc 
. _· , , .x .. ·• 

,, 
.· .. •. ·.- ·._., ... '.,.-·., 

\-:: :r' 
.i' ·._._.··.· ... ·· ..-·:-.: 

... .; ... r . .-ote~ .-'·.-·.· .. ·;.,. ~·-·' 
_·-\.·_---,_: ._:;·· .. ';-____ . 

--~·-.~-r 

. ·.-: -~ . 
.-:: 

• <· 

. &. Normal Qp!ir~tions a.-,d Maintenance Procedure~.; Revi~v.i ( ciet~ii) Fe ~Ji~~t~~perio?,nei · : <· \' 
knowledgeable of thE! procedures used In normal operations? (M!).GO:OME~FECTREV!EW,O)'(detall) •>:,·.· • '' ·•.:f>. · . .-· ...... •· .. • 
l92 •. 6oS(b)(BJ · · • • _, · .-. :~·:; ·.•·'· sat+ sat cance'rn· un.sat NA llic . . -.. · 

Notes . ' 
·,_ .. : 

~. '' . 
. ,, . . 

'' ;,, -.,,,' ... ·-~-

-:~~!~~~~;;o~~! -~~!~~KE~J~::~> ',~:!~;'~-~~/~~eJ~i~ftS•P1'!~t ~H~!J!t:1~a~3:~d,-~~,"f:~~~,ed (ft/0~''{~ g~u~~: • .- • , )t · 
~9:i~07(c) J~G~:O~tP~~~js,v4,(),~~actli:_e2~5;cGAB~~-t s~~"': ': :;;~N, concern unsat _N_A J :tj.c , 

~~L~~~:;_; ~c--c~- i ·. . /' " ::· :r : 1 

9. Transmission Lines Testing of Repairs (de~ail) Does the operator properly test replacement pipe and repairs ·, 
made by welding __ on transmission lines? (AR.RMP.WELDTEST.O) (dtce=ta~i-,-,1)_--r~-~.,-'----.---.,'-.,.-----,.----, 

192.719(a) (192 . .719(bl) .. ·.- , · .. sat+, · .. sat. concern Unsa~ ...... NA,. NC "...:· 
;• .. :·· ·x :- , 

jNotes_ 

' .. 

10. Pressure Telemetering or Recording Gauges (detail) Are'teiemeterlng or recording gauges properly 
utilized as required for distribution systems? (MO.GMOPP.PRESSREGMETER.O) (detail) · 
192. 741(a) (192. 741(b); ~92. 741(c)) ' ·o:r-S_a_t_+ __ --r'"'s'--a-t..:...,-C-o_n_c_e_r_n...,U_n_s_a_t-,-N-.. ""Ji.:--+--N-C~., 

r . 
! Notes 

X 

L __________________________________ . ________________________ .. __________________ .....J 
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11. Pressure Limiting and Regulating Stations Inspection and Testing (detail) Are fiefd or bench tests 
or inspections of regulating stations, pressure limiting stations or relief devices adequate? (MO.GMOPP.PRESSREGTEST.O) (detail) 

192.739(a) (192 .739(b); 192.743) Sat+ Sat Co ncern Unsat NA NC 

. X ( -- - -

I •.... 
12. Valve Maintenance Transmission Lines (detail) Are field Inspection and partial operation of transmission line 
valves adequate? (MO.GM.VALVEINSPECT.O) (detail) ' 

-· 
192.74S(a) (192'.74S(b)) Sat+ Sat Concern Unsat NA NC 

X 

! Notes I . 
i 
13. Prevention of Accidental Ignition (detail) Perform observations of selected locations to verify that adequate 
steps have been taken by the operator to minimize the potential for accidental ignition, (AR.RMP.IGNffiON.O) (detail) 

192.7Sl(a) (192.751(b); 192.7Sl(c)) Sat+ Sat Concern Unsat NA NC 

X 

I ··~ 
-

Records - Regulatory Reporting Performance 

1. Immediate Reporting: I ,ncidents (detail) Do records indicate Immediate notifications oflncldents were made in 
accordance with 191.57 (RPT.RR.IMMEDREPORT.R) (detail) 

l91.S(a) (l91 .7(a)) Sat+ Sat Concern Unsat NA NC 

~ . . X 

-
2. Incident Reports (detail) Do records indicate reportable Incidents were identified and reports were submitted to DOT 
on Form 7100.2 (01-2002) within the required tlmeframe? (RPT.RR.INODENTREPORT.R) (detail) 

191.15(a) Sat+ Sat Concern Unsat NA ! NC 

X 1 ----
. ' ' .. . 

·-
3. Supplemental Incident Reports (detail) Do records Indicate accurate supplemental inc/dent reports were filed 
and within the required t imeframe? (RPT.RR.INODENTREPORTSUPP.R) (detail) 

191.15(c) Sat+ Sat Concern Unsat NA NC 

X 
-
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5. Safety Related ccl"ndition 'Reports (detail) Do records Indicate safety'-re/ated coilditlon reports were.flled as 
requ/red?(RPT.RR.SRCR.R).(detall) · ·::. i; ,., ;. :.• .... ,,:,: ., .. >-::" · .. ,• ····"!i•:: ,. ... ·.,;-, :_,,,' .. •.' · -,~__:_· ., 
191.23(aJ {~91-.2S(a):'191.2S(-~lJ · .. . sat+ sat 'c_ancern iinsai: NA Nc " 

. · ... >.<-- .. :,, .·· ...... 
X 

···.• . 

.. 

·. :)" 

''· '.-..: .· .-,' 
'/ 

. '! ... ·. ;. '"• ... '• : 

· ·6. Custome·r Notificiition (detail) Do record; lndl~ate the customer.notiflcatton_process satisfies the requirements of 
192.16n~q,,GO_JU~O,"Jlf'(·.~l~deta,ll) ,:; - : . . ; . ,,, .. :. ;,::,, ... > ,, .. ', ... <'. . -
192.16(d)'{l92.15(aJi 19i.lG(bJ; 192.'16C9l. ',:' ·':Sat+ sat> C:a.ncerri unsat NA. . NC 

··_:_· __:___:,...::-~-=:,:;_·' ... :.:.:··.:...· ~;_:_-··'-'·:·-=. ·.. .., . •.. ··x ... · .... · -. ·>.-!· '· .: . 
jNote•:.. ,, ·•' . . .. ... , _,_._,_. 

I . .. . .· . 
L--'---,-__:___:,_:..,'-,--___ ..__:_ _____ ___,__:_ ___ _:___:,_.:_· '':-'-_ '-'-·-c_,-'-- . ~-

7. NPMS:. Ab<Jndoned Un~erwater Facility Reports (detail) bo_ records indicate reports were flied for . . . 
abandoned offshore pipeiJiJe facilities ·or-abandoned onshOre PIPeline facilities that'ciosses over, um;ter or through a 'comr_n"erclifJI/y 
nitvigab/e waterwa"y?. (RPT.RR.NPMSABANDONWATER.R) (detail) . . i_ __ ·, ,_ ·-:•. _-: . __ ,· ,_:.-. ' ·{ .. __ •• > 

192.727(g) ,-:., .···.·_:-'·· · .. :·.. '··><:•,· '•,'.~~ ''sat .. Coric_ern Unsat ·NA;· NC 

~~otes .. '' ' ' . . . 
X 

! 
[-~------------·---------------·--· -------· ;__:..:..__ _____ _: _______ ..--~--' 
Records - Construction Performance 

. ;, . ,• . . .. . . - ·;-,,. . "" . ,_':' ... -\" . .-,_,_.·_. -
1. Welding Procedures (detail) Do records indicate weld procedures are being quallf!edin accordance with 192.2257. 
(DC.WELDPROCEOURE WELD R) (detall) ' 

192. 
~ .,..._, - ,·, .. 'l;. " !:; .. 

225(a} (192.225(b)) Sat+-~ Sat Concernl Unsat -~ NA I NC -r ,;..xo:L.l T ---
------ --------·- -es 

eldlng prace~ures ' .. 
J· 

•. 

r:: 
L 
2. Qualification of Welders (detail) Do records indicate adequate qualification of welders? 
(TQ.QUOMCONST.WELDER.R) {detail) . 

192.227(a) (192.227(b); 192.229{a); 192.229{b); 192.229(c); Concern~-;;-;~~ ----~-;·l~l 

1192.229(~~:~:.:~~(~~l92.328{b);, ~92.:~-(a); -192~~-~(b)). x -·------~ ,--· .. -----~-- J 
I Notes 

l ____ -----, _____________ ------------------ ---·------- --------- .. -- --- ________ , ____________ ------------
Page27of67 

' 

., 



. 
·- l 

3.!. InsP.e~~n and Test of Welc:!s (detail) Do re:_ord_~ in_dicate that individuals who perform visuallnspe~ion of 
welding are qualified by appropriate training and experience, as required by §192.24l(a)? (DC.WELDINSP.WELOVISUALQUAL.R) 
(detail) 

192,241(a) (192.241(b); 192.241(c); 192..807(a) ; 192.807(1:!)) Sat+ Sat Concern Uns.at NA NC -- ----
X 

Notes 

4. Qualification of Nondestructive Testing Personnel (detail) Do records Indicate the qualification of 
nondestructive testing personnel? (TQ.QUOMCONST.NDT.R) (detail) 

192.243(b)(2) (192.807(a); 192.807(b); 192.328(a); Sat+ I Sat · Concern Unsat NA NC 
192.328(b)) 

l X 

j •··~ 
-- .. 

5. Nondestructive Test and Interpretation Procedures (detail) Do records Indicate that NDT implementation 
is adequate? (DC.WELDINSP.WELDNDT.R) (detail) . 

I 192.243(a) (192 .243(b)(1); 192.243(b)(2); 192.243(c); Sat+ Sat Concern Unsa t I NA NC 192.243(a)) 

X I I 
INotu .. 

6. Transmission Lines Record Keeping (detail) Do records Indicate that records are maintained of each 
pipej•other than pipe• repair, NDT required record, and (as required by subparts L or M) patrol, survey, inspection or test? 
(MO.GM.RECORDS.R) (detail) 

192.60S(b)( 
192.709(c)) 

[Notu 

1) (192.243(f); 192.709(a); 192.709(b); 

-- -----
Sat+ I-Sat Concern Unsat NA NC 

-·-
. X I 

7. Plastic pipe - Qualifying Joining Procedures (detail) Have plastic pipe joining procedures been qualified in 
accordance with 192.2837 (DC.CO.PLASTIOOINTPROCEDURE.R) (detail) 

192.273(b) (192.283 (a); 192.283(b); 192.283(c); 192.283(d)) Sat+ Sat Concern Unsat NA NC 

X 

I Notes . 

8. Plastic pipe- Qualifying Joining Procedures (detail) Do records indicate persons making joints in plastic 
pipelines are qualified In accordance with 192.2857 (DC.CO.PLASTICJOINTQUALR) (detail) 

192.2BS(d) (192.285(a); 192.285(b); 192.285{c); 192.807(a), 
192.807{b)) Sat+ Sat Concern Unsat NA NC 

X 

-
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· ---.:: g, Qlialiti~~~~~~ of-Perso~n~J.i~$p~~i~g~_Cii~~ i~-~~a~i¢J>ipeljn~$.(!!~~~;i},p~ ~~f!!s indll~~-~e~pns :_· 
' Inspecting the making ai plastic p/peja/nts have been qualified? {DC.CO.PlASTIOOINTINSP.R) {detail) · ·· · ' 

-92.iB7(19f.~:~:{al; 19i:a~7{b))' .;. ::, .. · ·: .. •;ra.t+ S:t. C,oneern U~:a·t • N~ ,-. ~;~-~; 

L -_.:_: . '>.' •.,. :·.- .· ,_·,. ,··-· ... ,_ •.• -. :.,·. __ - }:•:· '",··--·. -:·-:.:\_~· .. --· .•'•·-.. .• '}'-: 
-~· . ~·- ~-

· __ .;·_::·. .\: 
'• '·' '· :,· .... ' . -. -"'--~--' 

lO; Underground Clearance (detail) Do re~ards indicate pipe is insi~tied with clearances in a~cardance with 192.325,' . 
and (if plastic) Installed as to prevent heat damage to the pipe? {DC.co;CLE!>.R.R) {detail) · · · · 

. 192.32S(ai Cl92.32S{bj;' 192.32S{c)) Sat+ Sat-·. Cancfilrn Unsat NA . NC. 
· .... · .: .. :=-. .. ·i. -~.-- ::: ,· ,., ... , .. x.,: ;.:·_; ---~-..... -,::···:·_.=" . ·'". ;<,}_·-~---. ,-.= •• _,. 

I 
' ' ' ; ' ' ..... ' ., ·;- :;· .. 

Not;> , '' { -~: · ,: ,. . . _::- ,. . _ _.. i_): , • 
1 

.< ·_·,_,'~, :· 
11. D~pih of _Cover - Onshori, (detaii) Is onshore plpin; ~;nlmum cover as spedfied i/,'1'9.2.327?. (oc.co.covERli'"~' · 
{d~tail) . '.· ._,. _ .. ·.·,. . ' ';. ·' :" ........ : . '- . :· : .. ;"; •· ' .. <- _,.,-,,__ .. ' ' ·-::;,: ''.. ,.-_____ ' _.;· ,'_', . :. 
l92:3i7c~Jc192:327(bJ; 192.32~CcJ, 192.32-l(dJ; 192.3Z7(eli )lat+ I -- - ----;A.· -;c---

.. · , :;_- :. r :_ ~-; 1. · , _, ,_ • __ ;. :, -. ~' · ,, . • · • ::, ' • • .-_,, ••• ' · • • . -.--. , "·, 

,--,-'--.:.· .:.· -:-:.-:-.':". ,-.--:--,---,--=·.,::.'·-'.,::.-'=~d.:c'· '-.'''-':""---""''+-..;...,-·'"'·"'· +--.-,--,J-._,;-,.:;,:..<-:..J.""-'..;..;"+~.;;.,;.,.-,.=,-;;.;'+""i· ' ·.· 
N-~~~~-· .'-.. _ ~;:· -.-•. ·\'"' · -:. ·-~ _:·: '·' :-.:··. _- -"-':-· 

-·-:·:' •.- ·" .::' J 

12. E_FV Installation (detail) D~ record~ indl~te the EFV program satisfies the ~qulreme~tsfar l~stallatlan aqd · "-· 
performance? {MO.GO.EFVINSTALL.R) {detail) . . , ' , • · ,··. 

192.3B3(bJ c'l92.3alcai: i92.3Sl(bJ; i92.3Bl(cJ; 192.3Bl{dl; . -~_:r;;;-t-~·-;;;;~~;;r;:;~~~.-;~-r-;;;---l 
192.38l{e); 192.383(a), ~92.38~{c)) .• ,;_., ":·' d.,'~~--·. • .... . . . . .. '1- 't1· 

• - 'I x·. ·- - -·1· 
~ates"'. •;. ·.:. o · ·. _ • >' :-·'· · . • ,, . 

L ----- ··----_. ___ :_: __ ·-~ ~ 
13. Cathodic Protection post July 1971 (detail) oa recants .dacume~t that ea~h buried or subri,-erged pipeline 
Installed after July 31, 1971, has been protected against external corrosion with a cathodic protection system within 1 year after 
completion of construction, conversion to se/VIce, or becoming jurisdictlona_l onshore gathering? (TD.CP.POST1971.R) (detail) ... · 

192.49l{c) {19i.4SS(a); 192.457{a~ 192.452(a); 192.452{b)) Sat+ Sat Concern I Linsat'. · N'A } NC --
. . , . I ---·1-----

,---- ' X I .·. 
jNote~ 

L ________________ _ -------------·-
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.. --:· -.... •,._. 
.'-"-;' .. "· 

. ) . • :. ::~ .~- ! ' :. I 
·.- -----~-.;..-. 

_ ~o.-_te~--- ... -r;_~-- :,.- _ ~\. -. _ -. : _, , .. - _. :· .. _,.. _ . __ . / 
.. . ' .... ,,. . ·.·'·" 

. , .. : .· . ·'. . , ...... ·. ' ...... . '. ·~...,...:;,.:..~.....;__;~-'-'' ·~~~~~-·-'--'. 

· ~· :o,aniage ~rl;ilfel1tion Pro~ ram (detail) Does th~d~m1~i/~i'f.:'Ve~'il~n~rd~fani.'meern;'n'"!";;,'~9~ire/n~~ .. i4:· · ·' 
speafiedln l92.6l4(c)7 (PD.OC.PDPROGRAMJ~) (detail) .. \'. i ·.•···.·, .. ·· ·· · ·: • .. · •.:· i• • c. ::•<'( ,:•:·..;.··· · ... · · · 

',192.614,C~J·,.·, . ·,, ·.,.·,·. , --·--s;~:co'nce.rtiuiisai•._NA·.I·_.,.Nc 
:; I' ._,- -,: .,._ ,._,. -x-_ .. - 'i 

r~~__,.--,.~~_i_,__. '-~ ·_·:..~---· ->-.-:-.-.-... ~.:... ·--.·~ "'--~ 
IP ·:-:-:· 

.. l
Not~s. ·. . . ·.; · .. • -., .;·· 

.~_.....;.....;'·~···.....;··~· •-+.....;·.....;'.....;·,~~_.....;~ 

.i().' Chang~ il1' dass Locatidf'! Reqi.dred S~udy .(detail) bo'~totc}slndlc~t~'p~ftairhim~e oi th~ requlr~d stud~ 
. whenever'the populatloiJ_,along a,pipellne_ .lm:rea_'sfid Ohthe~ Was rirr'ihdiCatlOn that the'/Jipe ho_bp stress: was nOt comrri'i!hsura:te. 

with the presimt class 1aeatJon? (MO.GOCLASS.Cl:ASSLOCATESTUDY.R) (detail)' : · · ·: · ~- ;· · .. , · · : \ : : · ' ·· · .;' .·.· ,.. · · 

_2.60S(b)(1).(192.S09(a); 192.~09(b); 192,609Cc); tsat+J sat ~~;n~er1Un~at J N~ l N:~ ' 
2.609(d); 192.609(e~; 1~2_.6~9(1)) · . . .· ~- . 7;.: ! ~-' --. -·-·--r ... · .•. _:·: ·~.· 

. _,,-~Note~-~~_ : ,~~· .:·.·· :-~-~:.~7~~~~~-.-. ~.-:_--:----. ~~~·: -
, L_· . -· . _.· · .. • ---- ... ·. . "--. -------c . . . --~~-:. . . -,--~ 

11 •. Emergency Response Performance (detail) Do records indicate rev(ew ~femployee actfvities to d~t<irm!ne. • . 
whether the procedures were effeCtively followed in each emergency? (EP.ERG.POSTEVNTREV!EW.R) (detail) ·. ,,, · •· 

192.60S(a) (192.6l~(b)(~);1.~2:~i~cbJ(3)~. ·•· : • I Tsat+ s:t 'Cill).~er'n Unsat .NA,. · NC 

l~te. . ._ -·-~ ' ··~ . ... :~~:-~~ (" ... ·• . -~~-~-- -----·---------
12. Emergency Response Training (detail) Has'the operator trained the appropriate operating perso~tiel on 
emergency procedures and verified that the training was effective In accordance'wlth its procedures? (EP.ERG.TRAINING.R) (detail) 

192.60S(a) (192.61S/b)(2)). Sat+ Sat c·oncern I Unsat NA NC 
. X I 

fN~tes 
I 

L----·-------~-------·--·-...__-·------·-·--·--·--·------·----------·-----
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' 
. 13 .. Liaison with Public Officials (detail) Do records Indicate liaisons established af!d maintained wi~h i!ppropriate 

fire, pollee a7id otherpublii: 'offfcla!S and-utilitYowners rn accordance witlf"prote duresr(EP:ERG.UAISON.R) (detail)' - · · 

192.605(a) (192.615(c)(1); 192.615(c)(2) ; 192.615(c)(3); Sat+ Sat Concern Unsat NA NC 
19~~15(c)(4); ~-01:!:95-03 ) - - - - ~·- ..._ -- -·-

X 

Notes 

14. Incident Investigation (detail) Do record_s Indicate actions Initiated to analyze accidents and failures, including the 
collection of appropriate samples for laboratory examination to determine the causes of the failure and minimize the possibility of 
recurrence, in i!Ccordani::e with its procedures? (EP.ERG.INCIDENTANALYSIS.R) (detail) . · 

192.605(a) (192.617) •1. Sat+ Sat Concern Unsat NA · NC 

X !Not., ---- .. 

- --is. General - Te-sting Requin!me·n-ts (detail) Do records-Indicate that pressure testing is conducted In accordance 
with 192.5037 (DC.PT.PRESSTEST.R) (detail) 

192.503(a) (192.503(b); 192.503(c); 192 .503(d)) 

L_-~--- __ _ 
----------~-----

16. Audience Identification Records {detail) Do records (dentify the individual stakeholders In the four affected 
stakeholder audience groups: (1) affected public, (2) emergency,officlals, (3) local public officials, and (4) excctyators, as well as 
affected municipalities, school districts, businesses, and residents to which it sends public awareness materials and messages? 
(PD.PA.AUDIENCEID.R) (detail) 

192.616(d) (192.G16(e); 192.616(f); API RP 1162 Section 2.2 
API RP 1162 Section 3) 

;. 
Sat+ I Sat 

·_J X 

Concern U nsat I NA NC 
' - --J 

·-
17. Educational Provisions (detail) Did delivered messages specifically Include provisions to educate the public, 
emergency officials, local public officials, and excavators on: (1) Use of a one-call notification system prior to excavation and other 
damage prevention activities; (2) Possible hazards associated with unintended releases from a gas pipeline facility; (3) Physical 
indications of a possible release; (4) Steps to be taken for public safety in the event of a gas pipeline release; and (5) Procedures to 
report such an event? (PD.PA.EDUCATE.R) (detail) 

192.616(d) (192.616(f)) Sat+ Sat Concern Unsat NA NC 

X 

~--------------------·· ________ __ 
18. Maximum Allowable Operating pressure {detail) Do records Indicate determination of the MAOP of pipeline 
segments In accordance wi th 192.619 .and limiting of the operating pressure as required? (MO .GOMAOP.MAOPDETERMINE.R) 
(detail) 

192.709 (192.619; 192.621; 192.623) Sat+ Sat Concern Unsat NA NC 

X 

E ________ .. ----. -- ------~------------·------:--·----------· --
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··,·.~C.-.;··~·-.,·· _!::·.=.<•:·<:.•.:( __ .::;_--,·--:--_,.·;'.:~._: .),•.·;·.-.·,::::. _-'· ... ·:~,:,·.- · . .-:;~_··;-".:".';_ ., _ _-_--\·.·:·,~··., • .\~_l/' -·'··' ,; •. -;··._· .. ;: _·_':~-:·:;./:.,-:-_ _..--,. 

i:~'' . ; ~~-~ •• Mess~gfo~ 0!1 ~ip,elin_iiifi;lc,iliW.I,;~c~i:i!:Jn~; ( d~~a!l) ·-w~(~ m~siiges.cleveloped an{rfeliv~ri# ~;, ~~iiise·aireCt.e&\' .. ·.· 
.. munlclpaljtles, sc/iool districts, businesses, and.residents of pipeline facility locations? (PD,PA.LOCATIONMESSAGE.R) (detail) . ·' ..... , ...... 
11)92.6lE?(eJ C192.616(fJ.J · ·: . .;. · · · ·. ··.· · . ..· ::··sat+ .sat · con'cern uns.at· •r4'A .·.··ric 

...... :-~'",. . • ·.; ··• . :, • , '. . · . .;:' ". .·_. X ' •. , .. ;·_c,··',:.:r:<, ·• ,· . . 

,.-_, .- ,· • ·-~~otes,·> / ... ·.·· :;:;\''· ····,;<::_ '··: ·•. · ··· ·· :_•. '.•.<•_.:.·· 
. ·.... ·.. ;,· •·;. . . . . ;, .:·· •. :: . ; . . . .. ... : ··. i· .. . 

. . :. ·, " ·. . . .•... . : : · .......... , ..... ; . ' ·:-.· ; .·. . . .. · ;c:•:·· .. ;.' ... · ... ., .. 
, ... 20. Odorjzation of .Gas.( detaii);Do records indicate approprlat~ od~rfz~tl~n .. of Its combustible ;a;~s In ~~ordance with 

· Its procedures al!d conduct' of the required testing to verity odorant levels met requirements? (MO.GOPDOR.OI?ORIZE.R) (detail) . 
'i.92.7cl~i~)-(19z:GiS(~J; 19z.6zs(bJ; 192.62S(c);.1gfs'zs(C!i; · sa·t·. ~. -:.: ...... · .... ·; · .. •·• ·. ·· ·,.,:,._.., ... '',iN_;_.A_,·._, ?'i-i'c · 

. __ 192,62s{e); igz.6Z~(f)) .. ·.: · • · ; ·.··: ·•<: : .. . _.. -sat·. Concern ·uns~ ... ~.. .. . .. 
X . .. ·: .·-- ... .-

. .:~;-. .,_·--~~-f·-;,_.; 2'1' -• --·,- ·-·.-· :0_,-___ j<. ,,.;,-:: '··.:' 

~ ·, 
;,_. 

r-''. 
.1.- ': :-~-. '_- :'' . ~ ·_-.- . , .. -

';·. 

" .. ~~ ~' _. 

·:-,• 

. :22. Patrollil19' RequireiJ,~nts~(det~il)'oo ~~ordsfn,;cate that Rqw surface conditi~ns have been patrolled as . .. ;. ' . 
· required?.(~D·RJN·_PI\TRCIL.R)(detail) .· .; ;_ .... _. _.,:<• .. ·. ,_·,:· .. ;·· ·'.. . '" ... ·,.·, !.' :.,-... _ .. ~ .. :· .. <' ·: ,, .... :.. ... .. .... 

. ------· ..... ·~---.-------
·. - Notes_ . -'-~ _ , ! • :;_: ·, ' • 

' ~ '
1~2.7q1~(cJ(~9~.~ds(a); 1~2-~~5(~);'.1~2.70S(~JJ':':?· ...... _,; · ;s:V: cancef.~:l Unsat. · N~ :, ~-~ 

- - · ... ,·-
.- .-~ '· .:..~:.: ·__,...._:._ _ ____,_..;_ _____ .:__· ---· --

23. Liais.;n with l;mergen~y and Other Public Officials (detail) Have iialsons been established and 
·maintained with·appropriate fire, police; and other public of(ldals? {PD.PA.UAISON.R) (detail) .. ' ., ·· ·· ·· .. ;·;..-: -) i·, . .. ;• .• ; .. .. . . . . : ,.. . .., F"-""-=r==~·""· .. c:::· <-;·.:..,· ::,.· r-;..;.,:c...-r~-?-ir-:'-'"-'-1 
192.616{c){APIRP·'li62S.ectlan·4.4J•< ·,,. ··.: . ,~a~+ .. sat ca·ricerh ·un!iat. ·'IliA·:: ··Nc 

._ .. ,, X 

.. -
----------'--·-'---· . __co:____.._____,__· ._. _j 

24. Leakage Surveys (detail) Do record~ indicate leakage surveys conducted as required? (PD.RW.LEAKAGE.R) (detail) 
192.70Q(c)_(192.706; 192 .7a6<a>; t9z.7a6(bJJ sa.t.+ Sat Con¢er~ u·nsat N.A NC I . 

' ". . •" ,._. .. ,. ·' ' :' ..., 
X I 

j Notes 
.. 

.. .. 

---- --
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•. ;·•' 

\.· 

.. '·. 
····-; .. 

. •·• •••· '3~; ~f~g~al)l :~~ang~~: a'11if Irnpr~v~men~~ ( ci~taih ·w~i-e c})anges fn~d~ to iriibtJ.vi..the pfogra~ ~iiili~r tlie ~' · 
· : · }mplem.ertatlpn'process'/)a_sefl o~ the.results and findings of the annual audit(s)? (PD.PA.PROGRAMIMPROVE.R) (detail) _.. · . . 

Qlt92,.'~l:~c2J (ApiRPllp2sectla~~·3l. ·:· ' · sat+ sat. Clinteni uriiilit NA 'l'lc 
. . .Y . i'"''! .· :':._.c.:··.,·; ... , .·, .·., .. · . . : X ".'" • ·' 

' . . .,-i 
... ·~Notes. ·• •·. . -'-- .•· ·:··:·· •:·:, :.' :·'. :: •,': ·• ·· .. ·· 

' . . .-' •.::: . ·- .. ' . ' 

------- -~..:...'---c-:,.-.;..,,..:,.,.-~,....,.~--~--'-,.c.J 

32. f~essure Limiting aJICI Regulating Stat,io~s Inspection a.nd Testing (~etail) D; recorrjslndic~te 
lnspectio,n and testing of pressure I(17Jitlng, re.(lef devi~s, ~nd_preSSufe _regu(a_tlnfl statlors ~~ requ,lret! WJd. a.~. t!J~ SJ?_ecified :.-: __ ,. · · , . ." 
Intervals? (MO.GMOPP,P.RESSREGTEST.R) (detail) .·· •.·.: :-,, ::·•. ..·,·/. r,• .. , . ., ..... ·."·,, · · · . .._...,·.·:.- ·.o:• ···· ·•· .. :.,' •.. • .. . --·-·· ___ ,._, . __ ,.-'(_.,.; _,_:· :>1'>,·- ,~---~.-----';_;• ,··:; ___ ,-,·-. 
192.709(c) (192.739(a); 192.739(b)) · ·· · · ·Nt 

:_ ;-· -_, ., . ' ·..:-•:. 
:~ ·-

-~- . . ,.; . 
NO~e~_>,_ ·-.:::_:~. -·-·: _ :· _ ··.·.·._·,_··.- ... -··· .. _.:·;;-,":. · .. · .. , ·- .. ,_ -· -.:_:· ... 
Last.reg~~ator l~spectJon perfdrm~?c{ ~y c;ox_ ~ntr~~o111 c;:n:'_l0-14_-13;_ 4 .. ~~atlon,~ overdue t~_be·lnspecte~. 

I ' , "'<'· ·. .. . .- ... ' :. . " .. . .. ,. ·''··' .. , ... , .. , .· .. ; . 
.. ·.· ,.33, ~yaiuati11g ~rograiJI Effe,d:)v~ness (detail) H~.ve -~~ct!~~ne;s ~v~lu~ii~n(;)ofth~pii:i~(i>f1l beenpe~~~d 

.for. all stakeh~lder griJ.ups in all.tii>iification are;;s a/ong.all'systems,coveted by,theprogram? (PD.PA\EVALEFFECTIV~NESS;R) '' ··''. ,. 
(d:e~Hl,: · · _ _: :···-> · '· ;-·~;. <'~;i\:,·.- :.,·/>-'· -- J{ :; ."--:;·.· ·: -~ . ; .· ... -.:~·::' 'n u_:--: .:;.-:~\- _;_:._:,<\.·'( .:: · _:.., .. _:_ • .,~-- __ .:,.:;_ 

· '192.616(c)(APIRP.1162Section8.4) . · c sat+, sai: · c;!>nco{r'n \iri's~t NA :•;JI!t 
-- .. ':. ''\·~--- .. _ ·.-_._._,,_::~ .• _·< __ -. -._:·>. --'-=,:f, .. ,:,,~:_:_: _ _. ."l' ··:··' ~_-· 

•, . ·~· ____ _:_:"'~!,<. X . . . • 

.-. ·.'. 
__ ! '1. ·:~·. ~ 

-· '. ' ,::' -i.- ~ . 

·.· 34. ~ressure LiJraitiri9' ~nd Regui~iin~ si:~tions Capacity of Relief Device,s (detail) "oo recofrls lndi~ate . 
t~stinfl c?t: feVIew. of th_e -capacity Of e?Jch P,~ssur:e relief ~evlce_ at ea'c:IJ -'p~ssu~ llijliting· sta_tion 'ai1d"jiress.11;r:e _regf:Jii!Jti{'lg itat~~-h as:_:~;~,_ 
required ani! a new o~ additional device Installed if determined to have insuff/dent capacity? (MO.GMOPP..PRESSREGCAP.R) (detail) , 

~:;""l'"!"<•l< '''"~"" '~'~(<))!. . ·-r--'-·-'-·-·t~+_l..:_s_=._~_,_C_o_n....:_c_~_rn--u-·n_s_a~'t ___ N ·-A·_·_N.,;.:_~-/ 
35. Measure Program Outreach (detail) In ~valuating effectiveness, was actual program outreach for each 
stakeholder audience tracked? (PD.PA,MEASUREOUTREACH.R) (detail) '; ",'• . · .... ':·,' · • ·\ . ·. • k .,,.,. ··'' . :, ;; ;:·.' · .' ·• -.. . · ·. 

19Z.6~?Cci'uii>I~Pi1~2~eciia~a)d) , . '· . , , ts~.t+ 'f·s;t Jon~~rnl urisai: ,. NA 1. NCJ 

E;-- .. J 
36. Valve Maintenance ·Transmission Lines ( detaii). Do records lndlca.te proper Inspection and partial operation . 
oftransmls~~on line va/ves-thattnay-be required during an emer9ency_as requireC/ and prdinpt remedial fictions taken if necessary? 
(MO.GM.VALVEINSPECT.R) (detail) '·. · .. 

. . ·,.. 
192.709(c) (192.745(a); 192.745(b)) ~S~a~t:·.+~~·!1 _.=sa~t~+=C~o~n~·c~·e~rn~·-~·u~n~·~s~a~t~·~··~N~A~~~N~C=--j 

l X 
r Notes-·---~--:----,---··-~--·------·----

L ____ . --.. -------·-·-·--·-'-·-··-·-------·----------·---·-------------. -· 
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37. Measure Understandability of Message Content {detail) In evaluating program ef(ectiveness, was the 
~percentage of eac~ staKefiO/Oer audience that understood and retalneCffl1eT(ey Information fromtne7fiessagesdefetmlneCIT .-
(PD.PA.MEASUREUNDERSTANDABIUTY.R) (detail) . · . 

192.6l~(c;) (P.PlB.P .il6~ Sectlon..!~A.2L ·-- - ·- - - ~-a~+ _ _ Sat Conc~r_!1 Unsat NA NC 
f-7 - - -- - ·-=·-

X 

I Notes 
-

I ' 

38. Valve Maintenance Distribution Lines {detail) Do records Indicate proper Inspection and partial operation of 
each distribution system valve that might be required in an emergency at Intervals not exceeding 15 months, but at least once each 
calendar year, and prompt remedial action to correct any valve found inoperable? (MO.GM.DISTVALVEINSPECT.R) (detail) 

192.603(b) (192.747) Sat+ Sat Concern Unsat NA NC 

X -.......-------
Notes 
No records of valves being checked since 2013. 

' 
39. Vault Inspection {detail) Do records document inspections at the required· interval of ~II vaults having a volumetric 
Internal content of 200 cubic feet (5,66 cubic meters) or more that house pressure regulating/limiting equipment? 
(FS .FG.VAULTINSPECTFAC.R) (detail) · 

192.709(c) (192.749(a); 192.749{b); 192.749(c); 192.749(d)) Sat+ Sat Concern Unsat NA NC 

X 

1 ...... 
::_ . 

' . . 
' 

-40. Measure Desired Stakeholder Behavior {detail) In evaluating program effectiveness, was evaluation made 
of whether appropriate preventive, response, and mitigative behaviors were understood and likely to be exhibited? 
(PD.PA.MEASUREBEHAVIOR.R) (detail) -
192.616(c) (API RP 1162 Section 8.4.3), Sat+ Sat Concern Unsat NA NC 

' ----
X -. 

Notes 

1-

~------~---------------------------------------------~---------J 
41. Prevention of Accidental Ignition (detail) Do records Indicate personnel followed procedures for minimizing 
the danger of accidental Ignition where the presence of gas constituted a hazard of fire or explosion? (MO.GM.IGNmON.R) (detail) 

i92.709 (i92.7S1.(a); 192.7S1(b); 192.7Sl(c)) -- ----~ Sat+, ~ -·:• J••«•n I UnsaT NA- f: 
l "ot~ _j 
42. Measure Bottom-Line Results (detail) Were· bottom-line results of the program measured by tracking third­
party inddents and consequences including: (l) near misses, (2) excavation damages resulting in pipeline failures, (3) excavation 
damages that do not result In pipeline failures? (PD.PA.MEASUREBOTTOM.R) (detail) 

192.616(c) (API RP 1162 Section 8.4.4) Sat+ Sat Concern Unsat NA NC J 
. X 

----, 
INotu 

' . 
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\ " _, : .' 
45. Master Meter and Petroleum Gas Systems (detail) Do records /Qdicate the mastermeterorpetroleum gas. •.: · 
system'op_erator,hasmet the requli-einents of 192.616(})? (PD.PA.MSTRMETER._R) (detail) · . . . , . '. .. . ' · · .. 

192.61~0) (194:Gl5(hJ; AP1 RP 1162se~tl~ri 2.7 (Step 12); API · sat+ .. ·. "i;'a't· ~-o'ni:'e __ ;~ \1 ~.-•._a_. t_ ._. : ·N~. • :.''~_c __ . · ...• ·' 
'RP 1162 Section_ 8.5) • · ·l-------cc-+.c_c-..:.1-.:;,__c+rl-''-"'·-'-c-"h- . .c:..:".c-c:+-c:-:.c·c.;_·-l ·. · 

,"' , ' •i ''-'.-:> ,, ·' ·:.__. . .. : ., - X ;·•·.:, 
r--.-.. ~--:----.-:-~...;~-· ·_, _· -~:-__ · :··1L~.:~.-· ~--'- · . · '' 

-_;!No~:~._, · 

. ,., 

.. ·>·--' .· 
.-..... 

[ __ . ---,------~·· -------------'-~,--,,---~,.,..,· _,.:_ __ ~,--·. --~_;,.:_,:, ·, ·: ':.:..~· '_c· '"-' -,.'~_J _.. :· ---· '"' . ---- .. -~ 

Records - Operator Qualification : : · · . · ; .. ·_ -· · 
.·.· ·:,··-~·' .. ·.; -... _ .... ,.· .. l ·._:'·i:·:_/.-.:.-.,_{ ,: ·<-':-')>~'.'·<···-;.<! . :-· .. _----.--~ .. ·· ,';' •-'' .--. ':.,.;.·:)_., __ ·-.... _: ._::.·.-_., 
a1. Qualification Records for Personnel Performing Covered Tasks (detail) Dorecordsdocumentthe 
.evaluation and qualifie3tions of. Individuals perform/nil coveted tasks, and can the quiJ/iflcatian·_-of individuals perforining covered 

tasks be verified? (TQ.OQ.RECORDS.R)(detall) .• . . . ' , . ' . . . . . ' . 

,192.807(:_ _______ ·_~--~--------~ I s.a~+-p:~--~~~cer~.~-u-~tf.N~ I NC ~ 
I Notes . , · · 1 ' • 

I ' '' . .,. - .. - - •-, ' J· 
~- ·Y 

2. Contractor and Other Entity Qualification (detail) Are adequate records maintained to; contractorpersonnel 
qualifications that contain the required elements? (TQ.OQ,OQCONTRACTOR.R) (deta,il) · 

192.807(a) (192.807(b)) r Sat+ I Sat rc-~;;:-;;ru;;-;;t .. [-NA=r--;c-
. : X [ . I _,__,....._ ,._I ___, 

[~otes . , ._,; ·.;., 

/ 
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8. Isolation' from Oth_er Metallic Struct1,1res (detail} Do records adequately docu;;,ent electrical Isolation' of each 

· burie.d _o . .r SLJb~eJ-,·g. _ed··· P/P.~Iin. ~/IJ'flJ_ '!.the.r meta.ll/c ~ti-udures tjhles·s· .--~t!J~y.' electrically ~fl~erco·.n·. hec~ a~~-Ci!fthoFI_{c. ~l{y.P·!"'· tfictt!'t!. : .~-.~ ---~-- ,, !.·; · 
pipe/me and the othe~ structures as a single unit? (T!l.CP.ELEpSOLATE.R) (detail) . · · .. ,, , ·· ,• ,, • . · .•. · ·, .: ,_ , · :.·, , ., . ·:.••·:· '" .. ,, .. , · . .1· 

192.49l(c) (i92.46i(aj; 192.467(b); 192.467(c); 192.467(d); 
192.467(e)) · · · · " ' · · . , · 

" ' '. ' 

Sat+ Sat concer·n· Unsat ·NC 

,. 

--"-;--------
11 •. I-:Jternal Corrosion (detail} bo records document if corrosive gaj Is being transported by plp~/Jne, Including the 
Investigation· of the corrosive effect of the.gas o_n the.plpeline and st~pS that·have b~en_· taken to minimize Internal corrosion?· 
(TD.ICP.CORfl.GAS.R)(detail)· ,.,, .... ,. .. ·,·.,.·,·. ·.· •-•:/·:·:;,, .. ,· . ·.,.:. ·::,, ·.. .::,, · ..... , . 

t:''"".""'"" . ... ~M~-·~· 4 .. , ~1 
. . . . j 

12. Internal .Corrosion in Cutou~ Pipe (detail} Do records document examination of remov!'<! pipe for evidence of ·,. 
internal corrosion? (TD.ICP.EXAMINE.R) (detail) . ,. · · ·· . , 

192.491(c) (192.47S(a); 192.47S(b)J t t_'!:_-J sa~.J~~~~;" I uns'-!~~;__!1~~ I Nc 
-------· I X L I I fNot;'-------· 

L 
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··''' p~(j~~d~r~s (Dis~~ib.ution·:Compr~s~or statiqn) t C:ornpt¢~~c;»{ .. i'il 
Ast· a· t•·a·n · · '· · . .. :._<f· ·• · · ..... •. 
-. ' ',' ' ,· ',o,'·', ·~·:'i;.-~. ;'• 
l':·' ·' .. ···--: :'··.-, __ '_-·.' _. -· -- ·:·,:-.;. ·• ·'-- : . • . ' ___ ·.' . -· _,.. . ., '. ,,·\ .• :; .. _, _·._:__ :-: 

. 1, C:o'!"preS~IJ.f,•!i~i,i.~!IJri, Des!sr'lCoiJSt.ructiori ·~ r:'i!lin~~!'lancie; ( de~ail) Dp~s th~ process,h~y~ suffldent d~ta/1 

. .. ~':fv7::~t~~~~~~~fMJ~Of~~{~~'l!if{ncl'!~[~~ f':'vis[¢ns fr!t:; Isolating. ~~f~- or_ ~~f~oe7 ·-:.~ plpl~ :~~d for :pUrgiiJ~ .,befP~-: ~~ut:nln~. ~ _. ··:- .;:· _ ·; 

192.~0S(b)(~J 0 ·, . . ' siii:f sat canci.rn llns~i: 'NA. l'lc 
X ·' 

-~-<' ,· ,.· .-
'· · ...... 

' ' . ··;.·,. 
----~ ~~--~---~~~ 

.. 2~ (:~mprE!ssoi' Station Desi'gn/Construction "Start-Up and Shut~Down (detaii) /Jo~s th~ process tor 
· start~up iuld:Shl.Ji~qown_'-fiave ~yftl.cl~n_t de~a~l to _e'n_Sf.iriiSta~~~p:·a~d)Sb.l.!~~dow'n, br-c;prrij,ressOr ui1its)n ~.mat)_ri~r .. de~Jgtje_d tq 'aSSure 
. operation within the. f;1A.OPJ!mits prescribed by this part, plus the b.ullr:!-up allower:!:foroperatlon ofpiessu"'·l/mltlng lmd control .. . 

. devJ~s?. (f5.q;,cM,rsusp.Pf(ifetal,l) ·•·· · · · · ·· · '' :.:/c . ,.:;., ;.' ;.,,;, •. 'r .. ·· · · · · ,.: . .,;,; ;.··,·. ·:.: ' .· · · \"" · 
.·19i.~os(bJt'SJ (l.9z.sqs(t1)(7J)·. · .. • · · ' sat+. . sat C:o11c~rn u.i'isatr N~ NC · ··' 
. ; -.. -:; ;:~~,- ' -· ' ~ ·_;_ ·.l.' .t/ :. !~'.; ·,";' : .. ;: __ ;;, -.· ., ;- ·'· ,,,o>. 

1

··.:. ;· ·,, ----'-c:-~- ~ ''·· • •.X·. . 
.... ' . 

N~t.~ . ' , ,.: . • '{' :. . . :· : ; .· . ( , . ·. ., . · ... · ... ·. 

· .. 3·~ c~mp'ress~r statio!'! Design/Constr~ctici--;; ~. fi'ressure Relief (detail) o&es -thep'::ce~s provld~-:~deq~;:O .. ·· 
deta'il foi--lnSPed:lon an#-_teSti'ng of-cotnp"res~or Sta"iiOn p;e4SUre·~,e~/ef del.flces "Y,fth t~e eXCeption qf,filp~ui:e'-di~ks?_-; ·>·' · ··:. i· !:··\ · _,: 

· ·. (FS.CSSYSPROT.CMPRELlEF.P) (detail) . . •... ' .... ·... . ··' · •' ·· ·:. :.:; •· .< ·:-'·:; .... , .... • • · ;, ·. · ·· .. :, .· · ·:. 

· 1~2.6fi5(~l(l) (192.7~l(ab9z.73i(b); 1.92.731(~Jl .· .. Sat Concern Urisat NA NC 
·'. : . . ; .... ";; .. ·.: . . . .. . ' . 

.xi 

··. ·· .. 

• •• 1 • ;. __ : . :-.:. )~" . \ 
·'---'~~-.-· 

4. Compressc;11· stations • ~tori19e.~Jf ,Cornbustibl"' ('Jiateri!lls ( d~~ilill oo05 th~proc~~s inciuq~ ,:.quirements . 
:· for_ the_ storafle of flainmabre/ctJmbustlb/~.m.a,~erliil~ arid ~pecify _that 'abq_ve{Jr_opnd all t;Jf fja~olJn~ storage ·tanfcs. _b~l(lg Installed at._ :, 
· coiripre,ssor stations be prptectf'd·Jn accordance with. NFPA No .. 30, ~!i'required of §192.735(b)? (DC.COCMP.CMPCOMBU5TIBLE.P) 

(detail) ' ( . · · • · ' ' · ' · " •· · ' · · ' · · · 

192.J03 (192.73S(a);192.73S(~)l '. [S";H:f Sat .lcon,cm I Unsat[' NxA · ~_,_ric~ · 

'[Notes.. . . ..u. "· ...... , ., ·>:· '·>.'· ·""·"'"· ·.•i':':. .···.>.· I 
s. compressor stati~n Design/cahsl:ruction - Permanent Gas Detection· (detai!) ooes tlie pro~~ •• 
adequately_detall n;qulreme[Jts df per;manen·t gas r;l~te~ors iJnd alartr.~ at comp~sor buildings? 
(FS.CSSYSPROT.CMPGA.SDETREQ:P) (detail) . ' . . . . · 

:~-(b) (192.7::~~~---------·--·---;··-·---~-Jsat~ l s~Ec::n I un:t I ~~-'--N··c--1 
/Notes 

\ 
L.----,---~·--,---~--~----------·----··--~~------~~---.. - .. --··-----·------~,---··--,-------·-----·-·-:--·----·-...,-----·-·-· 
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-
·.·.·.;·. '·;: . -- . . .. ~.. . . :'-i,. ;: ,. 

·, .. · ,. .. . I. • 

-':·-:--,-> '. :::_.. · ... ·.,,~;:;-: .. ~_-;;_·_~>.:.:;.--_- ... . -.'_:.-:,. :_-·_.·.-_.· .-·--·.-\ .... :_:",:';_-;'-.,·:. :.... _·_:_:·: .... -·_,_{- · .. _-_· .. ~<-·· ._- _-_'··.- -_>_:; . 

•. . 6 .. C~mpr~~sor ~~~tion ,[)e!['J!i-:JIC:PiJStru~t~ll ,':}i!;D G~~ Blt;J~k ( c:l~~ajl)_ Do~.··~i:h c~iiJpressbr sta~lo~ NJv~ 

. ·::. 

an em_ergenpy shutdown.systemthat Is cap~bfe of blockjng gas out oft/!e·$ta_tlonaqd !>low down th~ station piping? NOTE: Not-
~~We'~ foc7'1-'% f-~~~fT'S,~f:ft~t/~1,\: ?( fff~P ~~'!ef~'W_~r(7'J~ ~~~~'J~~s) or le~s •. (FS.CSSY~~p.DT:ESDGASB~.Q) (detail) 
~.92..167(a)(l) : . · - · , • . .-: _ ... ·• ·.· · •·· · ... •· Sat+ -._Sat Concern Unsat. .NA 

·-·,. ', • __ -_ '; . . . •. ' :. - -~;: .· . -. ; .. ·' :---·. '·. -~--'-::"'- -_ .l :· ·! ,-__;_- ---· -·-·-- ----

... , •.";; _- ., ·, . I • ;··:' 

Note~ 

.. -,, 

. 192..i67(b) .:-· Fsa:t~:..:+:..:·_-+..,..::s::a:.'t::_-+c::o:n.:.:.,;:~.:•:.:•.:.n:.J~-=u.:n:.:•::a:.· t=_·+-·.:.N:.:xA:.:· ·-i-·..;N:.:.::c~ 

·:'-'· _, 
._, ___ . 

_ .. ·-· 
' .. '·· ····· 

11. Compressor Station Design/C.onstq.Jction - Unattended Platform ESD (detail) Does each 
unattended pla~rm compressor station located offshore or In Inland na!(igable waters have an emergency shutdown system that 
will actuate automatically In the event of the following occurrences? 1) When gas pressure equals the MAOP plus 15 percent and, 2) 
When an uncontrolled fire occurs on the platform. (FS.CSSYSPROT.UNATTPLATCMPSD.O) (detail) 

192.167(cJ(lJ t-~-at+.l , Sat"- rc;-n7.;;:; 'IJ.;;;;-~·'NI. 
! X 

i NC 
T I Notes --·~-·~----~~-~--------·--·----------~ 

I 

·-------~ .. -------------'-·---------· ---------·------·---_ -·-------·---·---~---_:·-------~age~~-~;;; 

-.... .-_, 
':.' 

. : ·-·.·, 
'-----·.-: 

·.·.-·, 

·.·.: 



.... 

12 .. Compressor Station DesigniConstruction - Fire Protection (detaii j Do compressor stations have 
aaequate fire proteCf/Orf1aCIIitles? (fS.CSSVSPRO I .CMPFP.O) (detail) · - ---.-·· ---- - ----· ---- - · 

192.171(a) Sat+ Sat Concern Unsat 
:... .... 

·--- -- 1- - - .. - -;-- . 

13. Compressor Statio_n Design/Construction- Over-Speed Protection (detail} Do compressor 
stations' prime movers other than electrical induction or synchronous motors have automiltic shutdown deVIces that will prevent 
over-speed of the prime m'over or the unit being driven? (FS.CSSYSPROT.CMPOVSPD.O) (detail) 

192.171(b) Sat+ Sat Concern Unsat NA NC 

X 

' !Notes 
~---------------------------~--------------------~---- ----1 
14.- Compressor Station Design/Construction - Lubrication (detail) Do compressor units have shutdown or 
alarm devices that will operate in the event of Inadequate heating or lubrication? (FS.CSSYSPROT.CMPLUBPROT.O) (detail) 

192.171(c) Sat+ Sat Concern un·sat NA NC 

I .. - X 

L --·-
15. Compressor Station Design/Construction- Gas Engine Shutdown (detail) Are compressor station 
gas engines that operate with pressure gas Injection equippeq so that stoppage of the engim! will result in the fuel being 
automatically shut off and the engine distribution manifold being vented? (FS.CSSYSPROT.CMPGASENGSD.OJ (c;tetail) 

192.171(d) Sat+ Sat Concern Un·s at NA 

X 

I NC 

! 
~----------------~---------~-~~~~----~~ -~------'------~--------~----~~----~------4 !Notes-- ·· · ·'·· -·~-····-:-··· ·- -

16. Compressor Station Design/Construction - Gas Engine Mufflers (detail) Are gas engines in 
compressor" stations equipped with mufflers that prevent gas from being trapped in the muffler? 
(FS.CSSYSPROT.CMPGASENGMFL.O) (detail) 

___ ...... -·-· -·- _ - I=:;:S:;:a:.:::t::;:+=-+==-'-"·s=-=a -::..:t ·:...::-:::.· f:C::::tt=n=c'-"~:=r.:::n=f:--U=~-:...::~=a:...::~'---f-.=.....:=N;;::A::::.....:_'-'"L~-::_..;N:=C_-l 
I X 

: 

t otes 
L----------------------------------------------------------- -----------------------------
17. Compressor Station Design/Construction- Ventilation (detail) Are compressor station buildings 
ventilated to ensure employees are not endangered by accumulation of gas in endosed areas? (FS.CS.CMPBLDGVENT.O) (detail) 

192.173 Sat+ Sat Concern un sa t NA. NC 

x 

! Not~ .' 

' 
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.... __ ;<:_·:;- . .-·-->··_: .-:~'.'._,~, :_::.; . .-.· ... _: __ >-.. ·:-':.. .·.<'/::·~-.-. .-.·~·l.·_ ... '.. ___ ·. 1 .,-.':· .. ·.-·\~ </.: <' ...... : ·,.· .. ;~ 
,: , 1.!1; CathQilic ProteCtio!J ,af !,Jndergi:o1Jnd Piping~( detail} Ar~ bar(! or co~ted pipes tr{cdmp~sor, regulatorjjr . , · 
~eter sta_tlons Installed before'Au9ust 1, "197!- (eJCC'ept fO..rcast and ductile lriin.lines) cathodlcaf/y Protected In ilfeas where active · •.. ' · · 
i!llf:.·~rro~lpn was ~und In accordance with ~ubpart I or Part 1927 (TP.!=P.PRE1971.0) (detall) · .. . , . . , . 

, · ... ·7~.~As7(bJ ">.'·:··.· <:'·.· ' '' ..•. \ · [sat+ ~-~~~concern.luns~-~~-~f--t-~g 

· .1 Note·'·s· ·.· ' .· ... ·. . .... . . .. : · · .,., · ·. ·. . ) ':.:·, ''·· · · · ·' : . ··1 

.1. . . . '' ., . . '.· ·.• . .. :. . . ." . 
. ,. :: .. ··. '-:"' .. 

19." ~i:iJu)spheri!= Corrosio11 Monito~ing ( detai.l) Is pipe th~i Is eiposed to atmospheric~o,:,O$ton p'rotedeit? 
(TP.ATf>1.ATMCORRODEINSP.OJ(detallj'. . . · . ·. ''·'cf. •: ·: .· . .' .> .. ; :; ./-; ··." ·. · 

-·. • • '·' . , ......... •c:· • • ' 

192.4Bi(b) (i92,481(c); 1~2.479(a);.19:2-179(b); 192.479(c)) .. sat+' ·· sat co'ncern uns.at NA 

.-;,. 

. ·,;,· .. · .. ·.· . . ':::: ·•· ... .''·. . . . ·:': .. ·. :·.·. " .. > . ·. :· ,:.:•.··. 1----~\--· ·x 
·~:.....;-"""--''--· -·-·. ----· ·-· .-· -. _.:.~...:...... ~...,-__ ..J. ___ ..~-,_...;._..L."---.1,-...:.~..,J.-""""-1 

l
lliotef, ' , , . · . , <. •: . . . , .. . ,. ., . 

. .. ... : .......... , . . ... :.· ·.. . ........ , ,. . 
.· .. · .. 

··-;" 

. . ,. ' ' ' . . . . . . · .... ·~-
. ·. 20; St;~rt~Stop Procedures .. ( detail) Dui{ng ,;tartup or shut-In, is It asswed thilt th~ pressure limitations on. t:h~ pipeline . · ·. 

. ·:~·~~o~"{ce~(ied~~o9i(),MAOPl,i~.~T.(i)(d~J:,1lii_J ·· .. •· .. ",:y·' ./ .:·:;"·;';;;··.·,,:·.···,,,, :··~<::.·······:·<' ·:: '. 
'.1~2,6a.;:'~1W•"!:::. . • ':' , • .,::):::.:,('; :; . • ,.}'(• . sat~ sat c.oncern. uns.~~.. NxA ·' , N,c 

.·,:. 

·~·.'-~· -._ 
··'··EJ····.,, ·.·.:· ,. ''.", .. :·· 1":···· .... , .. , ·,. ,· 

·. ·,·, 

. ·, ..... , ·. • .. · ... ,':':,. . " ,;:::~: · ... ~-;-:-.. -. -.. -.-.. -; . . . •' ' . . ! 
. 2.1. Normal ,Qj:J~~atjons and.M~int~nan!=e Pr'?.c.edl!r~s 7 !;!ist!JrvJ!Jetail) A~e.w>s(fl!c;tlon~~~rds, i!'al!s . •.. 
· and op.~ratingh(stqry~vall~q(eta aPf)((JP~fate ope.f<Jtlngpef!W!~¢17 (MO.GO,Qj\1H~ST9,R'Y.O) (qetall) :. 0,:: ·•··'' .,;· ·· · ; : · • .· ··. 

~~·i;<,<il i (' ':,. ·": :-. " • \ ·' -• , . ' ,,, :"'-"'~ ·:••·· '"""''" "" ,., , -~f- I ,,., 

' .... . . . __ ., . ,. 
·t . . . - . . . ~~ ,· ----
22. Com'press'or Station- Em~rgency Resp~nse Plan (detail) A,.;, emel!lency resp~nieplans for sel~cted 
compresSor stations. kept on S/te? (FS.CS.CMPERP,O)(detall) . . ' ' :.... . ·. . . .·· . . .; .·· ·.; .; ........... ,, ... : ,· .. ·, .. ; 

192.6~~(~) (~9'~·.61;(b)J ' : .·: ,., .. ·· ' '' ' ·· · 1¥¥ ,. Sat' ton cern I Unnt [. NxA •, l·NC · 

I Notes ---:· . ·. 

. ,_ . . 
23. MAOP Recording. ( deta'il) Do pressure recording ~harts or SCADA records Indicate ihat maximum allowable operating 
pressure limits have been maintained In accordance with ~92.6197 (MO.GOMAOP.MAOPRECORDING.O) (detail) · 

:05~)(1) (~92.S19(~);~::19(:~ . . ·• . · t Sat+ I Sat IC.oncern I Uns.atEL_L: 

~---·es .. . . 
I . . . 
~--··---~----·-·~------~-------·-~----·---------~-------------·-----~------~------------·-
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' . 

192.707(a) (CGA Best Practices, v4.0, Practice 2-5; CGA Best Sat+ Sat Concern Unsat NA NC Practices,. v4.0,_ Practice 4.:20)_ - -· --- - - - - -- --- ---
X 

Notes 

25. Placement of ROW Markers (detail) Are line markers placed and maintained as required ;or above ground 
pipelines? (PD.RW .ROWMARKERABOVE.O) (detail) 

GA Best Practices, v4.0, Practice 2-5; CGA Best 192.707(c) (C 
Practices, v4.0 , Practice 4-20) 

. 
Sat+ Sat Concern Unsat NA 

X 

26. Compressor Station Dtisign/Construction - Pressure Relief (detaiifAre p~e;;ur~ relief/limiting 
devices inside a compressor station designed, installed, and Inspected properly? (FS.CSSYSPROT.CMPREUEF.O) (detail) 

192.199 ( 192.731(a); 192.731 (b); 192.731(c)) Sat+ Sat Concern Unsat NA 

X 

' t;." = 
------

NC 

NC 

27. Compressor stations·- Storage of Combustible Materials (detail) Are flammabl'e!c.omifi.Jstlble 
materials stored as required and aboveground oil or gasoline storage tanks Installed at compressor stations protected In accordance 
with NFPA No. 30, as required by 192.735(b)7 (DC.COCMP.CMPC:OMBUSTIBLE.O) (detail) 

192.735(a) (192.735(b)) Sat+ Sat Concern Unsat J NA J NC 

I X I 

-1 Note;a --

' 
28. Compressor Station Gas petection (detail) Have adequate gas detection and alarm systems been Installed In 
selected applicable compressor buildings? (FS.CSSYSPROT.CMPGASDET.O) (detail) 

192.736(a) (192.736(b)) Sat+ Sat Concern Unsat NA I NC 
-- --- -- ··--. - - -

l X 

I Notes 

I_ - .. . - - -

f-
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. . ·-:. . · .. ··' 

·. 
·, :-: ·, . . . :. . . ·' 

',• ·)·,.f'·{·,·r-::{J;-'"f:·····:, •·>• •,"_,_-.:-·~·. ·:::--!·, • •. ' 
·Ret:ords·(Distribution -Compressor Station}- Compressor Station. 

-a~~- ~erf.~nn~n~~ . __ · _: :- .. _ ~ ___ · _ · _ _ _ : ·_ . - · . , . - . . . . --· · 
1. comp~~~~q~-~t~iion Desig~/C~.n~i:~~~i()ll.~ J>r~~su~~ R~li~f (detail} Do rect?r/is doc;~~~;,~-wlth 
adequate d~ta/1 that al/lnspectlan·and testing of compressor station pressure relief devices wit~ the,, exception of rupture disks have 
occurred ai the niqu/red Interval? (FS.cSSYSPROT.CMPREUEF.R) (detail) .-'' '· . .. . · ,. -.. ·.: -. . ·- :· ,-; ., ' . -

.192.70~(b) (192.70~-(c); 192.73_1(a); 192.731(b); 19;!.731(c))··.-. Sat+ Sat conce_r.n Unsa_t NA · NC. 
~ . - .. . ~ . 

. .\~ .. '·'· .. 
1- X 

!Not~ • -~-~~~~·-·~:~--~~~~--~~--~-·~·~---~~-:~-~·~--~~~~---
2 •. Compressor5tation Design/Construction- Gas Detedion.(detail} Do recordsdocumentthatall. 
coinpressor stat/Oil· Bas det'ectia'n ·and alf!rm systems are being malntiilneil '!,ir~J~~i:e_~. ~-s ~qu,l~d? . ::. · · · · · · ·, - · :· -. 

· (FS.q?SY§PROT.CMPGA~Df;ro~1.Jl.) (detail) · : ,·,,- _ · .-:.o: ·-: )i ·,•• •:•- ,._ . · · ,: , •' -., "'-

192.709(~) (192:735(ciJ sat+ sat con~~r.ri ~!>s~l:. NA 
. " · .. ;;.· . ·_:_: .·; .: 

I ~ot~s•• _ , 
.. : i~.' :. _' .·. 

--'-----------·--·--·-·-·-
x·· .. _._.; . ·' , . 

._.·. --

·'" 
',,:, .:;' . J_ .' 

..• '!!."=· 
. __ 

. .-;-: . 
_, --~' 

. , ,. · ... 
. ,. . .... 

. . 
~·' _,., ~' ..... 

. ,·-: 

..... ':; . .-' ·-:. '•. 

..... .. . -, •• 

: •• =-. .·,. 

. ·.'·: 
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PHMSA Form 14 Question Set (lA Equivalent) 
PHMSA (OQ) INSPECTIOf':J FORM 

lnSTfUCfions-· -· ......... -· -·-:00 ... 

l. Use in conjunction with Unit inspections 
2. Interview. the primary operamr..contaclfor the_ Unit ins~tion you are c<mdu_cting aocl em~ their respQns~. PQ 

not request the operator substance abuse expert to provide responses to these questions. · 
3. Send completed form to stanley.kastanas@dot.gov 

Name of Operator City of Liberty OpiD# 11472 

Inspector Steve Samples Unit# 

Date of Inspection 7/8/ 15 

Inspection Location City & State Liberty, KY. 

Operator Employee Interviewed Bridgett Blake Phone# . 
Positiooffitle Operations 

Operator Designated E;mployer Representative (DER), 
Premier Drug Testing (a.k.a. Substance Abuse Program Manager) 

DER Phone# 1606-787-9973 - . 

§199 Pipeline Safety Regulations Drug and Alcohol Testing 

.3, .101 1 . Does the company have a plan for drug and alcohol testing of employees and 

. 201 , .245 contractors performing, or ready to perform, covered functions of operations, X 

and erne 
Comments 

.3 2 . Does the company perform random drug testing and reasonable suspicion 

.lOS{ c) drug and alcohol testing of employees performing covered functions? For 
X .225(b) random drug testing, enter the number of times per year employees are 

selected and the number of in each selection in Comments below. 

. 3 3 . Does the company conduct post-accident/incident drug a~d alcohol testing 

. l05(b) for employees who have caused or contributed to the consequences of an 
X accident/incident? Enter the position/title of the employee who would make 

the decision to conduct ost-accident/incident testi in Comments below . 

. ll3(c) _ 4. Does tlle...company pcovide training for supervisors on the detection of 

.l17(a)(4) potential drug abuse (minimum 60 minutes) and alcohol misuse (minimum 
X .227(b)(2) 60 minutes)? 

.241 

5. Does the company give covered employees an explanation of the drug & 
alcohol policies and distribute information about the Employe.e Assi.stance 

X Program, including a hotline number? Provide details in Comments below. 
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.• · . :, PHIVJSA Form.14 Question ?et (I~ Equi~aient) 
· · · .. ( · . , .·· : - ·'' -; . •: . · PHMS~ (OQ)INSPE;CTION FORM 

lt .. ~--·: .. _::, ·.·.'_ ... ;. ·• ··.·.:,. ·• •:: '.; .~ •. _.v·,·:;·,:~;!'~·'. > .... ·:.,,,.:·<,;·:·· 
. Tra,mr:~g .and Qualification ., Operator, Qualification' .. . . :.:;:·,.'.,:·--:;~;~~~::·:.: --~- \.- , >: ;~ .... ~--,. ·::--_:/·{·>~-." .. -,-·' . ." .,_ : __ .·~-~('ir .. -, >··': -'J~j,:· __ (:· .;~:- ,"_': ·.· ... ,_'·~·::·:·,·_ , . -: .. , ... ·. . .,_ 

.1, Operator-Qualification Plan and Covered Tasks.(detailj Is there an 6Q pia~·that tndudes covered .. ·' 
tasks, .and _the basis us~d for /dentifying.covered tasks?._(TQ.OQ.OQPI.AN.P)(detail) · ·: ·, · .. · 

192.SOS(a)_(i92:aol(biJ · .. .. · . . •· · · s_at+ 's.ai: concern NA ·Nc 
·, :;:.·-\:'-. 

. :~ ·- ·-~-' :- ~- ·.-. ·, . .·.: 
~-, . 

.. ,. .. :.··- . ·~--~~otes .::-~ ____ ._: .': . :·t 
. 2. Reevaluation Intervals for .covered Tasks (detail} ~;e.. the ·pro~;.~-;;;tabli~h and Justify requlreme~ts .. · ., . 
· for reevaluation Intervals for each covered task? (TQ.OQ.REEVAU.NTERVAL.P) (detail) .,\ . . . . . ·. ·.''· • ·' , .. · . ' :... . : 

·. l92.iios(gj·,. . .. . . ' __ •> sat+ sat Conce~n Unsa.t NA NC 
• 1 ' . • ·;. '. ,~ / ' ·-- .. .' ·-••• \ -~ 

. •' -'·,-
r N~~e~· . v, -~ -;~ :·· · -': :.- ... _ .. _- :·- . ., 

., ..... · ·, ·,, ... ,.·,:.• "> .. ·.. ·. '. ·· ....... . . .. .· ·. ·.:. " ·.· •. ,. . .., .. . ·"·'I : .. 
3. Contractors Adhii!rh:ig to' OQ Plan(detail) Does the pro~".;;; requir~ theOQ ~fan to be co;;;;;;u~lcated to 

· · contractors and ensure that contractors are following the plan? (TQ.OQ.OQPI.ANCONTRACTOR.P) (deiail) ·· · · 

192.805(b)(i92.~~S.(f);.192.805(c)) ' , . . 1:+.: i _ s:~ .. ICon~:·~[Unsat I" N~ PJ 
-~ . . ~~~-~;--·· -·· .. ·· •. ·.. . \,. . .. · ....... • . .. ;'' .J 

4. Contractor and Other Entity Qualification (detail) Does the process require contractor organizations or 
other entities that perform covered tasks on behalf of the oper:ato(to be qualified? (TQ.OQ.OQCONTRACTOR.P) (detail) 

192.aos(b) (19i.aos(c); i92.asscd); 192:.aos(e); · sat+·~; lconc~~n / unsat , .. NA ·_T

1
.~ 

192.805(f)) . ' . ~--·---+·-· . . -=-i 
·.. X ·.••·1 _.: 1',:,'. _.;·,_';,.-;.:;_:• ' .. ·1·:._.,_._'·'_'.11 

-, . ,, \ ~. ; 

;·. •.> . . ·._· J 
·~otes ..... · ··_.,_.-.·-;-

, . -: .. , '' 
----~--~--~-----------c-----

6. Contractor and Other Entity Qualification (detail) Are adequate records maintained for contractor 
personnel qualifications that contain the required elements? (TQ.OQ.OQCONTRACTOR.R) (detail) · 

192.807(ai (192.80i(b)) 1 . . . . ) Sat+ _ s:t iconcern+_u_n_s __ a __ t+ __ N_A~-+I_N_C--1\ 

,----------- ----·------L--'---'---~'---..,.-'--c.-J.-1___,! 
~Notes ·,• .... , ·_j. 
7. Management of Other Entities Performilig Covered Tasks (detail) Do rec~;ds document 
evaluation of the other entity (ies) performing covered task(s) on behalf of the operator (e.g., through mutual assistance 
agreements) prior to performlr~g task? (TQ,OQ.OTHERENTITY.R) (detail),-__ 

'19~-·::~b~~192.:~.~~c~-~-~-~:.0.3~---- -- -·-·------··-- f:j-7~F~ rn I U nsat t=~--±-~l 
:_Notes 

1
1 I . 

~- --·---·-.. --------~----_-·-·-----. ----------------· ----- -~-P-a;~-49-o~7 
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~~·t~~~i!~~~~~~~~u~~~~~~-~;e~~ni~n:!!~~.!~~Y~~~((~d!;d~~f~~;;(~;;;;~~~~~f,w~~~~T\WN'~~Jf~m 
,. '; ... :·- ~. . . . , . . . . ·. ' - . :· . 

~~2.~0~~~) ,, '•1'. ,, s~t+; Sat Jc11.nce~n. Uns.~~ .NA · ... ~c 
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·:..· .-... 
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,;·. 

\' 
' . ·; . 

-l' ·,_.., '· '·r_'f: __ :;/ :-.. ,· -.. 

16: 'covered Task Performed iiy Non~Qualified Indh~idual (detail) Are there provisions lor non­
qualified Individuals to perfodn covered tasks while being dire~d and observed by a qualified Individual, and are 'there 
re~tr!ctlons,and 1111)itaticins plac~d·on ~itciJ ~ct/v/t/es?,(TQ.OQ.NONQUAUFI~D.P)(detall) ·· · · ···, · · · ·- · 

192.B05Cc)' ' ' ' . ' . . . . . s~·~.' ccirice,rn Unsat .NA .NC 
'~ .. :• .. :. ; ·. ·, . . . •·· ·- ........ ',_'• 

I 

·~~~_::_'. .·:::'.:>::;:· .·.::-.';:.:c;,; ·2.:::.,. "-.' ~..:,.J.~~~..;···.:x:..:.,.J,.;,..· ·..;;;····.;;· ..,..;::.w.,.:..:.;-'.:...J.......;,.;.:.,;._;,L.;;.-,-..~ .-.. · · .Ft· -~:· ,. . . . .·- · ·: . _ · · ·· · ; -,, . . .. . ·.· -· · ·· · · · 
· :1'1_; Per~onnel P!!rforinimce M~riitorin9 ( d"'t~il) p,oes tire prog~m l~clude~r,<>~lsloni.,f? evaiu~t~,a~, ... ,. ·· ... 

.. Jndtvldual _If ther~ ls.reasan to believe the lndlvlduaUs no longer qualified to perform a covered task based-'orJ: covered task' 
· .._ 'PeifOiin'anC'e- bjt an liJdli.iidU~t Co'nti-ibuted to an "inCident or acdde'nt; Other factors affecting the·perfoliriante ·of cOV-ered ·_._ · 

·tasks? [rQ.OQ.PERFMONI;rOR.P) .. (detaiiL.·. . ·''· · ·. '·' :.C,,,:.',., ;".;:;li': i •· ... ,.. ·,: .'. ,-: · ... :·>' \ •:: • .. ·: .·.,_, .. ·.•· ·:, . ,,, ·_, . 
· 1.9i.'~o5(dj(l9~.so5(~j)>:: .. ·:·. ': •:• /. siit:-t>: s'at" !concern unsa.t' NA ,. Nc '1. 

,, . . X l . .. --; I ' . I 
~--~~-~~~~~~~~~~-~·~·~;:~ .. ~·~~--~-~~~~~~--~~~·------~~~--~~~~~~~ j Not·es·-- '_,_ ·· , .•. --.•. · .. _.. ~ :..· · .... · · ',. ·' 

. I
' ··.· .. , . < ·,,.· ·, ,, .',: ' ') 

. ·':'.:> :,·, 

. ,.,·. 

& 19. l>rogram Performimte and Improvement (detail) Does the process req~lre evaluatio~ of the OQ 
8" program and lmpleme~tation of improvements to enhance .the effectiveness of the progf<!m? (TQ.OQ.PROGRAMEVAL.P) 

·. (detail)' ~-~·=-'~ .;.'·.·. ,r_~f-i::·~--:'~i.~/ ·.:_" · :.: -·-.. - : ·. · .. ; :. :: ·, ·· -. ··:. .. ·.-: .. ;•! ,_: :_ ;,:;:. -. · : ~::~i··~-'· ,:(.: .. ~-:(.:' . .- .;•;;::· __ ):v.:-,: ... _'c-';:::,':·.···. 

' 

192.60s(aJ.(1~2:soS(bf(8)j , ' .. ..'. ,:, .sai:+. · sat concern unsat :>NA NC. 
x.. I. 

~~otes _· . 

L_. __ · _._· ·-· '._: · __ · __._:__ ... ---·------~ .. -··-------- ---'-----"----------·.' 

21 •. Management ·of Changes (detail) Does the OQ prog;.,m Identify how ~hanges to procedures, tools 
standards and o~her elements Used by Individual~ In performltJiJ covered tasks are cominunlcated to tht::: lndlvldpals, · \ 
lncludl[lg contractor jnd,ivlduals, and.hort these_ t;llanges are lmple111ented In, the .evaluation "!ethod(s)?.(l:Q.OQ.MQC.P) 
(detail) ·,:··•·. ''··.·· ··.-. : ·' · ·· · ... ', ... ·, ., :·· ;· :',.•·:·"o·c' .,' .... '' ;· : . 

192.805(1) .. ·· .• , ,, Sat+ S:t Conc_':."_t~-~-~+ N~ -NC1 
!Notes . ·----------.-.. -.. · .· ·•· 

L __ .. _·. ~--~-·· ---~-~--·· ----___ ._· ·--'-----_._. __ __.~'-'----'--'-.--·--'------
22. Notification of Significant Plan Changes (detail) Does the process require significant OQprogram 
changes to be identified and the Administrator or State agency notified? [rQ.OQ.CHANGENOTIFY.P) (detail) 

192.805(1J · . . . ~sat+ =t s;t rc;;-;;~-;:;runsat 

1
-NA·-~'N-c-1 

I Not~;---------~-------------·-------J-- L--· I 
I . I 

L-------------------- .... ---------·------------------------------. --------·--J 
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' 
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.. -~ -, ! ;~ • I " .. • . ·- • " : • • . ; 

'":. ;' -,~ . :·. "; ;_ \f. . :--- . • . ' . . ··, :··.- '(.. -·.-. ,· .. .- . '. ,. '· • . ·: 

\' -: ... , ' PHMSA Fql'f" 24.- Gas-Distribution SySt~ll!lJJAfP Impleip._eli_tati,on Inspec;tio,n, J'!ly 7, 2014, - ... , '· 

.. 

.'; 
'·· -/'-

. .' --· ·. -.,~ . .. ... _) · .. 

Thi~ inspection form is fort~~ eyaluatio,n of an !Jpera~ci(~ lmplemeiitatibl1 of itsgas !jistributicin)ntegrity . 

JT1anage1Tle,nt prog~~m-(DiMP)_ thr~i~gh a::fevjew q(jts, ~~cg_rds ·a.h.~' ~~fi~ns'p~ffor~~·~~q·~,,Pjpe)iri~ · \ 
. facili~iEis~ t.his inspection fpill) is applicable io ,o'per~t(lrs; oth~r than Ma~ter Meter)irid Sll)~·u. LPG . 

. :._ . ' · ' . '• ·. '.•. - • · '" . . • .·••. ·:_- ''·!·' "_ ... ' ' . · _• ;;,- '; -\' ·; ;,~.,;;;__-'·. '.,.·~. ·-' ... ,' ::-.0-";.-j;:"-C~·,';:, :,;_,-; ~·.- -' 

operators, that have developed and implemented a DJMP:under §192.1005/Th·e 'forni askS 1nsjledors'tri 
'· ;._-:_.:.··- ·. ·;· .-.,- ~ .. : , ___ .,..,·,_- --:-::-.--:-·;' __ ;;··., '. :· •. · ,· .. ' .---- ·· .. --_,:,.-.:,-._'.;·• -. ;·,·. ___ _._._, .... , -·.:_ -·-,<:-:-_;-:•;;,;--".: ·;:· 

revieW _r~cords,arid periorriJ fiehl. obser\ratio~s r,egarding .the implenjentation· of the.OII\'IP.'required 
·t.- ,- --~- ._' _ ... --.- ... ·_.-:··- . ·,-,, .. ·•. ,. __ .... _ .. __ ,,_-.,-·:·•.::>>,·. -·-··s·(-1'";.~----~-.-.--·,·.:· _.:---:-,": 

. eleni~n~s. foUciwing a review of. the ·oPE!r~.tor'~.DIMP plan, inspectorsi!'JII observe a.ctio'ri~_taken by t~e 
, . : _. -~, _1 ;, . • . -''\ -.~ _- _., _,,, ., :' ··:·., .• -. , , ... _; .. ,-_- :· . -.. : ;· .-;,. :~.- _- --~ ·_: , ~ •.. -:·,. .. ,. : •. :' .. "·':-;-.' • ;;::~:,-..._: •· _· . :. ':"· -~--- ' ·: , _.,_. .,_, !, •.-- -~ • · --, -; ·-~;·· :• ;: \ -:~~_:'_· .·;· __ :·_.>, ... r·,:··.-·-'\:.; :-:.--· , ; ,_. -. :- . 
op~~~tor. til'~nsu~e th~t proc~qure~ have b~en .fci!lov,ie~~ ;ifhere are .i~st~n~es ':Nheri ~~-icjris by an' 

,-· ~ 

:· ·. 

.· ·. ·. ~p~r~.fcir c~ol(be deeme~ ~ati~f~q~l)r by an i~sJiei:tci(foran imp!~m~ijt~tii:i~' qu~stiq'nWhii~ ,Sl;ill nqt · 
rl1~~tin~ the 'picicedurai re~uire;;,~~ts in the oui.;,p pia~ re'su~i~g i~ a~ uris~ti;f~i:tti~·\:r~~i~g fdr a'·,' 

---·~~~~~s~o~,~~~~toced~ra!,~~~~w~~-::,:J.:::;::,-:~ \.-~. ·.·.· .. _ •... · ' .. ·••• ·.:J;::~i··;:·;:t'. .. T: .. :: ,·: ·· ··· .. · 
Questions with'code references~~~sjde them are enforceable: "5/Y" stands for ··•sat!sfacto,Y'. or.l'yes"; '·,- .• 

. · "U/N'' sta~d~ for,~'uris~tlsfact~;y., or ;'no"· ,;Nit!• 's~~hd; fo~ ;,mit ~p~li~~bj~"· dhd ;;NlC';·~~~~d{fdr "~ot '.: ' 
·: ! ,. '~:-- ' _-.·-,_- __ ';;!:~·-···-:·:·~-.--·_-'----- .,. ·. · _ ···~-t" ,:,_·.• ·~-~-·-- · ";-.1--:·;.,_;\:'_-•·_· .. _:.;:r-, ·. ·,.: 

checked" ... If an .item is ·ma·rked U/N, N/A; or· N/C, an explanation must be included in the comments ·. 
•.---:----;),'·:~;· ... _.· .. -.~-__ ,_.._.·:'-. :'··::···' -- .•.... _,_:· ::'·-·. · .... ··:-·' ,·_-:- _ .. , ... , ___ -·:--\-;,,;,_:--:-' .. •.·.·:"·-·· .. __ ,.· 

se!4ion. Due to the ilnigu~·~haraet~ris~icspf, some operatOr's :system, theie'~r~ io~\:.~~~~~5\y,~er~ ap ·.· 
· oper~tqr is. not. requirE!c;i, ta'·p~ifo_rm an actlon;)n~ • scm~ of tbe. q~e~tlOIJS rE!qJ~~ti~g i f~vie~ of .. 

Iii.\ . · do~uinents may not apply ~nd ;,i~~ld;be rat7d .~~ ''N/A" (rathe~ than ratjng "U/N';l· .. F.or in~t~nce, i11 
!Ill Question !18, if ~he:qpe:ratl).r has f:-JOT- acquired ~ny new information relevanno _threat·.ide)ltification, · 

-. ~- .. ' .. -·:·· '·•: .•.•.•• ,_.._._..-, ;·, ·.' ':-,-'.,-;; .. ;;:. ··.- --·:·-.···,_-,• ·_ .. '.•),-,_---' ._, . -.·. i.~,-)_: .-.-~ ·,'.J·:-~ ,t._-_,1-, .... ,:·-··· .. --. 
rate ai; "N/fl:': ·.correspondingly, if the operator had acquired new informatio~n Jhat neetled. to be 

. .•' -- ... - -·. .,:.;.·, .. .-_.,,,·.· .. -'.;-' -·.-.. -.·-' , .. '--· _, '. :-,-,·. ··:··-·. -.-,----~:; .. ···· 
included in the threat identification an.d had 'riot,'then the rating would be "U/N". '·. :': . . :: .·.;' . · 

. - ' . . .c.: . ., ' . \:;-·_ :_: .. · . . .. _ ' :· ' . -.. ; " . '' . '·. ..---·::"·_ --~~:}:·. " . . ._-::_··::: .· '· ''1 - ~--- . '; ·:··.,~ ._ < _- ·' ''.:- ~-- .' .. _--~-. ~·. 

This inspection f~rm indude_s two type~ :of _activities ..::records n!vieyj and field obse..;,ation activities: 

• Th~ Records Revie~ q~e~tions • are. to ti~ performed ~n rec'o~i:Js us~d by an. rij)'~rator for . . :-
''implementing it; DIMP plan. f:-Jot~ll p~rts o~ this form ~~yb~ applicable to a spe~ific Rec~rds 
. Review ihspeciiiin, ~nd 'o~iy tii~sea~pn~able portions otthis form need t9 be compl~t~d.. . . .. 

,"' • - • '• •.• ,. , .. -. • -:; · .••. '_•"..1. • -'·' 

• The· Field Observation questions are· to bE! used on ,field activities ·being performed by .an 
operator in ~J~(JOrt of its DIMP plan. Field. o'i:iser'J~tj~~ inspection ~~tlvities·rl1~y·~ls~''intlude 

' . . - . . . . . ·' ~ . - . '- .-·. J . ·' -_. -... •. ·. ,.\ . - ' · ..... : .. , "'' --~-

. 'r'eview of data, enl(iro~ine_ii~al; CIJnditions, _and assumptions b~ing', used by an··operat.o(,in 
.· ~~pport of its DIM'P plan. Not ~iL parts of this. form .may be a'pplicable to a spec.ific Fie.ld. 

. . . . . - . ' . . . . ' " 

Observation Inspection, and only those applicable portions ofthis form nee~ to be completed. 
A review of applicable· Operations and M~intenante (O&M) and ·DIMP. processes and procedures 
applicable to the field activity being inspected should be considered by the in~pector ~'o ~nsure the .. 

operator is implementing its O&M Manuals and DJMP in a consistent manner. 
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. . 
PHMSA Form·24- Gas Distribution System DIMP Implementation Inspection, July 7, 2014, . 
RevO 

Operator Contact and System-Information 
---· - ·-- ·-- - .. ··-· - ---·-1- .. --- -· -

Operator Information: 

Type of Operator: I ~Investor Owned xl Municipal UPrivate 0LPG 
Oather (Identify- e.g., cooperative) 

Date(s) o_~ ,lnsjje_ctfon -~,:~,f'_:!.~:.':.-/-~~-: ~~ 

. ·~-::~.~ ·, ... ~ .. ~i~:~i~·~·~. -.7::.~~=, t::.-.2 ··:;_·~~,., 

o~te ~~rc:~t~~fit~~Mr P~a-~~~~vfsi~ij,; 
~.,. ·_.:.a. ~.~":'' .;, .. !l_._ ')~."'~fJ •..:::"'~!.r.~·~··· 

Persons Interviewed: 

Greg Rodgers 

Darren Atwood 

7/8,9/15 

7/13/ 15 

Operations 

Operations 

State/Federal Representatives: 

' 

. 

Steve Samples 502-330-5985 Stevend.samples@ky.gov 

System Description Narrative: 
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PHMSA Form 24- Gas Distribution System DIMP Implementation Inspection, July 7, 2014, 
RevO 

Question 
Number 

3 

4 

5 

Rule§ 

satisfactory, 
insert 
appropriate 
code 

Description 
., 

Have all i~sues raised in previous DIMP 
inspections been satisfactorily addressed? 
Provide comments below. 

Is the operator collecting the missing or 
incomplete system ,information and data 
needed to fill knowledge gaps to assess 
existing and potential threats? 

.1007 (a)(3) Is the operator collecting the missing or 
incomplete system information and data 
using the procedures prescribed in its DIMP 
plan? 

.1007 (a)(3) Has the operator incorporated into the DIMP 
plan any new or missing information 
identified or acquired during normal 
operations, maintenance, and inspection 
activities? 

.1007{a)(S) Has the operator captured required data on 
any new pipeline installations? For pipe, 
fittings, valves, EFVs, risers, regulators, shut­
offs, etc., examples of data and records 
required to be collected by operator since 
August 2, 2011 include, but are not limited 
to, the following: 

• Location 

• Material type and size 

• Wall thickness or SDR 

• Manufacturer 

• Lot or production number 

S/Y U/N N/A N/C 

X 

X 

X 
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PHMSA Form.24- Gas Distribution System DIMP Implementation Inspection, July 7, 2014, 
RevO 

Description 

Has the operator acquired any new 
information relevant to system knowledge X D D D 
that affect its threat identification? 

10 .1007 (b) Have any changes occurred that require re-
evaluation of threats and risks? X D D D 
Examples include, but are not limited to, the 
following: 

• Acquisition of new systems 

• Completion of pipe replacement 

program 

• New threats (e.g., fi rst time natural 

forces damage, etc.) 

• Increase In existing threats (e.g., 

washouts, land subsidence, etc.) 

• Increase in consequences (e.g., 

new wall-to-wall pavement, etc.) 

• Organization changes (e.g., 

downsizing of staff, company 

restructuring, etc.) 

• Applicable code revisions 

• Other (describe below) 

11 .1007 (b) Has the operator identified information or 
data from external sources (e.g. trade X 0 0 0 
associations, operator's consultants, 
government agencies, other operators, 
manufacturers, etc.) that may require re-
evaluation of threats and risks? 

12 .1007 (c) Since the last OIMP plan review by the 
regulatory agency, has the operator X 0 0 D 
updated its threat identification and risk 
assessment based on newly acquired 
information or data (see Questions 9, 10, 
and 1 relevant to knowled ? 
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PHMSA Form 24- Gas Distribution System DIMP Implementation Inspection, July 7, 2014, 

R gy_f}___ ---- . ·-- -·- · 

If the operator has modified its threat 
identification and risk'evaluation and X D D D 
ranking, we,re ~he revisiors made in 
accordance with the procedure in the 
operator's DIMP plan? 

14 .1007 (c) Does the operator's current subdivision 
process (grouping of materials, geographic X D D D 
areas, etc.) act_~quately meet the neeq to 
properly evaluate and rank the existing and 
potenti~l threats to the integrity of its 
system? 

15 .1007 (c) Has the operator added or modified system 
subdivisions within its risk evaluation and X D .D D 
ran,king since the last plan review by the 
regulatory agency? 

16 .1007 (c) If the operator has ad~ed or modified 
----- m-subdivisions,was-it-done-in-. -·- - · X - 0 - ~- D --------

accordance with the procedures described 
in the operator's DIMP plan? 

_!.! ~~ ~pe~t~..!:_ has al!_d~eq_ or_!!l~E.if!._ed 

D D D system subdivisions, did the new system X 

subdivision result in modifications to the risk 
evaluation and ranki 7 
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PHMSA Form 24- Gas Distribution System DIMP Implementation Inspection, July 7, 2014, 
RevO 

Description 

demonstrate the operator is implementing 

the measures to reduce risks per the DIMP 

plan? 

19 .1007 (d) Has the operator completed any measures X 

to reduce risks resulting in the 
elimination/mitigation of the associated 
identified threat? (e.g., pipe replacement 

20 .1007 (d) If answering "Satisfactory/Yes" to question X 

19, has the operator re-evaluated and 
ranked its risks (1007(c)) because of the 
elimination/mitigation of an identified 
threat to ensure that risk reduction 

ate? 

Does each implemented risk reduction X 

measure identified in the DIMP plan address 

a specific risk? 

22 .1007 (d) Can the operator provide documentation to 

demonstrate that an effective leak X D D D 
management program is being 

implemented? Important components in an 

effective program include, but are not . 

limited to, the following: Locate the leaks in 

the distribution system; Evaluate the actual 

or potential hazards associated with these 

leaks; Act appropriately to mitigate these 

hazards; Keep records; and Self-assess to 

determine if additional actions are 

necessary to keep people and property safe. 

Answer "N/A" if operator repairs all leaks 

when found. 
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PHMSA Form 24- Gas Distribution System DIMP Implementation-Inspection, July 7, 2014, 
Rev 0 - · - _"--'" ... -- ----

26 

Rule§ 

Is the operator collecting data for the 
required performance measures in 
§192.1007(e)? . •'• 

i) Number of hazardous leaks either 

eliminated or repaired, categorized by 
cause? 

ii) Number of excavation damages? 
iii) Number of excavation tickets? 

iv) Total. n_u~~er_of_ ~eaks e!!_~er eliminated_ 
or repaired, categorized by cause? 

v) Number of hazardous leaks either 
eliminated or repaired, categorized by 
material? (Note: Not required in PHMSA 

Distribution Annual Report Form 7100.1-1) 
vi) Any additional measures the operator 

determines are needed to evaluate the 
effectiveness of the DIMP plan in controlling 

each identified threat? (Note: Not required 
in PHMSA Distribution Annual Report Form 
7100.1-1) 

reviews, is the operator accurately collecting 

the data used to measure performance in 
accordance with the procedures in its DIMP 

plan? 

Is the operator monitoring each 
performance- measure from an established 

ba~eline? 

.1007(e) · Is each performance measure added since 
the DIMP plan was last updated tied to a 
specific risk reduction measure or group of 

measures? 

X D D D 

X D D D 
X D D D 
X D 0 D 

X D D D 

X D D D 

X 
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PHMSA Form. 24- Gas Distribution System DIMP Implemen.tation Inspection, July 7, 2014, 
RevO 

Question Rule§ Description 

Has the operator performed a periodic 
evaluation of its DIMP plan on the frequency 
specified in the plan? 

If a periodic evaluation has not been 
required since plan implementation or the 
last inspection, mark questions 27-~2 as 
"N/A". 

.1007 (f) Did the periodic evaluation include the 
following: 

• Verification of general system 

information (e.g., contact information; X 0 0 0 
form names; action schedules, etc.)? 

0 0 0 New information acquired since the 
• X 

• 
previous evaluation 7 X 0 EJ 0 

•• Review of threats and risks? X 0 0 0 
• Was the risk model re-run? X 0 0 0 
• Review of performance measures? X 0 0 0 

Review of measures to reduce risks? 
X 0 0 0 • 

• Evaluation of the effectiveness of 
X 0 0 0 

measures to reduce risks? 

• Modification of measures to reduce 

risks, if necessary? 

29 .1007 (e) If any established performance measures X 

indicated an increase in risk beyond an 
acceptable level (as established in the DIMP 
plan), did the operator implement new risk 
reduction measures along with their 
associated performance measures? 

.1007 (f) If the periodic evaluation indicates that X 

im(;!lemented measures to reduce risks are 

NOT effective, were risk reduction measures 

modified, deleted or added? 
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····-·· ··---
Question ' 

.1007 (f) 

Inspector Comments 

32 .1007 (f) 

Inspector Comments 

Inspector Comments 

Inspector Comments 

·. 

Description ' S/Y U/N N/A . N/C· 

Di~ th~ periodic evalu·ation')ndicat~ that the . X, 

selected performance measures are 

assessing the effectiveness of risk reduction' 

measures? 

If ~ot, were performance measures 

modified, deleted or added? (describe in 

Inspector comments) 

Did the operator follow its procedures in 
·conducting periodic ev-aiuation and program 

improvement? ' · 

. ... . ' ~· . 

D~~ the operator complete Parts C and· D of · .. 

the PHMSA Di~tribution Annual Report ,. 
(Form 7100.1-1) in its submission to PHMSA 

and the state regulatorv aut_hority having 

jurisdiction, if required, for each-year since•. , 

Has opera!or maintai~_ed· accur~te: 

records documenting mechanical fitting 

failures resulting in hazardous leaks? 

X 

~. 
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\·. .-.' 
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. ~ ·' . 

. _:,:·" ._-. 
. ·._, ~-- . ,: 
", ' -~- . -~: '': I • . 

· .-- - .~-l-Y: 

· P_HMS.A Fo1'11!}4- Gas D~strib~~c~on System.DIMP.Jmplementatlf!n. Inspectio_n, ;July ,7, 20J4j .. ,··.,. 
· .. R.ev o · . .· ::: . . · : ··· •·· • - · · ., 1 ''.. .. • . ·• ••. 

'. ·-~ -... ;··:.. ~--·:i ;;_~:. ,··,',' ---.' .... . ... _ 

· .:'ir·g~8"<zr ; .. :;·:099'~::.',::. :~;ttr~!f~~;-;~~t·k~1~p'~~~-~~!~l~~~~;~~~r ·. ~--y< 
the Jlrel(ious caleri~ar year to I'HMSA and .. <;.. ; . 

_.-., 
' .. _,. .l 

. 36 

--·:; ,., 
· .. :_. _:.: 

.-~ 

· st~tia'Jth~;tti~~}a~'~p~;o~ri~~~; by Marth' · 
·ts'h pfth~ ;;~xt-~a~~~d~r~e~r~ · · •-·· . : · ·· .. •· +·· '· ._.. ·>)-._ .' . .- .;_-~ .. ·,·· -,·! : -~- •• 

Di~ th:~ r~po~ ~oiit~i~ the i~for~ati~n ... 
- •. .-.~;~~:i'_;·. --··-'·'2:(·. __ , ,_,·:·--··- :<: - ·,-:_ · .... .- -,·r-/,: 
req·uired.liy Depar'tiTiimt of Transportation· : 

. F~riri P~'Ms.C. F~7lOO.l~2i. •.· ·' · · ' ' . · · 

. .. : .. 

i . • . . - . • . . 

~:-.. . , _.-

Did the pper'at'6r follow its procedure(s) for 
tol)eq,i~ll t~e ~~~ior,r.~at~)~fqr"!atici.n ~nd 
submitting PHMSI\.Form.Fc71QO:t;2? , , . : \,. 
Method~ ia ~erif:Y i~~,'uile; but ~re -~at 

• .· ' .- li~itea io; i:h~ t'oudwj~g: .· ·_ ·· .. · r ·. •-: . 
.. -£[ • · · Fi~·ld._ObS~~at;i~·n·· cif t'h~-~Xca~ati~=n of a/ 

··· ._,:~;;~~,·--:,·; ,.:;o\ 'S'i;~~~~~mlrt~iw:Ji~l~~~~~~:~;,:·-~,~}.~;;:,;. 
" plicit'~giap~~'thai'h~Ve b~l!ri :reiairi~d· by, 

·--.' '···-.. _ _._.·;;.·:-:-~-:.-.-:-' ;' .:. -;1; d ·-. .-. ·. ,,':'.',_'-... '·: .. '1, :'•' 
the operator·. · ··:· · ·, ·. ·· · · · · 

• lnt~'rvfew'with ti~ld p~i~o~nel·. 

~espo~slbie fci~ cou'~cting:i~·fcirniation 

,,·· .. , .. ' 

Inspector Comments. .,.· 

. ~--

. ,: ' 
··., 

'• · .. 
. '· 

~'-~--~ ~-:l ·_;f 

~ . 

. , .. : . ·-, ~.; 
·~ .. 

D .tJ 

:,_· .. 
;·, . 

,' I •, ... •)-.:~ ._: 

;·Y:·:·._r":· ...•.. ,_,I 
.. -_;_.: ,_ ... ·-_._.· 

: _J 

\. 
,1--
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PHMSA Form ·24- Gas Distribution System DIMP"impiementation Inspection, July 7,"' 2014, 
RevO --- ------------- ··------ -·- -···---'- ---- --

39 .1011 

Inspector Comments 

Description 

.Qemonstrating compliance.with Subpart~. • 

as specified in its DIMP plan, for 10 years (or 

since 08/02/2011)? 

Did the operator retain for 10 years (or since x 

08/02/2011) copies of superseded DIMP 

plans? 

applicable to records retention? 

If answered "Unsatisfactory/No"; then list 

those procedures not followed below . . 

Has. the operator received approval from · 

PHMSA or the appropriate-State Regulatory 
--- -----l---~---l---~---~------~~----~--~-1----l ---r---II--

Authority for alternate (less strict than 

42 .1013 (c) 

,. 

periodic inspection intervals? 

(If no, mark questions 40-44 "N/A") 

inspections at the specified alternate 

intervals? 

Has the operator complied with all 

conditions that were required as part of the 

alternate inspection interval approval? 

·Jf answered "Unsatisfactory/No", then 

provide comments below. 

X 
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' . . ·• 

_-, .. 

•. s~fet>/: has be.en achieved siii~1the .. alternate. " ·' '': 
i~spection l'i~'qii'e~.I:Yv.i~~ i~il!iriJ)ipt~d?' ·· ··, '· ''·'. ,., •, !••), ,_ .. 

lri'speetor cciniments · 
44 ·· - ; .• 1013 (c). 

· •. ·.· .. 
.. _; 

.'. ~-~­::. 

. . ~-.' . . \ . . : ,_. 

- ·:., .· ~-- ~' 

If that an equal or greater overall level of 
safety has. not been achieved, i~ th'li ,!; · • 

op~~atortaking ciir~~ctiv~ ~ctiiln7 .... 
·----~· ... ~ ~-_ _;•.y:-; -· .,.--.,~.· ,, .•· .. ·' ,; ' 

i. .·, ... 
._; 

"~ ... ; ' 

-:.·.-

·, 

.. ·•.i.1:+.kt ~,_-< .:"';.:;.; •, , .. · . .'~;·:·..;:,: .. ~.-:._,.-:\_;i:~,~~.h;: :_;­
Provide comments below rega~di)lg' .. ; . . '.· .; ~' 

·, \ .. 

corrective actions taken or-lai:ktii~reot:' 

._:., "'''.:"· 
·. ~ ·, :-. 

i. ' '.,. '. . ' -i-.. ,_; 
-=~ -~_:_:· . '·. . ._ "( . -:- . . ' ., .. -, .: .. 
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0 • • 

SUPPLEMENTAL IN.SPECTION QUESTiONS " · . . -'!• 

U -llnsa.tisfactorJ · N/A _,_Not AppUcabl . N/C - .Not Chec!red (U, N/ A, or N/C":nust include an 
-----; --- -· --expiauati~~yiilfimt-=- ---- · ~-··- --:-;------------~-···· 

I I
; 0 --~ •• :,·: ·t • • • • .. " • ) •tf;;:!i :• '• ·~ I ~ 

- - - -- - - - -

SUPPLEMENTAL INSPECTION QUESTIONS - S U N/A N/C 

Review operat,br protedures for deteimining if exposed cast iron pipe was examined for evidence 
of graphitization. · 

)- ; 
If necessary, was remedi~l action taken? 

Review operator procedures for surveillance of cast iron pip~lines 

Was appropriate action taken resulting from tracking circumferential cracking failures, 
study of failures, study of leakage history, or other unusual operating maintenance 
condition~ (See GPTC Appendix. G-18 for guidance) ' 

Review operator emergency response pr:ocedures for leaks caused by excavation damage near- · 
buildings. · -

: Do procedures adequately addre~s the possibility of multiple leaks and unde~gr~und 
migration of gas into nearby buildings (Refer to 4/ 12/0 l letter from PHMSA) 

Review operator records of previous accidents and failures (including reported third party damage 
and leak response) to.ensure appropri_ate operator r~sponse ~required by 192.617. . . \ . 

X 

X 

X 

THIRD PARTY/EXCAVATION DAMAG~ PREVENTION SUPPLEMENTAL QUESTIONS 

Review directional drilling/boring procedures of operator or its contractor- do they include actions 
to p~otect their': facilities from the dangers posed by drilling and .other trenchl_ess tec~ologies? 

X 

X 

X 

X 

X 

· Is operator to!low.mg tts wntten procedures pci'tammg to not11ie1ltion of excavation; mar~-- - f--'- --­
X. 

positive response, and the availability and use of the one-call system? 

Has operator adopted the CGA Best Practices document as a means of reducing damages to all 
underground facilities? 

- -- - - If no, encourage an"trpromOfetlle- aaoptiOn 6fCGA:Besf Practices dpclifilent.-· 

Review operators records of accidents and failures due to excavation damage to ensure causes of 
failure are addressed to minimize the possibility of recurrence as required by 192.617. 

X 

--x--

X 

PLASTIC PIPE DEFECTS/LEAKS & NPMS DATABASE SUPPLEMENTAL QUESTIONS 

Has operator identified any plastic pipe and /or components that have shown a record of 
defects/leaks? 

I If yes, what is operator doing to mitigate the safety concerns? 

If transmission, has operator submitted information into National Pipeline Mapping System 
(NPMS} database along with any changes made after original submittal? 

Comments: 

X 

X 
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CYBE:RSECURITV QUI;STIQN~AIR~ 
49 CFR 192.605 Procedurall"!lanual for operations, rha~nte_naf!c·e, and emerQenc.les. 
807 KJ\RS:022 Section 13(7) C~ntln~lng surveillance. of operational systems. · ,, 

. ' . . . i ' . . :.. - -l, :- • .- •• 

1 .. ·oa~s the operator utilize any buslr!ess or operationa_l syStems which may.be vulnerable to cybersecurity 
concerns? . .· · · ~ · ' · • ·· ·. · · -· ·· · ·· ·· ·.. · · · ' · 

., . 
-:. 

'·-· 
,. 

' '• --
__ Yes No NA NC 

,. 
X 

Notes 
No control pressure ga·s CD!flpUter systems i~ place at this time. .,, 

" . . . . . - . - ' . ' . 

. ' 
2. Has the operator deve/opeq and Implemented a cybersecurlty written plan that Includes assessing and 
mitigating vulnerabilities for crltlcallnfri!strUcture and esSential businesS syStems? Describe. = ,':_~-.: • < 

·.!·Yes. No NA • NC ·.. .·.. r , x • ,· 

totes_._. ·---:7-.-~--·----·-----·- ·-----'--·-:-c----:-~:._· _· '-----· _· ··----­
.-3. Has the operator utilized any Internal or.external resources and/or personnel assigned spedficiJ/ly with 
~ ·accessing and/or anafyzln9 cyberSecurity threats and vulnerabilities? DesCribe. · · 

' ' . . . rYes No I NA NC ,·. f ,-"-.-.+-.;.:_.x::.,-· -+l_.....c:.c.=-:-+~ 

. fNotes. · 
I . . 

------~----~--~~~~ ' ' 

~ ·• ; · . . . ~. A,-;; -cy-be_rs_;;;;n-.ty-·.-~~-re-a-is-.. ~:~;;de;;;;~-p-a~ of-th-.-o-p·".-ra-t_a_rl_s_o_v_era .. -ll._o_p,_e_ra_t_io._n_s_a_n_d,_m_a_i_nt_e_n_a..-nce pians? 

!Notes 
i 
I 
~---·--

-------------· 
JY•~-+ Nxo ±~A INC l 

. I .. • J. - .. '~ 

__________ ·· ____ .. ______ J 
5. Has the operator experienced any cyber-attacks related to Its business or operational systems? Describe, 

/Notes 
! 
i 

Yes I No NA NC I 
r-------t---1---'-- --~ 

. j X I 
------~==-~~-~ .. --,~~--~--~~~ 

6. Identify personnel with specific responsibilities for cybersecurity within your organization? 

·----·---·----------.. --·- F~-~ N..c.o-1-l NxA 1 NC j 

_j 
·--------------· 

!Notes 

I 
I ·----.... ·----------·-· ·---

' 
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APPENDIXC 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE 
COMMISSION IN CASE NO. 2016-00391 DATED DEC 0 1 2616 



·.''· 

(?if!p· # ~thb'l!f/ 
.. ·.P.O. Box 127•liberty, KY 42539 

· RECE:IVED 

September 16, 2015 . 

'SEP 2 I 2UI5 

PUBliC SERVICE . 
COMMISSION 

Jason Hurt, PE 
Manager, Gas Pipeline safety a·r.mch 
KentiJC~y Public Service Commission 
211 Sower Blvd. 
Po sox6is 
Frankfort, KY 40~02 / ! . 

RE: -2015 Natural Gas Standard lnspl!ction.., City of Libl!rty Gas System 
' \ . . ' ·• . . . . . . . . .,. 

Dear 

'Thank you for your recent stan~ ai-d inspection of the City of Uberty's Gas System. During the inspection, 
o'ur gas system received seven (7) deficlenci.es. Th~ following r~sj:Jonse will explain the corrective actions 
we are takin& arid how the City of Liberty will bring each deficiencY Into compliance. 

. <·. ·, ' . . ' .;. __ ·. .' ' . . 

DeHciencies 

1. Finding- The in~pection found that Liberty Gas had not perfonmed cathodic protectlo~ 
' monitoring tests since 2613. 

_Corrective Action- The City of Liberty had failed to perfonm cathodic protection monitoring. In 
August 201s; the majority of .our s\rstem's meters have been painted and lnsp.ected. The few 
remai~ing will be completed by the enp of this 'mo:nth ~~~pteinber). We are curreri!ly workjng on 
a schedule which will outline all required monitoring and when it needs to be compJeted. We 
are confident this schedull! will keep us from falling to perfonm the cathodic protection· 
monitoring in the future. 

2. Findjng- The.inspection found that Liberty Gas had not Inspected and te5ted its regulator 
stations since 2013. 

Corrective Action- The City of Liberty's regulator stations were inspected and tested by Cox 
Meter Service on August 25 and 26, 2015. A copy of each regulator Inspection is enclosed. We 
have arranged for this company to perform the regulator inspections and testing each year in 
the future. 

3. Finding- The inspection found that Liberty Gas had not performed insoections on its critical 
distribution svstem vafveS"Since 2013. 

Corrective Action- The City of Liberty Gas System's operators inspected its critical distribution 
system va~ O(l ~· 2015. The valve rocated on Button Knob was dug out and fixed so, it's . iie~ 

City Hall UtiliUes mm 'I~ (606) 787·9973 (606) 787-6691 Fax (606} 787-7992 roo N 1·800·247-2510 
UNBRIDLED SPIRIT'-



• 

easily accessible. The operators will be working off a set schedule for Inspections of the critical 
distribution system In the future so this will not be missed again. 

6. Finding- The inspection found that Uberty Gas did not deliver its public awareness baseline 
message two (2} times per year as required In API RP 1162, 

Corrective Action- The City of Liberty's Gas public awareness baseline message was delivered 
to al( residential and commercial gas customers, as well as contractors, on August 6, 2015. I 
rt:~istakenly thought what we were previously doing was sufficient. We will now make sure this 
message gets delivered twice a year. A copy of what was delivered is enclosed. 

· 7. Finding- The inspection found that Liberty Gas did not have documented welding procedures. 

Corrective Action- The City of liberty Gas System is currently working on a welding procedures 
manual. We will have it officially on file by the end of this month (September). 

It was also recommended that Liberty Gas review its point of delivery with Texas Eastern Transmission 
to verify the termination point of its pipeline system. The liberty Gas system operators are in the 
process of contacting Texas East.ern Transmission and setting up a meeting to verify the termination 
point. This should be taken care of within thirty (30) days. 

Please feel free to contact me at (606) 787-9973 or libertybb@windstream.net. if you have any 
questions or concerns. 

Sincerely, 

Bridgett Blake 
City of Liberty 
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WHAT YOU DON'T 
SEE COULD HURT 

YOU 

Digging without a call to 

Kentucky Underground 
Protection, or 811 could result in: 

• Accidents or Injuries 

• Legal Problems 

• Damage to the Environment 

• Interruption ofUtilities or 

Services 

• Job/Project Delays 

Re,dents, contractors 
ani others planning to 
dig in Kentucky 

clszzTWO 
.. ~r.&Wtl·r'£S'&DAYS 

_,..., •. -·aa.:.o YOU DIG 

CITY OF 
LIBERTY 

A Guide to Safe Digging in 
Kentuclcy for Residents 
and Contractors 
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RELIEF' VALVE .. 

INsPEcfio'N REPO.RT • 

., . r , 
· .. .· 

. ;".---:. 

• • 

· · Cox Meter ·service rn·c. 
· · 1o:i i.aikspur Lane 

c;:a;r;pb.elbvllle, Ky. 4z7iB 
SOZ--105:-3037. 

. ; . 

, .. 

,, .· ... 
. ' 

.:.;_ .. ,.,. ·. ; . - ' ,·... ,. . ·, 

~~-~ICit;~a or c~~l.roi._Lin_~ ,.,.: -..,7":'·.,.·,·:_:··_:·._.:-. ,_·,:.··~-~---c...;.,-7--.,--...,..,...--.,---c-· _';:..· ·.,---7".,--...___,..:_,..__:...;__·.,.··-':...··_:_ __ 

ac~;·roa ·~ ~~i:J~iv.J.~c .· ~w~~1:~£··b ~ :Q~~J~~?f • . ~ '·.· . '·' • . :·.:~:;:. 

,·, 

'.,_, ' 

)I rei Vll~~c s~~~ To 'ncli'ci'= "At: -,...-...:..;... ~··,.,·!!!'8.l=!,J!_.-'-_,":--,._-;-,--i-t---
~~re ~~ .. ~~J:'c -~dCi'·:~~~ R-~Jrer ~~.1~~~:- .Ye~--0 No 0 Type I-Jl~~IJ.L,/')t!:fl::l~~ig!-L1f!.l~il::e ~[._•..,·-.,..,_..;... ___ ..,....c·..:··-

&iacr'c a:~·· Up between ,ai~c and i-clicC -. Y~~-o· ·.,:·N~ ~ 
•~.•.~C vcn; .. ~.~.- }'ppt,' . , . . . . .. 
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. ~ ~.,...,....,--._,..----

Mallhaw G. Bevin 
GOvernOr . · -· · 

· Ch.ari.os G. Snavely 
$e_Cre~ry _ · . . __ : - · · ·.' .­
Energy Bitd.Envlranrnanl Cabinet· 

:,_,~~;-.'-'_;·:··-:·· -'•:_·;:• ._,, .. ~ . -:> ·, 

.',Mr. Steve.Sw.e~:~riey .... ' .· 
'.Mayor '0"', ··;;-''''(, · , ': ;· · .•. · 

·· .. cny of t,il;~ettY.Gas'com~any · · · · ·. 
· c9urthous~ square . · . . .. 
P • .q.,Box.1?l··,.:;;; .. , · ... : · .:·; 
Liberty; KYj2,~39 .:. , ····. · · ... ,. c 

Re: ·•·Perl~d~~·~a~ l~sp~ftlon 

., 

City of liberty Gas Company Gas System 
Ca!;eyCourjty, KY · · · ·. 

·,_-,- ... 

.. _,_' 

-.. 

"' 
' 

.. :' 
. ·-· ,r._· -_-,.--. 

:.··,, 

. ·, Mi~~~~l ~:.~~· 
, · ·. Rabon Clr:&(~ .. 

; ' ~') l=h,;~l;£;, . 
Daniel E;LagsdanJr, 

. _:.:- '-;~; ·' · c::o~~fsS~~mar' 
. -, . ·-: ., -- ~- .. ~ ... -

. ' -... _ 

-, /· : . 

.. ·-· 

·-··- .. 

. ._, ' 

. ' ~ 

. . -: :--'-.­
._,_ \: ,; .. ·; 

':.''>;: ',!>·· • .-··<:•.: 

bear ~teve S~eeriy: · · · · 
. . . . ---..... -- ·.· . 

Public Service Comml~sion staff perfonned a periodic inspection of the City of Llb~rtY 
Gas Company gas ~ystem ori June 23, 2016, revieWii'!Q utility operations and ; · · · . 
mana'geinent practices pur5uarit to Commission reguiations. The repcirt ofthis 
lnspebtion is enclose~ with this letter. · ·. · · . · ;. 

' " • < • • - • • • ' 

. ' ' 

Based on the in~pei:tor's observations, the following deficiencies were Jdentifiep: 

( 1) 192. 723(b )( 1) - The city of LibertY has ~ot ~~ducted leakage surveys on its 
business district each year. Last records w~re 2009 from Heath Contractors. 

. . - . . . . ' . . .' . 

(2) 192. 723(b )(2) ..:. Ttte City of Liberty has hot conducted leakage surveys outside · 
its buslne5s district. Last records were 2009 from Heath Contractors. The City 
of Uberty Operation and Maintenance interval is every 3 years. 

· For the tWo deficiencies listed above, an explanation of why these deficiencies occurred 
and how these deficiencies will be remedied and prevented in the Mure needs to be 
provided. A letter addressing the organization's actions regarding the deficiencies 
needs to be submitted within 30 days from the date of this letter. 

• Seven deficiencies were noted on the previous inspection on July 7, 2015. The two 
above deficiencies are continual deficiencies from the prior inspection. 

l(entuckyUnbrtdledSplrlt.cnm An Equal Opportunlly Employer M/F/D 

. : .. 

.. _ ·' . 

:- . 
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Open~tor will meet with Texas Eastern Transmission and determine exact point 
point and Uberty Gas will maintain piping from that point on. 
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This Inspection was to check the progress of the previous 7.deflclendes found In 2015 • 
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aty of Uberty should perform the leakage ~urveys required as soon as pos~lble • 
. ' --· . ' . . .. 
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i. • ., .. 
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-~~y: 9fo/J6 
stev~s , 6/27/16 

Utlllty Regulatory and Safety Investigator N 
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• 

r5&ff~~ 
P.O. Box 127 • Liberty, KY 42539 

September 13, 2016 

Bill Aitken 
Utility Regulatory Safety Investigator 
Public. service Commission 
211 Sower Blvd. 
P.O. Box615 
Frankfort, KY 40602-0615 

Re: . Periodic Gas Inspection 
. City of Uberty Gas System 

Dear Mr, Aitken: 

' 

RECEIVED 
SEP 16 ZOI6 
P ulilic Service 

.. Commission 

. This is in response to a letter from your office dated September 6, 2016 regarding a periodi.c Inspection 
of the City of Liberty's gas system. During that inspection oitJune 23, 2016, ttie inspector obseni~.d the 
following deficiencies: . · · · ' · · · · · . : ' · · 

·.:_ .. 

. The City of Liberty has not conducted hi~kage surveys on its business district each year. Last 
records were from 2009 from Heath .Consultants.< ·. · .· .: • ' · · · 
The City of Lib,erty has not conducted leakage ~unieys outside ltsbusines's district\ast ie~ords 
were 2009 from Heath Consultants. The CitY of Liberty Operation and Maintenance Interval is 
·every 3 years. · · ':: · •···· · · · ·· 

The failure to complete the abcive'.me(ltioned leakage stirveys were an oversight on the City of Liberty's 
part due to the death of our gas supervisor, Ronnie Wesley. Mr. Wesley's job duties included scheduling 
these surveys, and that duty had been overlooked ~fter his death. 

On the date of the inspection the City of Liberty had previously entered Into an agreement with Heath 
Consultants to complete leakage sur.Jeys on its business district.and outside its business district. Both of 
those leakage surveys were performed by .Heath Cons~ltants from July 19-21, 2016. A copy of the survey 
Is enclosed with this letter. · · ' · · 

The City of Liberty now has a calendar with all gas duties listed fo'r ~ur. employee~. We. will be diligent in 
. the future with scheduling and performing all surv~ys and inspections noted in our Operations and 
Maintenance Plan. · 

If you have any questions regarding this letter, please call myself or Bridge~t Blake at 606-787-9973 or 
via email at libertvbb@windstream.net. · · 

Sincerely, 

~~ 
Steven Brown 
Mayor 
City of Liberty _ ~ 

KetltYs&. City Hall 
(606) 787·9973 

Utilities 
(606) 787·6691 Fax (606) 787-7992 TDD # 1·BOD-247·2510 



Leak Survey Report 

CITY OF LIBERTY GAS 

DEPARTMENT 
LIBERTY, KV. 
Heath Consultants 

• 
~HEAlH 
fcONSllliANTS 
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)' ... "HEAI'H 
fCONSUIJANTS 

Heath Consultants, Incorporated 

8-S-16 

Bridgett Blake 
City of Liberty Gas Dept. 
P.O. Box 127 
Liberty, KY. 42539 

Ms. Blake, 

1645 Murfreesboro Rd. Suite E. 
Nashville, TeMessee 37217 

Office: 615.361.8306 

This is your final report of the results obtained during the recently completed gas leakage 
control survey. 

The summary page following will give you further details concerning your survey. Should 
you have any questions or comments regarding the survey or this report, please contact us 
@ 615.361.8306. . 

We appreciate this opportunity to be of service to you and look forward to serving you 
again in the near future. 

Sincerely, 

William Luttrell 
w.luttrell@heathus.com 
Director of Services, Southeast U.S. 
Heath Consultants Incorporated 
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fcoN~lii.TA N rs 

SUMMARY OF Gas Leak Survey 

LEAKAGE CONTROL SURVEY 

Liberty Gas Department Liberty, KY. 40 
Client City and State Olatrlet or Division 

Conducted by our Consullant(s) Nathan Miller 

Date Start _..;.;7/..:.1 ;;;;.9/.:;;.;20;..:1..;;.6_ Date Completed _ __:7..;.;/2::;.;1~/2:;,;;0..;.;16;;....._Total Oay _ __..3 __ 

Number of Olys 3 

Miles of Main Surveyed 27.8 

Number of Luk lndlcatloM 2 

Under Ground Classification• 
GR·1 I GR·2 I GR-3 

0 I 2 
Key Map Symbols 
x lndlcalu L.ak lndlcadon 

/Ill Estimated Area Affected 
6Calch8uln 
•Tree 
0 House & Building 
-Indicates h Main 

I 0 

_Represents curbe llne or edge of road 
t::11ess designated as property line. 

Above Ground Classification• 
GR·1 I GR·2 I GR·3 

0 I 0 I 0 
Leak lndlcaUon Claulftcalfon' 
Grade 1- Schedule for Immediate Repair 

Grade 2· Schedule for Repair aft• Grade 1 
Indications are com plated. Recheck 

mandatofY If leak caMOt be repaired 
wtlhln six moniM or before frost. 

Grade 3- Repair u work schediHd permit If 
lndlcallans cannot be repaired wlhln 
OM y881', lndlea"on shOIAd be 
cheeked. 

Spacial Cases 
Contact HEATH CONSUlTANTS INCORPORATED for further Information regarding any Special 
cases suet\ as analysis, sample coHectlng, Investigation, verlftcatlon, survery recheck, etc. 0\lr 
Consultant will be avaitable on 24-hour notice to assist you. 

'I.Uk Indication Is not • exact Ieiiia In ,Pte of UM ol the mOll modem ~~~plus Clllllplela tralnlf'4 and upetlence by the 
CCnaulllntlls lmpassfble ID dlllrmlne the exact CGnd!tlon of 1.11dllg111Und plpjllf lnd !lqUpmeM wllhoul ac:.tullly ~ ume, In view of 

tt1s lntatlon 0111 Consullanlls lnllndMI u an illd In ac.lwdullng fWIIIIIrs baNd upon thllnfannallon IVIbble, the Consult.anll Juclgnwd and 

llld site conclllons al N Ume lhe r.port Is pNjleltd. Vart.ble faCUlrs bl.,ond our ccntta1 may lll«lhls ClasllllcaiJon 11 any tme. t.IU!IIld 

seMde ana luk Indications ... duslftMI lrd~. ClallllcMianl fat buildings whera ltsakiOIII IOI.IId IIIIer 10 the altula1lon Ult lpPSu 

10 lie entire ~.lrdvldual building leaks are IIIII clau!lled. 

• 



• 
,.. , 111'.·\ 11 1 
tu >:-.;su u \ :--..; 1 '> CONSULTANT'S WEEKLY RESUME 

O.IEHT: _ __ _:C;.;;Ity:t....:;:ar:..::Ub=c;,;..rty~---

~T~:------~L=IM~rtt~·~K~Y~------

UNDERGROUND LEAKS 

lhlc Tlllltll Mila Sezviccs lorC lorD l«A Rcpons ~ Nrplivc 

7/17 

7118 

7/19 Liberty, KY 9.2 

7120 Libaty. KY 9.2 

7121 Libcny, KY 9.2 2 

7/ll 

7123 

TOTAL FOR 
WEEK 27., 0 0 2 0 0 0 

TOTALTHRU 
LAST WEEK 0 0 0 0 0 0 0 0 

TOTAL TO 
DATE 27., ol 0 l 0 2 0 0 

DPIB DftJl r • ...t IIAILD IIAILD ........ OftiD Ofti D 
Day PPW "'- Tat! PPIII-AI " ..... Tan PPt.l ~ 

Sunlby 

t.COIIOby 

T.-Yy 134 SY 
W ...... y 131 SY 
lbal'14ly 135 5Y 
Fnoloy 

Salladay 

ORDER NO.; 

W££K ENDING: 

PA'VS TO COMPLETE SURVEY: 

ABOVE GROUND LEAKS 

l'aliiM 

0 

0 

0 

........ 
Tall 

l ore lorB l«A lnb 

Cl 0 0 

0 0 • 
0 0 0 

CA~inaiaa Vnliht tdddc..,. Vn or No) 

JtMW 

DPIR 
OMD 

07123/16 

3 

BILLABLE 
tiOUflS 

llc1>Gns 

8 

8 

8 

0 Jl 24 

• • ol 
D Ill 24 

SIN 

t------::> .. ~. Q,e_CV\~Q:_Q_ 

• 



Leakage Control Report 

FJeld Survey 

9030 Monroe Rd 

Houston, 1X noe1 

Address 49 Scanlon Dr 

0~/~~L~Ib~•~rtvL---------------­
Leak Survey Ara Busfnes• 

Stal2 ..~.KY.:..:... _ _ 
IFlcld Cue N11111bcr 2018-001 

U!AKDATA 

COLUCTINQ SOUitCI ASS!T NUMBIR 

OMD In Building M*l 
Df'lR J( N-l!lld!l s.w. 

eAIIlon In MMHole s.McaTc 
C'.ambusllll4l Meter In Sail K 'hlwl 
Odor InNr Mar Sit 
Oltler Other ~ 

RMLD OCtwlr 

G&1DEQFOO£ 

GRADEl~ 
GRADEl 
GRADEl 

SOD. PRI!SSUU SURIACII PIPiaDD 
Radt Ulw 1£ J Soli 5tBI 
Onders J.P. ILXJ Gnl\lld [X Pla5dc 
Clay High [ J .... cast Iron 
laarn Other Dual~ 

Sind 00. 
Olhlr ~ SIIIMd L _l 

Ramarb: 50'!. gas detected In gravel lot 6ft from EOP. Leak appears to be at tap tee. 

AREA lOCATION: Commerdal0 IndustrtaCl Other Non·ResldentiaJJ:Xl Resldent!ai.[J 

TEOtNICIAN Nth a an R Mille (H lh C ultant ) r ea ons s DATE 7-2.1·18 
to be complelild by qcsa~Hhd ff.W .,..._.,.. 

LUICCAUS1! COMJIOfQ!NT AND EXJIUHATION PART 01' svsrEM PIPI!aSID IU!PADl DATA 
Olmllllon Pipit Mlln stnl NumiMr tllellcs I 
Nallnl ron:. ~ s.Mca Cast Iron 8lre I 
MilaNI 6. Wilds Medlanlal f'lttlnll Metlll Set Dudielran Cllltal I 
&aMtlon Qlp CUsUimer Pipe Cqlpcr DltaRepMd 
Other Olblde Faa Elldlofuslon Qthao I'Catlc OICII Red!edced 
EQulclment "Bee Other l'asltiWL J ~ 
()ptntlons Other 
Olher 

Asset # 

TECHNICIAN DATI! 



• •• 
Leakage Control Report 

Field Survey 

)', II EAT II 
I CONSULTANTS 

LUKDATA 

COWC11NG SOUU:S 

OMO ln8UIIdlna Mlln Rode 
DPDl ~ HB'.III4g SlrWa Cinders 

lion In Min Hole Sr;fc:eTIP a., 
Combustible ....,. In Soli VIM l.alrn 
Odar lnNr Ml!ll!r Set s-1 
Other Ollw IX Rellulltcr Othlr 
RMLO ottw -

RAHnarb: 20•~ gas detected In valve box 

9030 Monroe Rd 

Houston, lX n061 

LDw 
LP. 

HIGh 

l!; 

IField Cue Number 2018-002 

GBAPE OF fASE 

GRADEI=E= 
GRADEl 
GRADE3 

0 

0 

fl Sal 

w GriWI 
[] Pllwd 

ottw 
rx 

PIPI!aSID 

SIIL!III 
Plastic 
QJtiran 
Ducllle 
Olhe-
Sleeved l l 

AAl:A LOCATION: Commerdat.Cl 

R Mill (H th C 

Industriat[J 

It t ) 

Other Non-Resldentlai.D Resldentlat.l!l 

TECHNICIAN Nth a an ar a a onsu an s DATI! 7•21·18 

ID be mmplm.t by qullftelt tfeld ,...nne! 
L!AKCAUSI COM~Nt!NT AND JXIIUNAT1DN PARt' 01' 5Ysn:M PII'1! a 5tZI! RUAIROATA 

Olmlslan Ape Main Stzel Humber d Wlcs I 
Nitlnll'oras VIM 5eMca CUtJnm a- I 
Mal2rilllk Welds Medlank31 F1tlng MetllrSii Dudletrun Coltecl I 
Elavatlan Olp CliStE!IMr Plpl Capper 01111!~ 

00.. Q.tslde forQ Electroluslor1 other "'-sUe om Redledc.ed 
.!llulpml!llt Tep Other POISitlv'l[ ] HegaiiYe[] 

O!tler 
Othtr 

Re111artu 

Asset# 

TKMNICIAN OAT! 



APPENDIX F 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE 
COMMISSION IN CASE NO. 2016-00391 DATED DEC 0 1 2016 



Steven 1,. Beshear 
GovernOr -

Leonard K. Peters 
secreta,Y . 
. Energy and Environment Cabinet 

March 27,_2012 

Steve Sweeney 
M,ayor · 
City 9f Liberty 
518 Middleburg Street 
Liberty, KY 42539 • .. · ·' . ' . ' 

Comma n'!>'eallh of Kentucky 
Public Service Commission 

211 Sower Blvd . 
P.O. Box 615 

Frankfort, Kentucky 40602-Q615 
· Telephone: (502) 564-3940 

Fax: (502) 564-3460 
psc.ky.gov 

P~RIO~IC RI;GULATORY COMP,LIANCE INSPECTION 
- •'"-· 

·.• 

· David L Annstrong 
<;hairman 
:'' 

·.James ·w. Gardner 
. Vice <;halrman 

On. r.JI~rqh .12, 2Q1?, Joel Grugin congucted a. periodic reg,ulatciry compliance i!Jspection (Jf the. 
natural gas facilities of the·City of Liberty Gas C:ompany seiving approximately 547 cusiomers in 

____ . ~Lr""'l?@ll,:J:{~tl!c~opy.,o~the-iAs!'leetien-report-is-attacliecr@r'yb~r review.-"No defrc1enc1es · 
were documented during fhis inspection. The previous inspection was conducted on May 27, 
2009. ['Jine deficiencies were documented during that inspection and all were c;oirect!=!d in a 
.timelymanrier: . : ., ' ., ' • . . · · · ·.. · .. ; . · · · • ·· · ·: , ., · . '·· •. . · . . 

. . .. ' . . . ' .. 
If you .have any questions or need additional information, you are welcome to contact me at , 
(502) 564-3940. ·We ·appreciate your continued interest in the· safe•· operation of your gas 
facilities. . · · · · · 

R. BRANGERS, P.E., MANAGER, GAS BRANCH, DIVISION OF ENGINEERING . . . . ·~ 

Attachment: City of Liberty Gas Company 031212 Inspection Report 

C. Ronnie Wesley 

KentuckyUnbridledSpiritcom An Equal Opportunity Employer MIF/0 

'·.1 



COMMONWEAlTH OF KENTUCKY 

PUBLIC SERVICE COMMiSSION 
. ~ ' 

. UTILITY INSPEC~I~N· REPORT 

Inspector: 
I . 

lnspecti()n Date: 

Type. of ln~p~ctl.or:J: 
. -;' - - . . ·• '--·-' -. ' 

' :. 

Type of f!'lcility: 

. -: -,. . ·" . ·' .. , 
. Report Date: 3/27/2012 . 

' - .·. ·-.: . . 

· .. Report Numb,13r: City of Liberty Gas Company 031212 

Joel Grugin 

3/12/2012 

.<'::.: .,, . 
'BRI,EF 

· Periodic Regulatory Compliance, Inspection 
. '.-:· .··· . I • ,· ' . - . ·.: • . ' 

. Municipal 

. N~ITie,~r,u~;nty:_ · .. City 6t'Liberty Gas Company · · 

Locatlpn of Facility: , . · 
. . ;·_: ;'_.-,,: • ,_h. • '• ... ' .• -~:; •.' 

Liberty, KY . . . .. . . '· · 
_: . . ' . ' . . ~ . . ·.- . . . . 

. . P~rpose of Inspection: , Pe~_ociic)n~peciion of a m~nicipal operator's facilities and management . 

. ·.. '.' . . . : . : . · practices to V!'!rify.compliance with federal pipeline safety regulation~. · 
·- .. '·' . - . •.:• . . ·- .. - .. - '' . . ,. .. . . 

.- .... · '····•,'. 
· A(Jpllcabie Reg~iati~n~ 49 CFR Part 191; 1~?. anc(199 . 

. - .·. . . •:-. .· .. ·· .. 
. -:· . . ... - '. 

Number of Customers: 

_Area ofOperation: 

Sup.ply Source:, · 

• .: .' · oiNSPECTION ·, 

Municipal operator serving the City of Liberty and surrounding area . 
. '.. . ' .• -. ' . . 1-

. 547 ., .. 

Liberty and some rilr~l ~ccounts in .Casey County along the HP feeder 
line. from Texas Eastern's delivery point. · 

· · ·T~xas Eastem ·.. ·· .. , 

Distribution Desctiptlon: S~eel and plastic distribution gas system operating at 240 PSIG to 20 
· . . ..... ·• ~SIG. .· . , .. · · . 

Workforce Summary: 6 Operator qualified employees 

Utility Reps in lnsp: Ronnie Wesley 

Date of Las~ Inspection: 5/27/2009 

orR from Last lnsp: 9 

DTRs not Cleared: · 0 

Summary of items and faciliti~s Inspected: 
The Operating and Maintenance, Emergency, Damage Prevention, Operator Qualification, Public Awareness, 
DIMP and Drug and Alcohol Plans were reviewed during the office vis~. Also inspected were records pertaining to 
leakage surveys and repairs, valve inspedio~s, patrolling, corrosion control, regulator inspections, and odorant 
verification tests. The field portion of the inspection consisted of inspecting regulator settings, pipeline markers, 
mainline valve locations, meter installations, and the point of delivery at Texas Eastem facility. 

Page 1 of2 
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... 

.·,. 

·I, 

._, 

, __ .. 
·.' . 

cbMMoNWEALTH OFKENTUCKY 

· PUBLic sERvice cbMIVIIsSioN 
. ',_ -\ .·· : ' ..-._,_ 

. . ·.-

;;_. ·,: . ,,- __ · .. 

.•., .. ·. 

,_ .. _ 

. · .. 'UTILITY INSPECTION REPORT ' . 
·.- .• ; ' ··'-,'- ' ;·, .. 

. :''/,:-;:;_ 
• .... Repor;tt>ate: 3/27/2012 _·. · · • __ -__ ·•· · ..... __ .- .. 

Rep()rt'Nyri,b~'r:. CitY ohib~tty Gas Companio31212 . 
. . . .. 

;_ .. _..,_--.': .:· '··- . . . .. ',' 
-, ~ . ' -:· ·- ' ; ---,: . . ' ' 

.·'I 

··RECOMMENDATIONS. 
."•, · .. ·. -.. ··:\-:.: . . . : : 

:- ;:,·-:,: 
,._.· . '· 

... ·, .-., 
__ .,_ . .' -.,: 
. . '· ' ~·:. 

·. ·,.·· ,, ·' ADDiTION.ALINSPECTOR,COMMENT~f ' ·I .• •· ·. 

" .. .-· J ·-·: -.. ----->-·-:, :; . . .. ·- -·,:-· . -···.: : ·z::·-':· ,. :·,:,: :·-:, __ :-: >~:- .·• -_·- ·..-·.:_. ··::'.· :> ·: . : ~-- ._.,,_._,. .. ,_:-, ... ~-.>: __ ,.,· ::-:: . - , . \{: . ·--:_ ., -.. -·· ·_.., . 
. 'RonnieyYesley has done an exceHent]oti in coirec,ting all of the deficiencies frol)1 the'previous .,. . 

,....,.~,.,.,..-"'--;in:;'s~ . .and io_maintaiilingcUbe~t.~-r<~hso;~~ysteinrl-Ae-neW:etMP..,regtilations-whictrwenHn·i?iia,.--~'"""",.,...,.....,.­
effecilast year'wiil require' morE!' accurat~ recprci k~eping in fhe fuiure an~ I encourage the. CitY of 

- Liberty Gas Company to learn those requirements and to follow th;3 implemef11'1tion ()f their plan .. No 
·deficiencies were found during this inspection. . _: .. ·:;·· , '. ··, -· • · · · . l.... : .. -. · .. ;-.. ,:-- ' . ·. '·, '·. ··\· 

'.-. 

- ·~-' . · · Submittetf by 

: ,·· 
. kJ/vc 

ALl f7'L,l \ ' 
(}6el~0"" ' . 
Utility Regulatory and Safety Investigator Ill 

---~- . r; 

'' 
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STANDARD INSPECTION REPORT OF A GAS DISTRIBU1lON OPERA TOR . -. . . . .. 

. ·--;:. 

'·', 

Findings: 

Page I of26 
11-2 Standard lnspec~ian Report of a Gas Distribution Operator (Rev 05!06/T I lhrough Arndt. 192· I 16) 

· .. · 



' .. ·. ,·· .. 

STANDARD INSPECTION REPOR.T OF A GAS DISTRIBUTION OPERA TOR __ 
·' ...... 

. . . 

'"Name-;;;:r I . -c-
.' ::' : ·-

-.-.~.T . 

-· 

' Unit ID No:"' I ' ' ' - . .; I ~~ 

Name& : '" I . 
' 

' 
-:c._ ·\ 

_· 

" 
' ( ' ' " 

,- . )", 

'' 
'·. 

.· __ ··;. 
':. 

'CO. ' --p;;:;,-;,- I • !Jd.a., , . --;- -c-: A~ ID No'.: . : '. 
PhiineNo.: · '., ... ' I - ' Phone No.: . ... 

~-' \ .. l.nC." "70 ~ "'7 f<i 1. .. FaxNo.: ' ' . . 

tie No.: • Pho1 t:{fl . ,_. 
• Phone No.: . . .. 

-:-
. ' Title .'. ... . . ' . '• .. .-:- · . ·· · Phone No . . 

p;;:_l\"'_;,;' ·.wee ere:_; ~ ~ I' - -~ .... -,- /- iJ!;bh'L' 7,,;,--;.i_:.i c - · fni>k · 3c3- 132 7 
~ 

_: __ , 
·-.. · ' .. . · .... -

' ·-. ·, .. 

. 
--. .. •· . .. · . . ' '' ' ·:: :_- ., -'· .· .. ' 

~._-::---,- .. ...,. -,-
. : . . ' _.-:- --,- - .. . ' - '· :c .. ' ': ' 

. . ' .. ' · .. -:: . . 
·'' ·-. ·,_.'· '-, . .- :.: . _· · .... _: ... . ' . . ' 

--;---:: --; \ :. --; --, __ ...,. ' 
. . . ' -:- --,--:: --,- .. · . ··: ---' . -· ·_ .. . .. -

. . 
' .- ·, ·.-_ ' . : ·:. .. ' . . .. ' 

' 
' . 

... -.,' . --,-
. . --;---,-. _-. '- _. ' . '- . ,i. _._: ''.: : ... . : ·,·. 

. " . 
' --::- ---:;-:-; . --; -.... ,_ - - -· : . ' ' ". . . ' •. 

·-
_.--:- - -:c ' 

,.. ~ ---:-'-· -~·- -.-., I Diltefs) '''· . I .. . 

--;:;::;::; = i'"MaPs ~--:: ---T . ... _ 
~ . -·: . :' : . ' . 

-
' .. 

~--::- ,, .,. .;c-:- --:: . 

Unit Descr!ption ---
'' 

"' 
. . .. .. : " 

'·' . ,·, . 
·l· 

: '' ; ·;. 
' • _ . _, 

,. : ,, ,. 

. ,. '~- . :, -. 
' 

' 
·;,. .·.· 

'• 

•· . ' 

.-
. . 

: 
'' 

Portion of Unit Inspected: 01 

. 
.. ·: . ' 

. 
' 

. 

~or gas transmisshiD and distribution pipeline inspections, the attached evaluation form should be used 'in conjunction with 
19CFR Parts 191 and 192. 

&ation not required if included on page I. 
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·STANDARD INSPECTION REPORT OF A GAS :[)ISTRIBUTION OPERA TOR . 
Lin leSs othemiSe' noted/all code references are to 4~C~R Part 192. S- Satisfactory · r .:_ trns~tisra~t~rr 'til A.:.. i\·ot Ap.plic~bie N/C- Not Checked 

. ·rran ife·~ is r.ii~fk.ed'u, N/A, or _N/C, an eXplanation inUst be incli.ided in this report. . 
;· .. 

GAS:SYSTEM OPERATIONS 

MAOP (Within last year) 

S U IN/JIIN/t::r 

:omments: 

49CFRPART 192 

3(c) CUSTOMER AND EFV INSTALLATION NOTIFICATION PROCEDURES . 

.16 Procedures for notifYing new customers, \\ithin 90 days, of their responsibilitY for those sdections of 
service lines not maintained by the operator. 

.381 If EFVs are installed, they must meet the performance requirements of§ 192.38 I 

.383 . If the operator has a voluntruy installation program for excess flow valves, the program 

• must meet the requirements outlined in§ 192.383 . 

.383 If the operator does not have a voluntary program for EFV installations, customers must be notified in 
accordance with §192.383. 

Page 3 of26 
1-2 Standard Inspection Repar1. of a Gas Distribution Operator (Re-.. os:06.'11 through Amdt. !92-116J 
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. STANDARD INSPECTION REPORT OF AGAS DISTRIBUTIONOPERATOR 
(fnless otherwise noted, all code references .Bre to 49CFR Part 192. S- Satisf~ctory ll- Unsatisfactory N/A- Not Applicable NC- ~at Ch~cked 

.613(a) 

.613(b) 

:Jmments: 

'S(a) 

•. 614(c) 

If an item is m·arked U, N/A, or N/C, an e~planation ~ust be i~t:lud~d in this report. 

OPERATING and MAINTENANCE PROCEDURES . 

· .. ; 

··'· 
. ' 

. •; 

·: .. 

CONTINliiNGSURVEILLANCE PROCEDURES 

Procedures for surveillance and required actions relating to change in class location. faii!J.res (including 
cast iron circumferential cracking). leakage histol)', corrosion. substantial changes in CP requirements, 
and unusual operating and maintenance conditions 
(NTSB B.8) 
Procedures requiring MAOP to be reduced. or other actions to· be taken. if a segment of pipeline is in 
urisatisfacto condition 

DAMAGE PREVENTION PROGRAM PROCEDURES 

Participation in a qualified one-call program, or if available. a company program that complies 
with the followin : · 

_ Page 4 of26 
2 Standard Inspection Report ora Gas Distribution Operator (Re-. 05106/11 through Amdt. 192~116) 
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. (·. 

. . . . ••• · .. ·. .• ' '· :·,,. ' ... . .: \ "! .. ·. 

.. . . STANDARD INSPECTION REPORT OF A GAS DISTRIBUTION OrERA TOR 
l!nJ_ess othemise noted, all, cOde references are to 49(;FR PSrt 192. S- Satisfactory . t: . ..;;. Vnsatisfac;toi"y 1\'/A. -l\'ot'Appticable .: N/C- Not Checked. 

,·If an item is .ni3rked U, Ni~, Or N/C, an eXplanation must. be i_ncl~d.ed in this repo~t •. · . 

Com.ments: 
··1. 

'.: ".·. 
·. ·, .. ..... 

. .. 

• 615 

,.f!!2;n!s:----~-----------" 
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STANDARD INSPECTION REPORT OF A GAS DISTRIBlJTION OPERATOR, 
t:nless othen,·ise note", all code references are to 49CFR Part 19Z. S- Satisfactory (I- rnsatisfactory 1'\/.-\ :_~of Applicable r\/C- Not checked 

I fan i~em __ is marked U, N/A, or·NtC, an explanation must be_ included in this report • 

.. 
PUBLIC AWARENESS PROGRAM PROCEDURES. 

·(Also in accorda·ncewith API RP 1162) 

.605(a) .616 Public Awareness Prograin also in ac~oidance with API RP 1162 (Amdtl92-99 pub. 5/19/05 elf. 
06/20/05 and Arndt 192-not numbered pub 12/13/07 elf. 12/13/07). 

.616(d) The o_p_el}itor's_pr.ogr~ ~u~t ~ecifically in_clude provisions to educate the public. appropriate 
gO""einiTlerlfOig.Miz3tiOns. mld PerSons engaged in excavation related-activities on: 
(I) Use of a one-Call riotification system prior to excavation and other damage prevention activiiies; 

. . •' . ·- . - .. - . ' '. '• 

(2) Possible h-~~;ds assoCiated \\"ith_uninterlded rCie~es from a gas Pipeline' f~ility: 
-;, 

' . . . . . 

(3) Physic_al indi~ations of a p-ossible release: 
.. ' . 

' - ·.· . . . . . . . . - .. 
(4) Steps io ·b~ take~' for public safety i,n the 'event of a gas pipeline refease: and 

; (5) Proc~dures,to report ~U>h an event(to the operator). 
. 

.616(e) The operator·s Pn?~ .must inclu4~ activiti~s to advise affected municinalitieS_ sc.haoldistric~ 
··' 

busim;sses~· and reS,uems' ol PIPe me Iacility 1ocati6ns: .. · .. " .. ,. .· ... , .... -. .. . . . ' . 
. , . ·~, < 

.. 
.. .. 616(1) Th'e Operator·s-prOgram and the '!ledia used must be compreh"ensh:e enOugh to_'reach all areas in which 

the. operator trarisportS gas. .. . 

.6J6(g) The program must be conducted in English and any qtherlanguages commonlyunderstood by a 
significant nuJnber of the popUlation in the operator's area? · · · .. 

.616(h) lAW API RP ,1162, the operator's program should be reviewed for effectiveness within four years of 

• the' date the.Ope.ffitor"S program waS first completed. For ooerators in eXistCnce an· June 20.2005, who 
must have ~rimplcted their written prograiris no" later than June 20. 2006. the first evaluation is due no 
later than June 20,2010. . 

.6160) Operators of a master meter or petroleum gas system (unless the operata( transports gas as a primary 
activit}·) must de\-·e)op/implement a written procedqre to provide its customerS public awarenesS · 
messages twice annUally that iflci~des: · · · · · 

(I) A description of the purpose and reliabilit) of the pipeline: 
(2) An overview of the hazards ofthe pipeline aiJd prevention measures used; 
(3) Information about damage prevention; 
(4) How to recogriize and respond to a leak; and 
(5)How to get additional infonnation. 

(See this subpart for requirements far master meter or petroleum gas system pperators not located on 
I property controlled by the operator.) . 

Comments: 

.617 FAILURE INVESTIGATION PROCEDURES 

.617 Analyzing accidents and failures including laboratory analysis where appropriate to determine cause 
and ~revention of recurrence 

Comments: 
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. . STANDARD INSPECTION REPORT OF A GAS DISTRIBUTION OPERATOR 
t:nless othenfise noted, all code references are\i0.49CFR Part 192. · __ S- Satisfactory - (1 -lfnSatisfa~torY _ N/A ....:·1\'oi Applkable r'i/C- N'ot Ch.eclied 

I fan item is marke_d U, N/A, or NIC, an explanation m_ustb~ included in this report •.. 

MAOP P~OCEDUR,ES 

to of line was 
in second column, Unless the segment was tested according to 

appli<:abje elate i~. the .t~ird col~~"- o.r th_e s~glnent 'v~ u,Jrated 8ct;ordi~g to Subpart 

Pressure date Test date 
- Onshore transmission line that~vas _a gathering fine not subject tO thi~· part 

before March 15, 2006. ·. · 
March 15, 

ioo6, or 
·date line 

5 years ·preceding 
applicable date 
in secO-nd 
column. ··., ' 

All other 

.:-· 

on 
· ope'rator may DP!!raie: . a 

_, :· 

. opeiating and miii1teminCe at 
subjected. during· the 5 years;preceding 

· (a)(J) of this se.ction.An operator must 

. ----~-

., becolnes 
. subject to 
'thispaii. 
\\'hichever 
is JB.ter." 

Jui·J,H70. · 
··. 

Jul I. 1965. 

b;~:~~i;;;t~~~,:~~ condition. _conSidering its 
0 to which the segment"was 

·column of the table .in paragraph 

.621 
PA-i I pipe after Jan~Ol}' 23, 2009 with·· nomi~al pipe si~e (IPS or ./ 

Comments: 

13(c) 

:omments: 

.623 

CTS) · 4-inch or less,· and a SDR of II or greater (i.e.· thicker pipe wall). PA,Il design criteria in 
192.121 & .123. (Final Rule Pub: 24 December, 2ooin 

. Ma.x./Min; Allowable. Qperating Pressure·- Lo;,. Pr~ssure Distribution Systems 

.. 
PRESSURE TEST PROCEQURES 

.503 Pressure testing 
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STANDARD INSPE(::TION REPORT OF A GAS DISTRIBUTiON OPERA TOR 
lfnless othen.,-ise noted, all co_de rerereni::'es are to·49CF'R Part_l92. S- Satisfactory l'- Unsati~fadory -~ N/A- Not Applicable N/C -l\'ot Checked 

I fan item is marke,d U, N/A, or N/C, an explanation must be include~ in t~is report. 

f' .. 

-. ,, .. ,, 
. 

.• 605(a) . TAPPING PIPELINES U.NDER PRESSURE PROCEDURES s 
.627 Hot taps must be ~~de by a qualified crew 

NDT testing is suggested prior to tapping the pipe. Reference API RP 220 I for Best Practices. I./ 

I c ...... 

''· 
.60S(a) ,:, ... .. PIPELINE PURGING PROCEDURES : · . s 

.629 Purging ofpipelin~s ini.Jst _be done to prC\·ent _enfrapment of an explosi\'e mixturt! in the pipeline ' 

.(a) Lines containing ~ir musr be prope~ly purg"ed. 
.. 

.. / . , · . 
.. ,,' (b) Li~es cont~icilrig gas ":JUst be proPerly purged / 

. -.. ... ,-.• ... -, .. ..,. 
·;commentS:·; ,; . ·. .·. 

' 
' . '· 

•. 

' '. ' 

' .. ' 
.. ., 

• . ·, CONTROL ROOM MANAGEMENT PROCEDURES s 
' (Applies to Operator with greater than 250.000 services) 

.60S( a) . 631(a) 605(b)( 12) Each op.,ratoi must have and follo\,C \\T!tteri control room management procedures . 
NOTE: An operator Dzust develop the procedures _no later than AzigJlSI /, 2011 and imp/einent the 
pr~cedureS' ilo later than February I. 2013. . . . 

.631(b) The operator's program rriust define _the roles and responsibilities of a controller during normal, a?normal · 
and emergency conditions inclu~irig a definition of: - '_ .. , 

(I) Controller·~ authorlty ,and responsibility. 

(2) Controller"s role when an abnormal operating condition is detected .. 

(3) Controller"s role during an emergency 
. 

(4) A method of recording shift change responsibilities between controllers. 

.631(c) The operator"s program must pro\· ide its controllers with the information. tools, pro~esses and procedures 
necessary to perform each of the following: 
(I j Implement sections I. 4, 8.9.11.2, and 11.3 of API RP 1165 whenever a SCADA System is added. 
e;.;:panded or replaced. 
(2) ·conduct point-to·point verification between SCADA displays and related equipment when changes 
that affect pipeline safety are made. 

(3) Test and verify any internal communications plan- at least once a year NTE 15 months. 

(4) Test any backup SCADA system at least once each year but NTE 15 months. 

(5) Establish and implement procedures for when a different controller assumes responsibility. 

• 63l(d) Each operator must implement and follow methods to reduce the risk associated with controller fatigue • 
including: · 
(I) Establishing shift lengths and schedule rotations that provide time sufficient to achieve eigbt hours of 

~ 
contir:mous sleep. 

(2) Educating controllers and supervisors in fatigue mitigation strategies. 
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·· STANDARD INSPECTION REPORT OF A GAS DISTRIBUTION OPERATOR.·.·· 
fnless Dfhen.fise_ not~d. all code references are t~ 49CFR. Part 192.· .S- SatisfactOry t! :-:-linsatisfa_ctory N'/A- ~ot Applicable 

_[fan is mark~d U, N/A, or N/C, -~" exphin~t~o-~ must b_e i_ri~luded i_n this report~ 

training prOgram required by this s~ctiOn: 

pro~ and review_ i,ts contents once a y_ear NTE J 

Comments: 

60S( a) MAINTENANCE PROCEDURES 
.703(b) Each segment of pipeline that becomes unsafe must be replaced, repaired, or removed from 

service ·. 

(c) Hazardous leaks must be repaired promptly 

~nts: 
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.. STANDARD INSPECTION REPORT .OF A GAS DISTRIBUTION OPERA TOR 
tlnh:ss othenl'is~ noted, all.code r~ferenres are to 49CFR Part 192o S- Satisfactory l" -linSati~factoi-)' · N/A- Not Applicable 

(fan _item is marked U, N/A, or N/C, a~ explanatio __ n must be ~~Ciu_ded in this report •. · 

F.~ .. ' ,• . 

.. . :• ... 
' '· . . · .. . · .. 

.605(b) TRANSMISSION LINES c PATROLLING & LEAKAGE SURVEY PROCEDURES. 

.705(a) Patrolling ROW ~onditions --;_, 

(b) " Ma"<i~unl ~nterval bet\yeen patrols of lines:. - " 

•. ' 
. . 

Class Location .. ·. . ,At Highway and Railroad Crossings At AI! Oth~r-flaces 

't and Z Z/yr (7% months) . .. '· ,l{yr. (IS 11,10nths) 
.:·· 3 .. , ".~lyr (4 y, months) 

,. 
' :.-.::· : ~/yr (7.% mpqt~s) . ·, . 

:,: ;:4 -·;.,!,_,- -:···\'· '·:>4/yr (4 y, months). ·. 4/yr (4~ months) 
.• : .... .-.-77' . . 

. / ... · :.,· .... ,. . ... 
.. 

" - ·.··.: .-: '': 
.706 Leak~ge sli'rveYk I yeai-iiS months :.: : ·.: . ' ,. 

Le~_ d_etector equ_ipm_ef'!( ~~-~ey rCqui~emeQ~s fQl" lines transPorting- un~dorl~ed gas 

.·(a.)ii. -~la_ss _3 Jo~atiaii·s·~-7Y~ inonths but at ICi.St twic~ e~_Ch ·_cal~ndar. year'·' •· p. ~· 

~i3s*loCi4i~ils-: 4% ·mOnih~·bUt at\e8st 4 tirrieS ea_ch ·c3:lendar ye3r " ' <-:· 

... c-

;.'. 

··''· 
. ·'. .. 

~omments: 

;os(bl LINE MARKER PROCEDURES 

.707 Line markers installed and labeled as required 

~nts: 
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.. 
. ·_.STANDARD INSPECTION ImPORT OF A GAS DISTRIBUTION OPERATOR 

fnless olhen~·ise: notedi all code rerei-ences are to 4~CFR Part 192. S- Satisfactory U -llnsaiisr3ctory N/A -l'iot.Applicable ·Nc- Not Checke'd 
If an item is marked U, N/A, or N/C, a~ expl~nation Qlust be included in this report. 

. . . . . . , . - . . 

Co~ments: 

, . 

.. -.\ ... 
.605(b) . TRANSMISSION ij.ECORD KEEPING PROCEDURES 

• ,-.. - ' ' . , . . . I· : 

. 709 Records.mus·t be maintain-ed ... 
. (a) Repairs to the. pipe life c:tf system. 

.. (b) RePairs to ·•other than pipe''- 5 years 

(c) Operation (Sub L) and Maintenim,e.(Sub M) patrols, surveys. tests-,$ years or until next one 
',, .. ' 

:omments: ··. 
' . .. .. . . 

... ·~-.. - '· 
..', ·.·,r 

' , . . • . . 
' 

... 
,. ' ... .. ' .. .. .,. ·.·.· 

. . 
·;~ ... '. ,. . . ' . . . 

_:. .··. ' 
f'· :. ;<} ;'.'. 

. ' ,. ' . 
. ·-;··.' .. '· .. .. 

iOS(b) 'J'R'kNSMISSiol'tiiE:r;u iuiPAtR PimcEDURES · , ,_ ,, : ,._' ;;~ 
. ,• .. ,.- . .. 

. 
'. . . lmperffctions ~nd Daiti3ges ... 

.71J(a) Repairs 'of_imperfections and damages.on pipeliri1=s operating above 40% Sl\IYS 

(I) Cut out a cylindrical piece of pipe i!n(J''replace \vith pipe of3 design strength 

(2) 
·' 

Use of a reli.able engineering method · .. . ··' 

I> . 71J(b) Reduce operating press'ure to ·a safe le'iel during the "repair. .. 
·. Permari~nt Fiei~ R~p~_ir of Weld's .. ,, 

. 715 Welds found .to be unacceptable under §192.i41(Ci. must be repaired by: 
. 

(a) Taking the iine,out of service and repairing in accordance with §192,245: · 

• Cracks longer th'an 8% of the \•·eld length (except offshore) must be removed . · Foi" each weld that is repaired, the defect must be rem'.'vcd. down to clean metal and the pipe 
_ p_rcheated if conditions demand it . Repairs m~·st be i~Sp~cted t~· e.nsUre acceptability · 

• Crack repairs or defect repairs in previOusly repaired areas must be done in accordance with 
qualified "riUen \velding pr~cedtires · . · 

(b) lfthe line remains in service, the weid may be repaired in accordance with §192.245 if: 

(I) . The weld is not leaking 
.' 

(2) The pressure is reduced to produce a stress that is 20% of SMYS or less 

(3) Grinding is limited so that Y. inch of pipe weld re~ains 

(c) Jflhe \\"eld cannot be repaired in accordance with (a) or (b) above, a full encirclement welded 
split sleeve must be installed 

Permanent Field Repairs of Leaks 

.717 . Field repairs of leaks must be made as folio"~' 

(a) Replace by cutting out a cylinder and replace with pipe similar or of greater design 

(b)(l) Install a full encirclement welded split sleeve of an appropriate design unless the pipe is 
joined· by mechanical couplings and operates at less than 40% SMYS 

(b)(2) A leak due to a corrosion pit may be repaired by installing a bolt on leak clamp 

(b)(J) For a corrosion pit leak, if a pipe is not more than 40,000 psi SMYS. the pits may be repaired 

~ 
by fillet welding a steel plate. The plate must have rounded corners.and the same 

~ • .!: thickness or greater than the pipe. and not more tlian Y,D of the pipe size 
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STANDARD INSPECTION .REPORT OF A GAS DISTRIBUTION OPERATOR· 
L'nless othe_nl'isf noted, all code references are to 49CFR Part 192. S- Satisfactol")' r -UnsatisfactOry r.t/A- J\'ot Applicable 

If an it_em is m_arked U, N/A, or N/~, an explanati~n must b~ i~dud~d in this rePort. 

I o. ...... 

.60S(b) 

. 725(a) 

(b) 

Gomments. 

Comments: 

.60S( b) 

.739(a) 

tr.fi\. 
iJ!!!V 

a 

must 

,_.,_--. 

. ·.,- .. _: -: . , .... 

. TEST REQUIRE~f:NTS FOR REIJ'iSTA,'flNG SERV(CELlNEs' 
.. · 

Except ·rar. 725(b}:- disc~nnected serviCeJineS must be~tested the Saill'e as ii ne\~··s~rvice line . 

Servi~_7 Jin.es !hat ~e_tc;mpo.-ary!~~-disc_onn~Ated musf_be_t~St~d_(~o~ .~!t~. P?:!~~:~~ ~~_scpn~e~t!or:z, t_he ~~~ 
as a new serv1ce hnc.·before reconnect. See code for excCptJOn to th1s. -• .. ·-·.<·.' -. · \ - · ·- · · · · · · 

. "• 

" 
- -. .. .,. " ,;· . .·-· .. , ' . 

not present after· 

facilities crossing waterways, 

PRESSURE LIMITING and REGULATING STATION PROCEDURES 

Inspection and testing procedures for pressure limiting stations, relief devices. pressure regulating 
stations and e ui ment (I er r/15 months) 
(I) In good mechanical condition 

Page 12 of26 
lrm~2 Standard Inspection Report of a Gas Distribution Operator (Rc., 05.06'11 thro11gh Arndt. 192-1161 

r>tc.: r>ot Checked 

s u 

I 
' s u N/A N/C 

,/ 

7 
.. 

'· I 
u 

S U /AN/C 

' 



: . . ,. ' . 

" STANDARD INSPECTION REPORT OF A GAS DISTIUBUTION OPERATOR 
f~l.e~s Ot~~n\"~se noted~\d_l c~dfi r~ret.enc~ are t~ 49C.FR Pai-·t 192. S.:.. SatisfaCtory l'- Unsa.tisfactofy N/A- 1'\ot Appljcable Nt~ ~Not Checked 

· If an item .is marked U, N/A, or N/C, an explanation mqst be included in this report. 
. -... , . - . . ' ' ·• · ... 

:60S(b) 

-
oper~ 

. 739(b) 

.741 

.743 

. ?:43 

. -~·-,-.' . . 

omments: 

JS(b) 

.745 

. 745 

PRESSURE LIMITING a~d REGULATING STATION PROCEDURES 

,(2) Adequate· fro~ the st~d"point ~fcapacity and reliability ofqperation fo_r the ~ervice in \yhich it is 
ernployed . ' ·. . . .. : ..". . . . ... 

(3) ·Set to control or relieve at coire.ci pressures .consistent with .201(a). e~c~pt for. 739(b). 
'·· (4)' Properly installed. and proteCted from dirt, liquids, and other 'conditions that may prevent proper . . ···--:---.·. ' ·:-.::·: '. \"·<·· ' · ... - ' :. - ' 

'•for steel.iines ifMAOP is determined per .619(c) and the MAOP is 60 psi (414 kPa) gage or more: •. 

If MAOP produces hoop stress that Then the pressure limit iS: 
-Is greater than 72 percent o·fSMYS ·MAOP plus 4 percent 

Is unkoO\m as a percent of SMY~ 
. :. . . ' ..... . 

A 'pressure that "ill prevent unsafe operation of the pipeline 
corisiderin~ its operating arid maintemince .historY arid MAOP 

Telcmetering or Recording Gauges _: · ·· · ·, · 

(a) In place to indicate gas.pressure in the district that is supplied by I]Jore than one regulating station 

(b) Determine the need in ·a distribinion system supplied by only one district siation. :, : ·· 

·(c) ·-Inspect e_quip'!'~ntand ta~e c~rrective measu~s wh<;nindi,ation.~ of~bnorffially highorlow 
· <oressure ·. · .. ,, .,,,.·. · .. ·. . · · · ·· · ·.· · .. 

Testing of Relief Devices , · . ~~, .·' · 

·.(a) '·capacity mus~_lie consistent ,,·ith .201 (a) ~xceptfor .739(b), and be det~rmineci i per yr/15 mo • 
_··(b) If calculated, capacities must be comhared: annual revl~w.and dncpt_n~n_tatl_~ _ 

·requtreo.·--~_.,- .. ,. __ ·.' ··,··' -.. · .. :-.·,: :_:··.<·.'_-.. _.··-_ ···· 

· '·(c) If insufficient capacity. new or additional deviceS.mu~t be installed to provide required capacity . . . _,,_ 

:-' ·. 

VALVE AND VAULT MAINTENANCE PROCEDURES 

Transmission V 31~~5 
.(a) Inspect and partially operate each' transmission valve that might be required during an 

· emer~ericy (I ver yr/15 months) · : · ' 
.. 

(b) Prompt remedial action required, or designate alternative valve . 

Distribution Valv~s .. 

.747 (a) Check and service each valve that may be necessary for the safe operation of a distribution system 
(I per yr/IS months) · - · 

(b) Prompt remedial action required. or designate alternative. valve. 

5(b) VAULT INSPECTION PROCEDURES 

.749 Inspection of vaults greater than 200 cubic feet and housing pressure regulating or l.imiting,!!evices (I 
per yr NTE 15 months). . · •" . llAul{"' 

mments: · 

i(b) PREVENTION of ACCIDENTAL IGNITION PROCEDURES 

I .751 Reduce the hazard of fire or explosion by: 

(a) Removal of ignition sources in presence of gas and providing for a fire extinguisher 
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. . . STANDARD INSPECTION REPORT OF A GAS :QISTRIBUTiON OPERATOR 
l'nless otherwise noted, all code referenc~S are to 4_9C~ Part 192. : S-:- Satisfactory . 'ir- ril§~tisfactory . ~/A- Not Applicable · ~IC- Not Checked 

£fan i_~em is in8rked U, N/A, or~~~' an explanation must ~e in~I!Jded in.this report. 
, , . I 

Comments: 

·.:. 

.60S(b) ~~Li~~BELL'AND.SPIGOT JOINTS PROCEDliRES 
· .. . ·' s U IN/AIN/C 

r T 
_.753 (", •'- 1_c~u~ed_ boU_and soi~ot ioint repair: . 

. · .. . . . . . . ~ .. ,_, 

. (a) Whe~ ~~bj1e.~;;~~~~ than_~3._psi~~·~~!~d ••!th_ _ clamp. or scaled with 
I i~ ' · ' §i

9
i.l aoes _ · /le~ibil\ty," . · ·bonds, an~ s"alsand_bonds _ _ _ · 1_ · ' !.753i I •' .. · .-· . '· . '.: :. · ·' ' ·. ·,, ,- . 

•' k_ 

' · '(b) _ ::i'~~~j~~~ to3:psig or les~,j01nts,' whe~. ~)for any reaSon, mus~ be sealed by m~ans_ : ./ 
. -,. : .. 

·, 

~· 
· ... : \.•-· ·-. ' .> 

.,_- . •• . ~ 
. _,_ ... ' .. " .. 

60S(b) · ' : ·. YKlJ. • .... ..,+~~,.j CAS'• -i'RON PiPF.i':rNF. :!.. : ' . ' 
· S U I,.,,.I,.Jrr 

.. p;ovidi. 
-~p- .. _.,_ .... . · .... , .. -,_ tot a ounea ..,. . ' ·,, ... ' i~ "'~'~! u.- '?USt ' ,. ·.· 

. (a) , 'u'""""l_th'IJl_he":'I ·trai_'ls.trucJs;, ~~sor i 
. . . 

• (b J Impact force~ b{· . c_· _._. . . -:· ,'. . . .. . ' ' .. 
. ·-· ._ .. 

I 
(c) Earth ._._· ... •' . -:·· -: . .. 

(d) . 'OUtSide forces Which 'might SUbjeCt the <POmPnl 'to a :stress 
. '(c) _Provide I 1 for the' I section as' soon as feasible .. .. --·· .. ' ... 

·.,·:-. ·._·. . .. · .. . .. 
3(c) · .WELDING AND WELD DEFE!=:T REPAIR/REMOVAL PROCEDURES 

.225 (a) Welding procedures riuist be qualified _under Section 5 of API 1104. 
or seCtion rx of ASME Boiler and PreSsure Code bv destructive test. -. 

(b) Retention of welding procedure -_details and test . 
-.· .. 

-727 (a) Welder.; must be qualified by Section 6 ofAPI 1104 (19th Ed., !999, including errata 
. October31, 2001; and 20" edition 2007, including errata 2008) or Section IX of ASI\IE 

: Bolier and Pressure Code (2004' ed. Including addenda through July I, 2005) See exception in 
;227(b). ·. . . . ,. . . .. 

(b) Welders may be qualified under section I of Appendix C to weld on lines that operate at< 20% 
SI\IYS. . . ' . . . 

.229 (a) To weld on compressor statiori piping and components. a welder mtist successfully complete a 
destruCtive lest _ · 1_ • - • 

(b) Welder must have used \Velding process within the preceding 6 months 

(c) A welder qualified under .227(a)-

.229(c) (I) May not weld on pipe that operates at:::_ 20% SMYS unless within the preceding 6 
calendar months the welder has had one weld tested and found acceptable under the 
sections 6 or 9 of API Standard 1104: may maintain an ongoing qualification status by 
perfonning welds tested and found acceptable at least twice per year. not exceeding 7% 
months~ may not requalify under an earlier referenced edition. 

(2) May not weld on pipe that operates at< 20% SMYS unless is tested in accotrlance with 
.229(c)( 1) or "'qualities under .229(d)(l) or (d)(2). 

(d) Welder.; qualified under .227(b) may not weld unless:· 

(I J Requalified within I ye:ir/15 months, or 

~ 
(2) Within 7% months but at least twice per year had a production weld pass a qualifYing test 

.231 Welding operation must be protected from weather 
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. ' 
. . STA.NQARIJ INSPECtiON REPOJIJ' QF AGA~ .QIS'f~.IBUTION OPERATOR. 
~in less othern.ise noted, aif c!)de referenCes -~re't~_49CFR P:irt 192 • . : ·:s- Satisfactory li ;- ~..1nS3~sfac_t0ry' · I\'! A:: Not Applic3bre. N/C -.Not CheCk~ 

.13(c) 

., 

Iran' item· is inar~e~ U, N/A! o~ Nf.C, an_ expla~ation rriust b~-inCiuded in this report. 
. ·-. ': ;_ . . . ' ' . ; " '·. ; .. '. . -_ -, '' ''. . _ _., . . . . . . . . '. ;.·'· : . 

(c) 

(d) 

.. ' . 
... 

. ... 

trepanning, that 

3 and 4 and within 
railroad or public highway rights-of-way, including tunnels. bridges. and overhead road 
crossings, 100% unless impractical. then 90%. Nondestructive-testing must be impractical 

weld not 
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.. . . STANDARD INSPECTION REPORT OF A GAS DUITRIBUTION OPERA TOR · 
[1nless otherivise noted, all co~e· references ar~ to 4,9cFR P~rt 192. · S ...;'Satisfactory V -l!Rsatisfactory· · '1\"/A- Not Applica_.ble - ?'IC -1\iot C~ecked .. 

· . If an i~e~ is ·mark~~ U, N/A,_ or .'~(C, _a_n expl~_natio_n ~ust b_~·.i~clu~ed in this _report . 
. . 

·C 

-c) 

.. 
"UlU~ .. ., J KUl. J 1 v .. TESTiNG PDI IIIli><: .··' . ,L 

(e) E.x_~e~tfor a. weld<,r ~vhpse work is is~l.atedfrom the".' "'"""'.''~'"';'5 .. , ·:•· a samni~~E, · · 
"~;'""'.~ <m,L:fo' each day must be . ,,.,,tested, when . testing is 

· · lunder~IO??dlih\. ·· . . · · ~ · : ·· · ·, • ·_,, .. 

. (f) mile pas~ 'test!n~ ;~~~~.:orb>:~ must r~t~i,fe~~~;~.e II~en~:!:/' . a rec?rd :·,::;;~;j~ by 
\. 

-" ·· testecl. the number· -" "'"".-and the · , ~fth~rejected "~~ids: · "J · · 

. ·· .. ·· ' . ,, .. .' . ·" '•, ''' ·., '. ', 
. Corpments: ' 

'• . 
,' 

', 

' -. .!' ' : •. ,-·- '' . ._, 

' ' '' 

' ' ' 

'.27J(b) •· .·. CJQINJNG~fPIPELINE MATERIALS' . ' .. 
, '·- ••• ,., ·I 

,281 (a) A plastic pipe_joint_ that is j~i~e4 by so_ly~i1(c;~tflent, adhesive, ()r hea(fuSion'may nQt 1J~ ... 
. ' 

disturbed until it ~as properly set _Piaitic pipe may· not be joirj'edbya threaded joirit or miter . . 
joint.,:,. >.. · ". '. ;·, .. · '.·' ··. ··· '\· · · :": ·". · .·. ' · · · 

;. (b) Each sol•entfem.;~tjolnt on plastic pipe Jl!Ust complY. 1\·ith the, fol!ol.vin~:. . \'.' . : . . ' 

(I) The mating surfaces of the joint m~st be clean,~!}. and free ofmaierialwhich might be 
' detrimental to the joint. • · : ·"· · ·, .· : , ·. · , ·. · ·, · · : ·· ·' " : : " 

' (2) The solyenfceine~fm~stconfoilri \a ASTM Desigrfation: q is 13 .. ' 

(3) ThejoiilC~!lY n~t be heated to ac:cel.er~te the settina of~-~,cem~ni. " 

(c) E~c~. h~at-fusionjoinl on plastic 'pipe must comply \Vith the following:, '" . ' 

(I) A .. b~ti heat:fUSiori joint ~Ust.bCjoined by a device· i~at hoJ~S..thc; h~ater.el_ement .square to .. ' the:ends Of the pip_irig; crimpre~ses the heate.~ ends together, and .. holds the pipe in proper' .·: . 

~ 
. 

alignment while the plastic hardens.· · · · ·: . ·, · .: . · .: · · . · 
(2) .A so.cke~ heat-:fuSiQiljoint ~ust b~'join.~d by _a d_eVice tha~ h~ats the n"iating surface~ of the 

joint uniformly ar\d siniultaneousl}cto 'essentially the same temperature. . . . 
(3) An elei:trofusion joint must ~e joined utilizingthe equipment and techniquesoft~e fittings 

. 

. manufacturer or equipment 'and techniqUes shown; by te~tingjoints to the .requirerile'nts of 
; 

§ 192.283(a)(l )(iii) .. to be ai leasteguivalerit to those ofth.e fittings-manufacturer'. · .. · · 
. 

(4) Heat maynol beapplied with a torch or Other open flame. ' 

.· (d) , Each adhesive joint on plastic pip.e must comply il'ith the following: . 

(I) The ad~esi ve must conform to ASTM De~ignation: D 2517 ... 

(2) The materials and adheSive must be compatible with each oiher. . ' . . . \ . 

(e) Each ~onl_pression type mechanic~! joint on_plasti~. pipe JJ)USt cOmply with the following~ . · 

(I) Thegasket material iii the coupling must be compatible with the plastic, 

(2) A rigid internal tubular stiffener, other than. a split tubular stiffener, must be used in 
conjunction with the couoline. · ' · · . · 

.283 (a) Before any written procedure established under§ 192.273(b) is used for making plastic pipe 
joints by a heat fusion, solvent cemen~ or.adhesive method. the procedure must be qualified by 
subjecting specimen joints made according to the procedure to the follm,ine tests: 
(I) The burst test requirements of- .. 

(i) Thermoplastic pipe: paragraph 6.6 (sustained pressure test) or paragraph 6.7 (Minimum 
Hydrostatic Burst Test) or h 8.9 (Sustained Static_ pressure Test) of ASTM D2513 

(ii)' Thermosetting plastic pipe: paragraph 8.5 (Minimum Hydrostatic Burst Pressure) or 
paragraph 8.9 (Sustained Static Pressure Test) of ASTM 02517: or 

(iii) Electrofusion fittings for polyethylene pipe and tubing: paragraph 9.1 (Minimum Hydraulic 
Burst Pressure Test), paragraph 9.2 (Sustained Pressure Test), paragraph 9.3 (Tensile 
Strength Test). or paragraph 9.4 (Joint lntegritv Tests) of ASTM Desi.gnation F!055. 

'· 
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STANDARD INSPECTION REPORT OF A GAS DISTRIBUTION OPERATOR 
t'nless othen1·ise noted, all code reffienCes iiri: to 49CFR Part 192. S-:- S~fisfactoi'y t: -l1ns3;tisractory 1\'1...\- Sot Applicable 

.285 

- I fan item is marked U, N/~,_ or ,N/C, an explanation must be ~nclu_ae~ in this r~port. 

(b) 

(c) 

(d) 

JOINING of PIPELINE MATERIALS. 

(2) ·For a specimen joint made from 
pipe 
until 

at right angles according to the procedure to a forc_e on the lateral pipe 
occu_rs_ in the specimen. If fai_lurc initiates Outsid~ _t~e joint area, the p~Ocedure 

(3) For procedures intended fo"r npn-lateral pipe connectJons,foiiO\~· _ , .. 
requirements of ASTM 0638, except that the test may be con.ducted at ambient temperature 
aild lfthe specimen elongates no less than 25 'percent Or failurC initiates outside 

for 

(5) 

must be available to the 

with proc_CdureS 

(c) A person must be requalified under an applicable procedure. any 12-month period that 

is greater. under that procedure 

(d) 
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STANDARD INSPECTION REPORT OF A GAS DISTRIBUTION OPERATOR 
l 1n,ess othendse noted, all code references are to 49CFR Part 192. S- S:itiSractory tr·_ ~r~sa"tisfactory 'I\"! A- Not Applicable. 

If an item is marked U, N/A, or N~C~ an e~planat~~n_ QlU~'t-~e included in this report . 

. 

• 60S( b) 

.453 

.455 ·. 

.457 

. JOINING of PIPELINE MATERIALS 

No person may cwrvuu• 
192.285(b) lin less 

'' 

· . . . . · . 
·. ·. . ' 

CORROSIQI'\' CONTROL PROCEDURES 

.... 
' . 

. 

. 

· Are coriosion _"proc~dUres t;Stiblished and cariied out by ar·liiide~ th~e-dii-ection of a qualified person ft:?r: 
• . Design r ·, ' . · ·, ,·, • · 

' . .... oPeratiOns ·_ 

• Inst!illation 
• Maintenance '.. ·; · ,' ... ' · 

(a). For pipelines installed after July 31, 1?71. buried segments niustbe ext~at"'4nd 
. ·tJh'a,thritttcat ' ro ec e Wltnm One year after co'nStfuction (See exC~PtioiiSIO ~ode) - ' ... 

(c) Aluminum·may ~Ot be_ installed in· a buried or submerged pipeline ifexpos~d io an env_ironment 
with a natural pH in excess of8 (see exceptions in code) .. · · '., : ' · 

(a) . AH.~ffec!ively coated steel transmission pipelines iristalled pripr to August I, 1?71, must' be · 
cathodically protected . . . ' . . . . . ' . . .. 

(b) ·.lfinstailed before 'August 1, 1971,cathodic protection must be provided in areas of active 

s u 

s 'I u iNtA!NtC 

I 
], 
/ 

/ 

'•I'/ . 1.' 

· . ./II> 

/ 

corrosion- for: ~ar-~ or ineffcctiv'ely- coated triins'misSion iin~s~ aii.d bare or coated 'Cis. regulator / 
~·· ~~~----~~~s~ta~-~.m~et~e~r7~~.o~tii~p,~ii:n~~~an~d~(~e~xc~e~ott'~fo~r~c~as~t~ir~o~n~o~r~d~u~ct~il~e~ir~o~n~)b~ar~e~·~or~c~o~a~·te~d~d~is~t~ri~bu~t~io~n~l~in~e=s·~-1~-t--t-~r--1 
~ .459 Exanlination of burjed pipeline \\:hen e~_pOse~: if corrosion is found. furt~er inve~igation is required 1 

, (Note: To include iniPhitizntion'on cast iro'n·or ductile iron pipe. NTSB 8.7) . · · -' 
.461 

.463 

.465 

.465 

.467 

.469 

.471 

.473 

.475 

.476 

A17 

.479 

Procedures mi.Jst address the prOtective_coating requirements of the regulatioris. ·External coating / 
on' the steel (lipe must meet the reQUirements of this part. . . .· ' 

Cathodic protectioh ICve! accordi'ng to APpe.idix D Criteria /_ 

(a) Pipe-to-soil monitoring(l per yr/15 months) or short sections (10% per year, all in 10 years) / 

(b) Rectifier monitqring (6 per yr/2 Y, months) ./ 

(c) Interference bond monitoring (as required) 

(d) PromPt remedial action tO correct any deficiencies indicated by the monitoring 
(e) Electrical surveys (closely spaced pipe to soil) on bare/unprotected lines, cathodically protect 

acti,-e corrosion area< (!per 3_years/39.months) ·. '· 

Electrical isolation (include casings) 

Sufficient test stations to dete!lrline CP adeqUacy . 

Tes~ lead maintenance 

Interference currents 

{a) Proper procedures for ~ansporting corrosive gas? 
(b) Removed pipe must be inspected for internal corrosion. If found, the adjacent pipe must pe 

inspected to detennine extent. Certain pipe must be replaced. Steps must be taken to' minimize 
internal corrosion. 

Systems designed to reduce internal corrosion Arndt 192-(no number) Pub. 4/23/07. eff. 5/23/07 
(a) New construction 
(b). Exceptions - offshore pipeline and systems replaced before 5/23/07 

(c) Evaluate impact of configuration changes to existing systems 

Internal corrosion control coupon (or other suit. Means) monitoring (2 per yr/7% months) 

(a) Each exposed pipe must be cleaned and coated (see exceptions under .479(c)) 

/ 

./ 

/ 

/ 

/ 

/ 
/ 

/ 
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STANDARD INSPECTION REPORT OF A GAS DISTRIBUTION OPERA TOR 
[in_less othem=ise noted. all cOde references are to 49CFR Part 19i. ' S- Satisfactory - t' -l!nsatisfactory ~/A -1\"ot Applicable· ·:· · ~IC- Not Checked 

If3n ite~ is m_arked. U, !'/tA, or Nic_, a_O explanation must . included in this· report. 

Com·ments: 

.. ,. 

.801- Sub pari i'l ::_· Q~aiification of Pipeiine Personriei Procedures 

.809 
Refer to Operator Qualification Inspection Forms and Protocols (OPS web site) 

.901- Subpart 0- Pipeline Integrity Management 

.951 
This form does not cove, Gas Pipeline Integrity Management Programs 

oubparts PART 199- DRUG and ALCOHOL TESTING REGULATIONS and PROCEDURES 
\-C 

Drug & Alcohol Testing & Alcohol Misuse Prevention Program- Use PHMSA Form# 13. PHMSA 
2008 Dru~ and Alcohol Pro= Check. · 
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J ..• • 

........ :· . ·: .. : 

. " STAND..wD INSPECTION REPORT OF A. GAS I;HSTRIBUTION OPERATOR 
· tlnh:ss otheri,·ise nqted, all co~e references are to 49CFR Part 192. S- SStisfac.tofy · ll-:-._l'nsatisfact_oryi ·.· ·~/A- ('iot _Applicable r:-tc;.- J\"ot Ch_eC~ed 

· · · ff an i!~m is iit~rked_ U, N/A, or N/C, an explanatio,ri l!l·ust 'be ~~clu_cled ~n t~is r~p"Drt. 

'···· 
~-.' ' ... ' ; ;.·. 

. .' ·: ;. 

··''· 
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STANDARD INSPECTION REPORT OF A GAS IHSTRIBUTION OPERA TOR 
t!nless otherwise Doted, all code r~ferences are to 49CFR Part 192. . S- Satisfactory l' -l'nsatisfactory 1'/A -1\'ot Applicabie · i"t/C- Not Checked 

' If.an item is m&r~e~ U, N/A, or N/C, an. explanati~n must be included in this report 

.. ··:. 

,. OPERATIONS and MAJNT~NANCE PERFO~MANCE AND RE;CORDS 

. 517 (a) Pressure Testing (op'erates at or above I 00 psig)- useful lire of pipeline . 

.517 (b) Pressure Testing (operates below ·I 00 _psig. service tines~ plastic liries)- 5 years 

.603(b) .60S(a) Proci:dul\11 Manual Review- Operations and Maintenance (I per yr/15 months) 

.605(b)(3) .. --Ay~ilability of construCtion records. mcips •. openiting history to operilting Personnel 

.605(b)(8) Pel-iodic review ofPei-sonnel.work- effectiveness cifnornial O&M procedures 

.6os<<l<4l Periodic. _review ··or P!!i=Sci~n_e~:-~,;ork- effectivenesS of abnormal operaiion ProCedures 
.709 .6l4 Damage Prevention (Miscellaneou's) ,. 

.·. ,. . 609 Class Location St~dy (If Applicable) . . 
' 

.::'603(b) .615(b)(l) Location Specific. Emergency Plan ' . 

.6)5(b){2) ~nlefgency Proccidtire trltining. yerify etfectiven~ss oft~ining 

.615(b)(3) ·Emp-loyee Eniergency activity (e_~·iew, dCiermirie_ if procedureS wen~ foilowed. 
. 

.615(c) 'tiatSmrPfi?gtaffi with P.ubhc.OfhcUiis ·, ··:· '.:' -. 

.616 Public A warencss Proliram · · 

.616(e& t) DOcumentation propefly and adequately reflects implementatipn ofopCrator's Public Awareness 
Program requirt!nierits· -. Stilkeholder AudiCnce identification·. niesSilge type and content. delivery 
method and _freqUency. sUPPleffiental enhancements, program e~·ahiations. ct!=. (i.e. contact or 
mailing rosters, Postage receipts, return receipts. audience Contact documen~~i<,m, etc. for 

~ 
emergency re~portder.l?ublic officials. school superintenden~. progr,am· eyaJu_ations. etc.). Se~ table 
below: 

·API RP 116Z Baseline• Recommended Message Deliveries 
Stakeholder Audience (Natural Gas Baseline Message FrequencY 

·TransmiSsion Line Operators) Jstartingeffective dateofPianl 
Residents Along Right-of-Way and Places or 2 years 
Congregation 
Emergency Officials Annual 
Public Officials 3 years 
Excavator and Contractors Annual 
One-Call centers As required of One-Call Center 

. Stakeholder Audience (Gathering Line · Baseline Message Frequency 
· ()neratorsl (startine from effective date or Plan) 

Residents and Places of Congregation Anntial 
Emereencv Officials Annual . 

Public Officials 3 vears 
Excavators and Contractors Annual 
One-Call Centers As required of One-Call Center 

Stakeholder Audience (LDCs) 
Baseline Message Frequency 

(startine from effective date or Plan) 
Residents Along Local Distribution Si'_stem Annual 
LDC Customers T\\·ice annuallv 
Emergencv Officials Annual 
Public Officials 3 years 
Excavator and ContraCtors Annual 
One-Call Centers As required of One-Call Center 
• Refer to API RP 1162 for additional requiremems. including general program recommendations, 
supplemental requirements. recordkeejling, pro.eram emluation, etc. 

~ 
.616(g) The program must be conducted in English and any other languages commonly understood by a 

sil!llificant number of the population in the operator's area. 

. 616(h) Effectiveness Review of operators program . 
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STANDARD INSPECTION REPORT OF A GAS DISTRIBUTION OPERATOR 
L'nleM orbenttse_ noted, all code.n:fererices are to 49CFR_Part J92. S ;:_Satisfactory U- Fnsa_tisfacto'ry · N/A -Not Applicable 

.If an i_te_m -~s ~ar~ed U, N!A, Or N/C, an explanation must be included in this ~eport. 

AND RECORDS .. 

awareness messages 

,,, 

·Class Location . At Highw~y and Railroad Crossings At All Other Places 

-1 arid 2 . _ 2/yr (7lf, months) · 

3- :41 r 4Va months 
-4 4/yr (4_~ mollths) 

.[__ Requ~red. · 

t liyr 

2/yr• 

4 -·. 4/yr• 

• Leak detector e9~iprr~:ent Survey required for.lirie~.ttansporting un·odOrizcd gas. 
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15 months 

7~ months 
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.· :'C· 

STANDARD INSPECTION REPORT OF A GAS DISTRIBUTION OPERATOR 
tlnless o!bern·ise noted, all code references are to 4~iCFR Part 192. 'S....; Satisfacto-ry . l'- i:n~Bti~factory·: Nl..\- N'ot App'licable 

[fan .item is m~r~ed U~ N/A, or N/C, an explanation must b~ inclu~ed ip this report. 

PERFORMANCE 

Comments: 
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. · .... · .. ,. .· ~ttl!~bmentl ., ··· .. ·. . . .... 
. . . . Distrit,utiqn Operator Compressor Station Inspection· 

(inless othem·ise noted, all code refererices are to. 49CFR Part_l92. S- Sat.isfactory tT- tTn_s_a.tisfactory :\'/.-\ :.:.1\io~ Applicable 
· · I fan iten1 is mai-ked U, N/A, or N!C, an explanation musf be included in this report. 

'._, : .. -... _. ': •, : '. ! '·: . _,.- . ,;· _·_ ••. • . -.. ·· .;··-. . . -:-, 

.605(b)(6) 

Comments: ;· 
' .. -

· ... • .. · 
-. ;. ,,·_:·. 

'". 
'.--~ _-

' '' . COM!'RESSqR STATIONS INSPECTION (Fieid) 
. · ·. Fadiities may be ·'Grandfaihere<C) 

system 
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.... 
Attachnie~t i: 

· > · · .. · .·· · :bis~dbuti.rin Qperator CofupressorStati()nlnspeetioll · 
llnless othen\·ise noted, all code re,f~r~nccs ':ire to ~~C.FR P_art 192, ·., S- S3~sf~_~tt:JI'}' · l1-llris_3tisfact_~r)·_ -::rs/.4.- No't __ Applicable 

,~r~n_i~e-~ _is_ ~~,~ke~ U, N/A,.or_ NIC, a•f'e.X:PI~natio_ri must be i~_e,~~e~ ~nJhis rePOrt .. <·: ' . '. '·. ·. ' ' . . . 

·. • COMr~ESSOR IN§PE;CTION {Field) 

ofi~ition (facili~y conforming to NEC 

Jlmments: 

' COMPRESSOR STATION O&M PERFORMA.NCE AND RECORDS 

09 .?3Hal ' .Compressor Stat.ion Relief Devices (I per yr/15 months) 
.. .. 

.731(c) Compressor Station Emergency Shutdown (I per yr/15 months) 

.736(c) Compressor Stations ,Detection and Alarms (Performance Test) 

[)mments: 
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Recent PHMSA Advisory B~lletins (Last 2 years) 

Leave this list with the operator. 

Number .. 
ADB-09-01 .-_,·, . 

.• _:! _;,_. -' 

ADB-09-02 
ADB-09~03 

ADB-09-04 

'. 

:--_,_' ·All PHMSA Advisory Bulletins (Last 2 yeats) 
-~: •' . 

. ' 
Date Subject .· . . . 

· May21, 2009 Pipeline Safety: Pot<:;ntial Low an.d Variable Yield and Tensile Strength and 
·.· · . ; Chemical Composition Properties in High Strength Lhie Pipe 

September 30,2009 Pip~line'Safety: Weldable Compression Coupling Installation· 
pecember 7, 2009 Pipeline Safety: Operator Qualification (OQ) Program Modifications 
January 19, 20iO Pipeline Safety: Reporting Drug and Alcohol Test Results for Contractors and 
, · ¥uJtiple Qperatorid(Jntifi~atioh Nulnbers .· . . : ' ·· · 

A.DB-IQ-02 February 3, 2010. ~ipeli~e SafetY -ImplementationofRe'vised Ineident/Aqcident Report Forms 
·for Distribuiion Sys,tc;:ms, Gas Transmission and Gathering Systems; and 
HaZardous Liquid Systems ·· ·. ·. · . ·· · · · · · . ., . . ·, . · · · · 

A.DB-10-03 . March 24, 2010 Pipeljne ~at'eti Girth Weld QmilityissuesDue toimpmper:J:rimsitioning,. 
: •., . :MI~alignrnerit, and Welding Practices of Large Diameter Line Pipe ·.. '. . ·. 

A.DB-10-04 · April29, 2010 Pipeline S,afety: Implementation of Electronic Filhig forRecep,tly Revised 
•• In9ideht/Accid~ntRc;:pori Forms for Distribution Systems, 'GaS Transmission 

""""......,,.....,.,..~c<:?::::-7-::;---;:;-;;-;-;;-,..,.;. a~· ned~G;f:a:'· t~heRriJinc~gt'S~y!ts'.':'te't, m~s,~and Haiarclillis.pq.uid..S.Jlllten;Js.·,.,·..,.· ~~· ~· _,-',..,.-'.,....C,-.,----

\DB-10-06 August 3, 2010 Pipeline s·aJety: Personal Electronic Device Related-Distractions 
\DB-10-08 . November 3, 2010. Pipeline Safety: Emergency Preparedness communications . 
\DB-11-0 1 January 4, 2011 J'ipeJine Safety: Establishing Mal<imum Allowable Operating Pressure or 

Maximum Operating P~ssure Usi11gRecord Evidence; and Integrity .. 
· MimagementRisk Identification, Assessinent,.Prevention; and Mitigation 
.. Dangers o( Abnormal Snciw and Ice Build-up on Gas Distrib1,1tion Systems 

. - --~ ' . - . ~-llc02 

, •' .... ' . 

February 9, 2011. 

'or .more PHMSAAdvisory Bulletins, g~ to• http://phmsa.dot.goY/pip'ciine/rbgs/advlsor~·cbulletin 
• • • • > ' •, • 
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APPENDIX G 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE 
COMMISSION IN CASE NO. 2016-00391 DATED DEC 0 1 2016 

' 



Ernie Fletcher 
Governor 

Teresa.J. Hill, Secreta!}' 
EnvirOnmental and Public 
Protection Cabinet 

nrTI~itly J. L~Donne 
Commissioner 
Dep~~Bnt of Public _,Protection 

Th~ Hon,orab_l~ Stewe Sweeney 
Mayor of Liberty · " · 
P.O. Box 127 . 
Liberty, KY 42539 

Commonwealth of Kentucky 
Public Service Commission 

211 Sower Blvd. 
P.O. Box 615 

Frankfort, Kentucky 40602-0615 
Telephone: (502) 564-3940 

Fax: (502) 564-3460 
· psc.ky.gov 

',' 

April 2. 2001 

RE: .Natural Gas Fap,ilities Inspection of the City of Liberty Gas Company 
; -:-·: "·' 

Mark David Goss 
Cha!rman 

JohnW. Clay 
Commlss~on.er 

Dear M,ayor Sweeney: 
.: ~\-... ~ .. · ;,:~-:. ::.-:_. : ·· __ :·'j _·_.-- ·,- . _·' <· ' ·. •' ·_ . ' ;· . ·, .:1·,·\ .. -~-- .. 

. . .·. . " ~cry ?1,, 2Q.(l;,.J,oehG~ugil'l-sonduGted-a-f3ery(;ldie-regtJiatory-cornptiance,insjJi3Ctlon 
·: of the riatural gas facilities of the City of Liberty Gas Corripany in Liberty, Kentucky. A copy of 

the inspection report i~ attached for your revieV>,~. Six deficiencies lJolere d9cumented cfUri119 this 
. compreh_ensive inspectio~. · The p·revious)nspection of this facility was conductecl ciii_April 21, 
2004 . .During that comprehensive inspection, two deficiencies were documented,> and one was 
riot corrected .in a timely manner. ' . . ·. · .• •.. ·. > .. · ' •· . . : . ·. ' . . ,. '. . . . . . ~ . . . . . . _.·. 

Please review the attached report. As n()t!:!d, six deficiencies were ciocu'mented during 
the inspection.· You are requested to respond to this report, outlining corrective actions for the 
cited deficiencies by May 1, 2007. Please provide -your responses on the copies of the 

· Deficiency Tracking Reports sent with this: letter by con1pieting the three sections under the 
Response heading for the cited deficiency. · 

If you have any questions or need add.itional information, you _are welcome to contact me 
at (502) 564-3940. We appreciate your continued interest in the safe operation of your gas 
facilities. · · · ' 

Sincerely, 

C3L .. ; 
Gas Branch 
Division of Engineering 

JRB:SS:mae 
Attachment: City of Liberty 0321071nspection Report 

KentuckyUnbridledSpiritccm An Equal Opportunity Employer MIF/0 



COMMONWEAl. TH OF KENTUCKY 

' PUBUC SERVICE COMMISSION 

Inspector: 

Inspection Date: 

Typ~ ofh1spection: 

Type of Facility: 

Name of Utility: . 

UTIUTY INSPECTION REPORT 
. Report Date: 3/26/2007 

Report Number: City of Liberty 032107 

' 
Joel Grugin 

3/21/2007 

BRIEF 

.. Periodic Regulatory Compliance Inspection 

Municipal 

. · . City of Liberty Gas'Company 
. 'r :-; .. 

. Liberty, KY 

.-· . 

. Lo~ation of ~acility: 

Purpose of IJ:!spection.:, Periodic inspection of a municipal'~ facilities ·a~d management practices . 
· tq verify compliance with federal pipeline safety regulations. · .·'', 

. -~ . ·-·- .- ., - , . ·; :··-.- --...... . .;•• ·,,, .... -_ .. ·-::-·-.·-::' ·.: .. ··---"._,·.-·. 
Applic~ble Reglllations 49 CFR Part 192 

I , . , · t 

Description of Utility: . . . . . 

Number of Customers: 

., INSPECTION 

CitY distribution system serving 614 custom~~s in the city of Liberty and 
areas along distribution pipeline from Texas Eastern. . . ' . . 

614 

Ar~a of Operation: Liberty, KY 

SuppJyS~u,;~e:' . . Te~as Eastern Tra~smissionCorp. 

. .'. 

Distri~uticm Description: Qistrlbution ~as syste~ opeta~ng in Liberty, KY operatin~ at pre~sures 
·. ·· . . .. · from 240 ps1g to 20 ps1g supplied through steel and plastic p1~ehnes. 

Workforce Summary .. : Ronnie Wesley, Supervisor; Bridget Blake, Office Personnel; Greg 
Rodgers and Jeff Wethington, Maintenance. · 

Utility Reps in IQsp: . 
; .. 

Date of Last Inspection: 

DTR from Last lnsp: 

Ronnie Wesley, Bridget Blake, and Jeff Wethington 

4/21/2004 

2 

DTRs not Cleared: · 1 

Summary of items and facilities Inspected: 
The Operating and Maintenance, Emergency, Damage Prevention, Operator Qualification, Drug and 
Alcohol, and Public Awareness Plans were reviewed during the office visit Also inspected were records 
pertaining to leakage surveys and repairs, valve inspections, patrolling, corrosion control, regulator 
inspections, and odorant verification tests. The field portion of the inspection consisted of inspecting 
corrosion pipeline readings, regulator settings, pipeline markers, mainline valve locations, and meter 
installations. 
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COMMPNWEAl TH OF KENTUCKY 
' ·-. {· -. 

· ..... PUBLiC SERVICE COMJ1t1JSSION 
. .,, 
.<. '' 

,.. :: 

UTJLITYi.NSPECTIQN REPQRT 
· ·Report Date: 312.6!2007 . 

'' 'Report Nu,.;,b~r: CitY ~f.Uberty 032107 

\ F=lNDINGS ..... 
. , 

. 1 City of LibertY had not performed a leakage survey since 20q3. (This is a repeat 
--------deficiency.) - .; · · · 

2 City of Liberty' did not review andupqate·operCI_tion, maintenance, .and emergency 
plari as required :' < : . . ' ' ' ,· ' . . . ' . ' . '' .. . 

3 City.ofliberty improperly tested· a lirokenservice line on Highway 1547. A bubble' .. 
testi{Vas perforri)ed in.s!ead of a pressure te~t. · · · . : . · · 

4 • City of Lib.erty did'nofperform p~riodic ~dorallde~ts. . 

5 ·'City ~f Libeify h~dnot identified~·~· dd~u~ented. c~itic~l valve inspections.· 

6 Glty ofLibertY.cfid ~ot p~rfo~m corr~sion tes~s for.2006:· · · · 
.- ·::_ :· :·:,-.. >_. -~~_:·, -~ -: . : - : . - · __ - _' __ ·_·, .: __ - _·' - .... " :_-_, __ :·: ·- .,.'·: .' . '·,: ... :~_~: : .•. ::,.-,. · .. ,.. .. ' : 

To correct the findi~gs· no\ed in this report it is ne~essaryfor ilie City of liberty (3as Company to take 
the fqlloWing actions: (1) Perform and documen,t leak surveys as required·jn 192 .. 723. (2) Review,· 
update, and .document their operations, maintenance, ai'ld emergemcy.plaris annually. (3) Test all 
disconnected service line~ as.new. (4) Perform and document periodic odor tests. (5) Identify, inspect, 
and document crjtical valve inspections annually.' (6) Perform and document corrosion readings annually. . . . . - . .. - . 

ADDITIONAL INSPECTOR COMMENTS 
:,.·. 

One previous deficiency'had not been corrected. Wehave.sctieduled a.reinspecli.on to verify 
compliance with !tie ·noted defiqiencies for 7/20/2007. · · · 

· Submitted by 

Jo I Grugin 
Utility Regulatory and Safety Investigator Ill 

Page 2 of2 



RePort Number: City of Liberty 032107 

·1 \ 
·Due Date:· 511,12007 

DTRNumber: 
'.' .... -

peticiency Tracking R1,3port 
· Deficiency Detail 

,· · Utility :· Daie of Investigation 1 Investigator 

. City of Liberty Gas Company ! 3t21t2oo7 1 J_o.el Grvgin · 

Regulation 

~9 CFRPart 192.723 Distribution systeiTJs: Leakage surveys ... Each operator of a distribution system 
. :shall conduct periodic leakage surveys... · · · · · · 

Deficiency: 

iCily of Liberty had not performed a leakage sur11ey since 2003. (This is a repeat deficiency.) 
; .. 
' '' 
I ·. "}. • 
i ;.,· 

.. ,• 
:·.--., '\ 

_, 'If Repeat Deficien!')', Date of last D'TR: '\ ..... · 
•· ...... : . 4/21_/2004 

· Respons'e (attach additiomlt pages as' necessary) 
·. ': . . . . . •' .;···:1 ·_::.. ·-:·:- . .·-.... ' ' . ·'. . . . ' 

1) Expla,iil Why the deficiencY·cCctirTed. InClude inforination abOut what caused the deficiency and why it was not detected 
_; by the utility. (Attach extra pages as necessary) · · ·. · · .- · · 

. ; 
' 

l 
I 

' !· 

' 
).·~----- ---- ~--,---.J 
2) Explain actions taken to correct the deficiency, including utinty's responsible person, actions taken, and when it was (or will be) 
done. (Attach extra pages as neces~ary) 

---·-----.-. ---:---:--.:.-:-:-_-. ------. -.-.., 
I 
I 
I 
! 

3) Explain actions taken to prevent the deficiency from occurring again, including utility's "responsible person, actions taken, and · 
!'hen it was (or will be) dane. (Attach extra pages- as necessary) · 

--I 
I 

I 

---·----------------
Response Provided By: Response Date: 

Signature: ---- ---------



R9poft Nu~be~ 
DTR Number: · 

City of Liberty 0,32107 
2 

';' ... 

Deficiency Trac;:king Report 
_ .. _ ._.. . ' . . . ·. . \: . 

. Deficiemcv Detail 
' . 

lltility · . · i bate of Investigation i 
City of Liberty Gas Company i 3/21t2oo7 1 

Regulation 

Due Oat~: ·:5/1/2007 
. '. 

Investigator. 

Joel Grtigin 

149 CFR Part 1S2.605.(a).Pracedural manual far operations, maintenance, and emergencies.:.Each 
:operator .. : a manual·ofwritten procedures far conducting operations and maintenance activities and for 
.iemergel)cy r~spanse.... · · · · · · 
~ -· .· 

D~ficie~cy: ',_._ 

iCily of Liberty did nat-review and update operation, maintenance, and emergency plan as required . 
·: . ·_;·. ,· . . . . ·.. . . . . 

. Response.(attach additional pages as necesskM . . . ' 
-1)-~p,a~~ -~hy'ti{e. defid~~~ -~cc~r~~·c( ",~~~Lde- infarm~;tion ~p~ut ~hat ~~·~~ed_.~-e defi~;~-n~j a~d vm; ;~ wa~ ~~t d~t~Cted--
by the utility. (Attach extr& pages as necessary) ·. · ·.. · · · .. ·' 

, .. ·. ·-· . ; : . ,. 
, ; . 

'•.' 

.'•'•, 

2) Explain a-ctions tak~l) t~ cOrrect the d~ficiency, including utilitY's r~sponsible person, actions ta~en, and when it was (or will be) 
_done. (Attach extra pages as necessary). · · . ·. · · . _. ~----·-__ . _· ---:------- . · . ,; 

--~ 

3) Explain actions taken to prevent the deficiency from occurring again, including utility's responsible person, actions taken, and 
when it was {or will be) done. (Attach extra pages as necessary) 

Response Provided By: ----------- Response Date: 

Signature: 
.. ·--·-·-----

I 
I 

I 



\'. 

'· 

'. Rep~rt Number: . City of Liberty OJ2l07 
·. DTR Nunibei: . · 3 

Due Date: 5/1/2007 

· .Deficiency TraGking Report 
,,,,. -- . . ' . -. - . 

beficiency Detail . 
'.' .. 

: · · . · Utility ·1 Date.oflnvestigation Investigator 

· <;:ity of Liberty Gas Company . 3/21/2.007 Joel Grugin 
'·. '·, . ;_:' 

Regulation "· 

!49 CFR Part 192.725 (b) Each service line temporarily disconnected from the main must be tested from 
!the point of disconnection' to the service iine valve in the same manner as a new service line·, before 
:reconnecting.'.: · · · •• · ; 

I 
------------~~ 

Deficiency: 
. , __ 

\CitY of Liberty improperly tEisl!ld a broken service line an Highway 1547. 
:instead of a pressurE! test . · · .. · ' 

. . ' . ' 

.... ~·-). ' ;! . 
··,. 

A bubble test was performed 

': .. 
.-·.::: 

• :If Repeat beflciericy, Dale ~f last DTR: . . ' . 
···-:- . 

. . ;;-, :· .• _,._ .:· 

Res!:l6ris~ '(_attach additional page's as necessary) . · ' ·. . ... 

I 
! 

· .1} eip1~in ·why the ~efi~ierir:Y-~ci:~rred~ ·,in'cl'~d~' i~rormatiOn·ab_out W~a-t cauSed the cieficil~mcy··and why it was· nat dei~cte~' 
·:by the utility. (Attach extra pages ·as necessary)_ . ' · · '· . ·' 

~ · .. 

·! 

- . 

) I 
i 

I 
! 

2) Explain aCti~ils take'n to ~~Ct the deficiency, including utility's responsible person, actions taken, and when it was (or will be) 
?one. (Atta!=h ~xtra pages as necessary) · · 

. '. -·--. -------. ;::---------------·- ----, 
I 

---------··----,---. j 
3) Explain actions taken to prevent the deficiency from occurring aga";n, including utinty's respoli.sible person, actions taken, and 
!'hen it was (or will be) done. (Atlach extra pages as necessary) · 

I 

I 
I 

Response Provided By: _ --------. Response Date: 

Signature: .. ___ ... - -----·-----



· ·, Report Number: City of Ube_rty 032107 -Cue Date: 51112007 

DTR Number: 4 -· . ~ . . . . 

-__ ·_ [).eficiency Tracking Report 
.. -. . . . 

Deficiency Detail 

Utility : Date of Investigation I 

City• of Liberty Gas Company 
--.---

3/21/2007 1 

· Regul~tion _ 

·Investigator 

Joel Grugin 

49 cFR Pait 192.625(f) Odorization of gas .... (fj Each operator shall .conduct periodic sampling of 
comiiustible' gases to assure the proper concentration of odorant in accordance with-this section ... 

> · .. '. 

Deficiency: 

;city-of Liberty did not perform periodic odorant tests . 

. -,, .. · 
i 

-~------~~---~--~-------------~ 
. ,If R,~p~at Deficiency, Date of Last DTR: ·/ 

Respolll:ie !attach ·additional pages as necessary\ · .. 
1) Ex~;fain Vi6Y the deficiency ~cCurred; lnci!Jde information abO~t\Vh_a;~Used the deficien~ and why -it was not detected· 
by_ the utility. (Attach extra pages as necessa_ry) -- · · · - · 

.-, ..... _. · .. ' 

2) Explain actions taken to correct the deficiency, including utility's responsible person, actions taken, and when it was (or will be) 
-~one. (Attach extra pages as necessary) · ..... __ ---~--:---:---.::-. --. _--.-----. --. -----1-

3) Explain actions taken to prevent the deficiency from occurring again, including utility's responsible person, actions taken, and 
wheh it was (or will be) done. (Attach extra pages as necessary) · · 

Response Provided By: Response Date: 

Signature: --------------

! 
I 
I 

I 
I 



Report Number: Ciiy of Liberty 032107 . · .. Due Date: 5/1/2007 
•' DTR Number: 5 , ., 

Deficiency Tr;:~c;king Report . . ., •·, . . 

Deficiency Detail . , .. 
Utility : Date of Investigation i Investigator 

City of Liberty Gas Company ' 3/21/2007 · . ; Joel. Grugin ' 
,_ ·--'--=------'--'---,.~-_c_,._:._ ____ --'---"--c------c-----·----'--'-=------......,..-· r 
Regulation 

1
49.QFR Part 192.747 

. I ' 

Oe~9iencY: 

~~--~~~~=-~~----~~~~~~--~---
'City of Liberty had nat identified or documented critical valve inspections. 

i 

>.". 

'.·' 

· 'if Repeat Deficiency, Date ofLa~t DTR: 

I 
I 

------c-_j 
' :-. 

. : ~ .... 

Response !attach ad(litional pages as necessary) 
1)-Explain why the defi~ien·cy -·~bC:::~~~d~ ~~~l_u4e inf~~~;io~ :abo.ut.~h~t c~uS~d· the defi~i~ncy ~-~d wh~; it was. ~~t. detected 
by the utility. (Attach extra pages as necessary) · . __ ·.· __ ... .. · . ' . · · · :: .... · . _ 

' ., .. .... . _, ·.·· 

•• . ·' 

2} ~plain actions taken to correct the deficiency, including utility's responsible person, actions taken, and when it was (or will be) 
dane. (Attach extra pages as necessary) ' ·. ·- · · · . · -

'I 

I 
I 

- -- . ~--·.· --·--. ------·-------------., 
·' ! 

3) Explain actiOns taken to -prevent the deficiency from ocCurring again, inc!Udiilg uUiity's responsible person, ~ctions taken, and 
when n was (or will be) done. (Attach extra pages as necessary) 

• 

Response Provided By: Response Date: 

Sigriature: 

I 
.i 
I 

I 
I 
I 
' I 



Report Numbe_r: 
. DTR Number: 

City of Liberty 032107 

6 

'.'\ Due Date: 511/2007 

Defic:;iency Tracking Report 

Deficiency Detail · 

.Utility l Date of Investigation , 

I 3/21/2007 · i 
· Investigator 

City of Liberty Gas Company Joel Grugin 

Regulation 

;49 c;:FR Part 192.465 External cprrosion control: Monitoring ... (a) Ea.ch pipE!Iine that is under cathodic 
,protection must be tested at least once each calendar year... · . - . . . ' . 

Deficiency: 

. !City of Liberty did not perform corrosion tests for 2006. 
., . _. ·,. -, . -· i 

j 
·~-:--~---..: 

If Repeai De_ficiency, Date of Last DTR: . 

Response fattad1 additional pages as necessarv> 
·.-,. 

, __ •. ,-. 
-1) Explain. why the .de(i~iency oCcurred. Include _irlformatiary· ~~Out what caused t~e d8_ficiency 8nd why it was J:IO.t d8t~cteci 
by the utility. (Atlach extra pages as necessary) · · ·' · =-

l 
'·._ 

~' ---- . . :------___j 
~ '· 

2) Explain actions taken to correct the deficiency, including utility's responsible person, actions taken, and when it was (or will be) 
_qone. (Attach extra pages as necessary) ~-------------------_______,_-· ------- · 

' \ 

3) Explain actions taken to prevent the deficiency from occurring again, including utility's responsible person, actions taken, and 
':'hen tt was (or Will be} done. (Attach extra pages as necessary) .,.------· -----, 

Response Provided By: Response Date: 

Signature: 



APPENDIX H 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE 
. COMMISSION IN CASE NO. 2016-00391 DATED DEC 0 1 2016 



.. 

.Steven L. Beshear · . · · 
_Go~m.9r 

Leon~rd K. Pete..S 
Secretary 
Energy and Environment Cabinet 

June 12, 2009 

Honorable Steve Sweeney ·. 
Mayor of Liberty . 
courthouse square · 
P:tq~ox 127 . · .. 
Uberty, KY 42539 . 

.. ·., :·, 

·. C~m.monw.,;,lth ~~Kentucky 
Public Service commission 

' 211 Sower Blvi( 
:. ·, P.O. Box615 · .• ·:: : 
:Frankfort,· KentuckY 40602~615 
· Telephone: (502) 55+3940 
. . F8X: (502) 5fl4.3460 

· psc.ky:gov · 

.,., 
·'' . . ..... 

. ~- . .. · .. ,. . .... ': . .' -~ . ' 
.., .. 

David L. Aimsti-ong 
· · 'Chairman 

.James ·Gardner 
VJce.Chalmian 

. : John w. clay 
· CQmrrilssloriBr 

. PERIODIC REGULATORY COMPLIANCE INSPECTiON OF LIBERTY NATURAL GAS 
. ' , .. :_: . ./' ·: ~; ... 

On May zi, 2009; St~ve Samples conducted.·~ periodi~ .regul~tory complian~e ·inspection of the 
~-, ·. natural gas facilities of Liberty Natural Gas in Liberty, Kentucky. A copy of the inspection report •v is atta.ched for yourrevi!'lW. Nine deficiencies were documented during this periodic il)spection. 

The 'previous inspection of this utility ..,as conducted on March 21, 2007. Six deficiencies were 
documented during that periodic Inspection and were corrected in a timely manner, · · 

. ' . . : . ·. -.· . -:• ' ·. . ·. . . ' . : ' . "-~ : . _;_ -. . 

As noted, nine defici~ncies were docunient~d during the inspection. . You are requested to 
respond to this. repcirt; outlining corrective actions for the nine cited deficiencies by July 17. 
·2009. Please provide your responses on the copies of the DE!ficiency Tracking Reports sent 
with this letter by completing the three separate- sections under the Response. heading for tlie 
cited d eticiency. · · · · 

If you' have imy questions or need additional information, you are welcome to contact me at 
(502) 564-3940. We appreciate your continued interest in the safe operation of your gas 
facilities. · 

;JASON R. BRANGERS, P.E., MANAGER, GAS BRANCH, DIVISION OF ENGINEERING 

Attachment: LibertyNaturaiGas 052709 Inspection Report 

KentuckyUnbrldledSplrllcom. . An Equal Opportunity Employer M/F/D 



... 
. :-

coiii1~QN~J:A~Tf19,F.~~NTYf~ 
·. PUBLIC SERVICE COMMISSION . ' - : ~ .. _, . . ' ' . . '. ' - . 

,. ;_· 

);:.:-/ 

'UTILITY INSPE.CTION.REPORT . . .. - . ·- . ···- ..... 

! 

· ~epo~·p.at~: 5(29i2pgs · . 
R~portNumber:· pberty'Natural Gas Og2709 
. ·- ~ ,: 

.... ' .• -.-_j';-:·- .:,·· . ',-· 

· · ·.··· .. ···a·Ru~F 
lnspect()r: Steve Samples 

Inspection .Date: 
\ ; . .-. . . . . . .~ '• .·-----·~ :. ' .. 

. T}ipe of Inspection: 
. ~ '._ . . . . . . ' . 

5/27/2009 .... 
. ~ ;- _.-.• .. : /?:" ::. . . . 
Periodic Regu!atory Compliance Inspection 

;.-

Applicable Regul~tio~s: 49 CFHPart191~1~2, and 19!1• . . . ,_. ;, _- . - ' . __ ' . . -, ·-- ;· .. - - . ' . ' 

' •·: . . .···INSPECTiON . --:·· 

[)es~riptlon of Utility: Municipal operator serving city of Liberty and surrounding area. 

Nu~ber of cJstomers: 556 ··. • 

Area ciio~~~ati~n: · Lrb,erty, KY .. 
's'·<p:.l··· s· :·.· . ' . ·Teica ... sEastemTran.~m.l~s,lon . . up . Y. , ourc~: . . 

;I 

.Distribution .Description: Steel and plastic distribution gas syste,m in Casey County operating at. 
. • · . · . . •• · . 240 P.SIG to 20 PSIG. . · · . . . · 

Workforce Summary: · 4 Gas Operator Qualified Employees and office personnel . 

. UtilitY R~p~ iri ln~p: · . ·.· Ro~nie W~s~~~. supervisor, and ~harlene Rodg!!rs (Ci~ Clerk) . 

.Date of Last Inspection: 3/21/2007 · 

.DTR from Last lnsp: · 6 

DTRs not Cleared: 0 

Summary of items and facilities Inspected: 
The Operating and Maintenance, Emergency, Damage Prevention, Operator Qualification, Public Awareness and 
Drug and Alcohol Plans were reviewed during the office visit. Also Inspected were records pertaining to leakage 
surveys and repairs, valva Inspections, patrolling, corrosion control, regulator Inspections, and odorant verification 
tests. The field portion of the Inspection consisted of Inspecting regulator settings, pipeline markers, mainline 
valve locations, meter Installations, and the point of delivery at Texas Eastern facility. 
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• 
.. ·.,-

. COMMONWEALTH OF KENTUCI<Y 
· Puelic s·ERVICE CoiVIMISSION . ··' . . . . -.. . ·:.... .. ·' 

. . . . 
''.' -· . 

UTILITY: INSPECTION RJ;POIU 
- .R~port Date: S/?~/~09~ .• , . . . . 

· Repqrt Number: ,(iberty Natural .Gas 0527,09 · 

. ·. .. . . .. .. . FINriirJ<3s · 

1 LibertY Natural Gas was not a member of Kentucky one-call system: 
., ~ - - . ,·_. ;. -· ·-' " + . 

2 Liberty Nl:ltural (3a~ w;:~s. not taking adequate precautions when working in·. 
hazardous slh.iatiohs. . ·. . . . . ., . .. . . 

3 Liberty N,atural Gal:1. system did not (]ave a Public Awaretless PlaiJ br n~coicisto 
iridi¢ate following a plan. ·.. • < · ; ·•··. • · • ·. · , . .-•, .. ··.,. _ · 

4 ub:~rty Na!ura) Gas wa~· riot c6nduqting leakage suiv~ys in th~ir bG~iness district 
. · ea~h~ear. . .:l- . ·. ·.. · · . . · .. · .· .. .· •.. · . .. · · .. · :~ ... -.. . . .· , 
5 · Uberty Natural Gas d1d not have records to indicate t~eir critical valves have been 

insj:le¢ted each year. . ·· · ' · ... ·· · · · . : .· 
6 LitiertY Natu~~f Gas did not take corrosion readi~g~ i~ 2ooa. . .. . . . . ' 

7 Rectifier readings wete taken by Mike White. He did not have corrosion operator 
ql!a!ifications. · · · · · · · > · · · · 

.a Libertyt-j~tural Gas did not have records to show they had tested their new 
segm'erits of main after a dig in. . . . . . . . • 9 Liberty Natural Gas did not review and update their ~~nuals annually. 

'· RECOMMENDATiONS 

City of liberty should correct lhe stated .deficiencies in ~ timely manner. . . 

ADDITIONAL INSPECTOR COMMENTS 

Ronnie Wesley was advised of the plastic squeeze off box at the Woodrum Ridge Regulator Station 
were they are squeezing off plastic In the same place periodically. It is standard practice in the gas 
indus!Iy, and normally a pipe manufacturer recommme,ndation, not to squeeze off pipe more than once 
in the same location. This should be replaced with a plastic valve. A follow up inspection will be 
scheduled. · · 

Submitted by 

Steve Samples · 
Utility Regulatory and Safety Investigator Ill 
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Report Number: 
DTR.Number: 

Liberty Natural Gas 052709 
1 

·.,) .· 

· Deficiency Tracking Report 
. . ' . . ' . 8 . Deficiencv Detiil .. ... .. ; 

' , Utility Date of ,,nvqstigation 
CitY of ~iberty Gas Company 5/27/2009 :<· 

... _. 
'· · .. 

... 

'Du~Date: 71171200.9 

. -"-' 
Jnv~s~Jgator · 

Stev!l Samples 
.. 

!49 CFij Part 192.614 Damage prevention program ... each operator of a buried pipeline ·must carry out, in 
accordance with this section, a written program. to prevent damage to tllat pipeline from excavation . · 
activities... · · · ·· · · :; · ·· · · · · · · · 

Deficiency: 
'• ',. ·' ... 

Liberty, Natural Gas was not a member of Kimtucky one-call system. 
. . . . ·. ;,- .. . ,·,:· . .. . . ... ~ . 

· .... · .. 
. · . 
. , ··. 

. . ,'·,· . 
.. · 

·. <· . . ;. :. 

.. ·' . 

. 

Re!nlonse (attach additional page~ ·as necessafyl .. · . '•"'· .... ·· ~" .. ·. .,. ·· · ·· · 

. . · .. 

1) Explain why the. de,;~i~~cy odc~;..d:]~clude Jnfonii'ati~n abo~! ~hat caused the deficiency and V(hyJl\'mSJ!olde!ecte'<!-:--,-. --.·'"". 7. _.,..,..,..,......,--,--·: 

.. by-the-utllity,-(AUaclrextra-pages as necessary) · · • ·· · ·": :··: • · .... ·. · · · · :: · · · . · :· ·· ' · . ·• . 
,··· 

2) Explain actions taken to correct the deficiency, Including utility's responsible person, actions taken, and when It was (orwlll be) 
done. (Attach extra pages as necessary) · · 

. 

3) Explain actions taken to prevent the deficiency from occurring again, Including utility's responsible person, actions taken, and 
when ft was (or wlll be) done. (Attach extra pages as necessary) · · 

Response Provided By: ----'-------- Response Date: 



!, ·. 
Report Number: L.lberty Natural Gas gs2109 Due Date: 7117/2009 
DTR Number: 2 

· [)eficiel')cy Tracking Report 

• Deticii:mcv Detail . ',) -.· .. ,. ,._ . . 
·., .. · .. 

-

\ 

.. Utility Date of J•wl!stigatloi:J l.nvestigator -
. .. 

· City cif Liberty Gas Company . 5/27/2009 steve Samples 
.'' ;. . .. 

49 CFR Part.192.605(b)(9) Taking adequate precauti~I)S in excavated trenches to protect personnel from 
the hazards of unsafe accumulations of vapor or gas, and making available when needed ;~t the 

· excavation, eniergericy rescue equipment, including a breathin · · , . · : · 

· Deficiency: · ·• · · '. •·• ·. · ; · ·. :· . · >' • · · ' . . . . 
Liberty NaturEd Ga.s was not taking adequate preqautionswhen working in hazardC?US situations .. 

. . . . . ' •. .·.. ·'.: : '··. 

. :• .. ,·,.: . . ·. :•··<· ..... 
'\ .·· ··i··.' ·•. .•... " ;· ·•· ·,lfRepe~tDeficlency,DateofLastDTR: 

Rescbn~e Cauacil aciditibnaJ paaE!s is'rtecE!ssa&> ... ·· · .. 
. 1) Eopiain why.iheci~fidency occu~e~- include fnfonnatl~n about w~at .;_us~d the deficl~ricy anci whX.it was no.Ldetecte:d.,.,=~,...,,--'-r __,.,.,.....,.__....:., 
by..th~:Utili~Attaeh-extl'a1lagefi11s-neces~) ~. -·-- · · · ·:·· ... ·· · -· . ' .. _ . 

. . -~· . -.·- . ",>e \• 

L---------~----------~--------~------------------~ 
2) Explain actions taken to correct !lie deficiency, Including utility's ·responsible person, actions taken, and when n was (or will be) 
done. (Attach extra pages as necessary) · · · · 

-·.· 

3) Explain actions taken to prevent the deficiency from occurring again, Including utility's responsible person, actions taken, and 
when it was (or will be) done. (Attach extra pages as necessary) · 

Response Provided By: ---------- Response Date: 

~ Slgn~ture: 

~ 



'•· ,- . 

• 

. ';' 

~~p~~ ~umf!er: 
... 

Liberty Natural Gas 052709 . Due Date: > > 7117/2009 
DTR Number: 3 > > 

. . . . ·. 
•,i ,_-. :,. ·-: : ) '\ _::·· . ,.: ... 

OeficieliCy Tracking Report 
' . ,., . _, 

a plan. 
/,·. 

. ·.· :;·-· 

• .. ·· 

2) Explain actlpns taken to co""ct the. deficiency, Including utility's responsible person, actions taken, and .when it .was (or \Yilf be) 
done. (Attach eJdra pages as necessary) . ·.. · · · 

3) Explain actions taken to prevent the deficiency from occurring again, Including ufilitY's responsible person, acfions taken, and 
.when it was (or Will be) done. (Attach extra pages as necessary) 

Response Provided By: -------~-- Response Date: 

• Signature: 

·,; 

-:.-'?: . 



I 

· • Rep~rt Num~ar: Liberty Natuial Gas 052709 
•• • J • • • '· ·.) ' ••• 

..... 
·Due Data: 7/17/2009 

:;·; 

" ,. 

DTR Number: 4 
:•. 

b~ficiency Tra<;:king Report 
:. -- -: -:;-" . .•. 

._ .... 

·:-' ·. ,· .· 

.'.;·.,<: : : .• • ·· ' UtilitY Date oflnv!l~tlgation . ·Investigator 
.:'City·of Liberty GiJs Company : ,,. 5/2,7/2,009 · · · Steve Samples 

Regul~tion •· · · . ··.·• · .: ~·{' ; · ·. · ··'.· ,. • · 

j49 CFR Part 192.723 (b)(1) A, leakage SUI\(ey with leiilk detectorequip,mentmust be con!fucted in . · · 
business districts, including tests of the atmospher~:~,!n gas, el~ctric, telephone, sewer, and w~ter system 
manholes,.atcracksinpavementandsidewalks;·andat · ·· ... · > .. · ' .. . ·: .• · · .· . ,. . ' ' 

..... \_·. 

•, ·._-. 

. ' 
·sunieys 
-:/' _._._ .. 

l 

'.·"· 

,.,_ ,· .. _ .... -.·-· 
,'' 

district e11ch year . .. . . . . .. ~ ,. 

· .. 
. ' ·~ ' . 

. 2) Explain actions take .. to correct tl)e deficiency, Including utility's respansi~le person, actions taken, and when U was (or will be) 
, ·dane. (Attach extra pages as necessary) · · . • · . . . ·. . . · ' · 

3) Explain actions taken to prevent t11e deficiency from occurring again, lncludl~g utility's responsible penian, aCtions taken, and 
when it was (or will be) done. (Attach extra pages as necessary) · 

Response Provided By: Response Date: ----------------
~Signature: 

·,'' 

'·,· 



.. 

Report Number: 
DTRNumbe" 

·_·. 

Liberty Natural Gas 052709,, · 

5 
. .r· .. 

Deficief19Y Tracking Repo'rt . 

Due Date: 7/1712009 

lfj · Deficiencv Detail · .. 
" 

.. . . ·• •• ·) .. f 

-· 

. 

Utility Date of Investigation Investigator 
I' 

'City of Liberty Gas Company _5/27/2009. -~ -- . Steve SE!mples 
. 

. -... , . . . 
Regulation· · ' . ·. _· .. 

49 CFR, Part 192.747 Eacn l(alve ... must be checked and serviced at intervals.not exceeding 15 months, 
but at least once each calendar year. · ·. · · 

.- ,-. 

Deficiency: 
_,_ •. 

. 
, . 

liberty Natural Gas. did not have records to indicate their critical valves have been inspected each year. 
• .- • ' • • • • - - --~- c • • ,·· 

<- - ... ; 

' .. _\ 

. ' .. ,:'!fRepeat Deflci~hcy, D~te of La~t DiR: · 

Re$'ponse iattacha~ditional pages as necessary)·.. ..•· ... - · .. :.· 

ll ii.p;~Jn why ihe d~flcie~cy becu,.."ci. Include Jnfoni;~tlon abo~t wriat caused th~ deflclencYJI.ficl.:,b\UI.WaS-notdeteclec!.,...~-:"~....-'"'7:~..,..,...,....,. 
by-the-utility';'(AttaclreX!m-pages as necessary) · · · ·• · ·· · · · 

.· . 

2) Explain actions taken to ccrract the deficiency, Including utility's responsible person, actions taken, and when it was (or will be) 
done. (Attach extra pages as necessary) . · · · · · · 

3) Explain Olctions taken to prevent the deficiency from occurring again, Including utility's responsible person, actions taken, and 
when H was (or will be) done. (Attach extia pages as necessary) 

Response Provided By: 
------------~--

Response Date: 

~~Signature: 

'<&/ . . 



.. Report Nu.;b~~: 
DTRNumber: 

Uberty Natural Gas. 052709 
6 

; Deficiency Tracking Report 

.'. 

Due Date: ·• 711712009 

Jtl) Deficiencv Detail . ·. 
•. Utility .. Date of Investigation .. Investigator 

0 

• ·Ci~ of Liberty Gas Company . 5/27/2009 Steve Samples . 
... • 0 

" 
Regulation · 0 ' ·o 

~9 CFR Part 1.92.465 External corrosion control: Moriitqring ... (a) Each pipeline that is under cathodic 
protection must be tested at least once each calendar year... · · . "" '. . . . . 

Deficiency: 

Liberty Natura) Gas did not take corrosion readings in 2008. 
', -.' , •. • •• ,,,:·- ,· • • • _... ( c • • 

.,_ 

.· 

··.:.· If .Repeat.Deficlency, Date of Last DTR:. 

Respons~·catta-ch additioh~ol page~· a~ necessari\.. . . . . . . . . . 

. ,. 

", • . . • .• '-~· .. :,;.--_:·.-- ·_ ' ' l,_-·· .• ·.-:\l' ... · ·• ... -· -.. -.. ' . . . . . -
. 1) Explain wliy the deficiency occurred. Include Information about what caus&Ui.<L<l!!ficle.l!l'Y-"qd.whll)lwa<W~o~detectedl-,., ...• ,..~~,_.--.,....,.,.-;., 

-by'tJr<nJtlllly:'{l\nacn exua pages as necessary) · ·· ' ·. · · · · · • · · ·•· . · 

: 2) Explain actions taken to correct the deficlency,ln.cludlng utility's responsl.ble person, actions taken, and when it llias.(orwlll be) 
done. (Attach extra pages as necessary) · · · 

3) Explain actions taken to· prevent ille deficiency from occurring ag~ln, Including utility's responsible person, actions taken, and 
when iiwas (or will be) done. (Attach extra pages as necessary) . 

Response Provided By: ---------- Response Date: 

~lgnature: 

. -~ 



Report Number: Liberty Natural Gas 05~709 
.7_ 

Due Date: 7/17/2!)09 
DTRNumber: 

. -~ · · 'Deficiency Tracking Report, 
' ~ ,• . 

j) Deficii:mcv Detail. . . . .. 

.. 

··· Utility' Date of Investigation lnyestlgator . 
City of Libeity Gas Company 5/27/2009 ·Steve samples 

., 

Regi.datlon ·;,··:''. : · 
149 CFR Part 192.805(b) Qualification program ... (b) Ensure through evaluation thqt individuals 
performing covered tasks are qualified; · ·· ·· · 

• • • ! : • • • • : • 

Deficiency: 

operator 

-' .· 
-'· 

. ,•, 

.. 

. 

... 
'·· 

·. 

2) Explain actions taken to conect the deficiency, including utility's responsible person, actions taken, and when n was (or will be) · 
dane. (AHach extra pages as necessary) ·' · • · 

3) Explain actions taken to prevent the deficiency from occurring again, Including utility's responsible person, actions taken, ·and 
when ~was (or will be) done. (Attach extra pages as necessary) 

Response Provided By: Response Date: ----------------
~gnature: 

-· .. 

.. 

_ ... 



. 
. .. f 
R~port N~mber:, 

DTR 1\!umb,er: 

Liberty Natural Gas 052709 
8 ... 

• I.,-
· , · Deficiency Trackirig ~epbrt 

· oefii:iericy'Detail 
-:~·. 

.. . ' : .'·<:'.\• 
. ·-: 

' .. t' ·-, 
. ' .. · 

· · · .· · · . Utility Date of IQvestlgatlon 
City of l-iberty Gas Company · .. _;; 

···s127~2oo9 

Due Date: 7/1712009 

:_ ·'-;::_.-·· 

lnvestigl!tor 
·,Steve Samples 

49 CFR Part 192.503(a)(1) No person may operate;;. Mw seginent of pipeline, or return to service a 
seg111erit of pipE)IIne that has bee~ relocated or replaceil, until-l.t has b. !'len tested in accordanc;:e with this 
sUbpart and Sections 192.619 to substantiate . ' · · . · • . · .· · ·." . · · · · . · · · · · · 

. . \ . -l . . . . . . . . . 

.. ; 
'. 

:·· .. ,·.·.· . ... 
. ·, :· ·-·- ( . 

· Liberty N~tural Gas did no\ have records to show they had teste.d their new segments ()f 111ainafter a dig 
in: >: ·:.·· ·--_._J'/' "· .. -:··, :.::_~.>._ -.·._. .. ·_:.-:··::)-> · ·----:'.: >_ -·:, _.· · .. _ · .. :.::::r_-~:-: .. _ ·_ :~~ .. ~-~-- .. ·.- ). __ , .·._:';·: ...... -·.' ', \ . ... . . . ... -,_. . ,• 

.·· .. . .-'. ,. ! ·' -·, \'- . .... 
. .. ,, ·.·'· .. 

i·.'. ·-; .. ~ .; . 

RespC>n~e !attach additional pages as ne~~ssa.VJ : . . . >· ·· · 
1) ~lain \vj;y\i,~ de~~en.;; o·~~a~ in'a~de i~ro(r;;~ti~n abo~~·~~~~ ca'~~~il il;~ ~eflcl~n~ a~ :t;y ~.:.a. n~t ~c;leL.!l .. ·,...,.-'--_,.~..-,-.,...,...~---,. 

.. ,;)uhB,utUil}4.(AttacJ!.exba-pages-as·necessary) .. . .. · •. " · . · · · .. ·. · ·c • , .. · · .... ., ·· · 
._,,. 

·' 
•,c 

~ _; . 
. ' ,·. -. .. 

··. ·' 

' 
~- '· 

·.'· 

2) Explain ac!Jons taken to correct the deficiency, Including utility's responsible person, ac!Jons taken, and when n was (or will be) 
done. (Attach extra pages as necessary)· · . . . . .... , 

3) Explain ac!Jons taken io prevent the deficiency from occurring again, Including utility's responsible person, ac!Jons taken, and · 
when n was (or will be) done. (Attach extra pages as necessary) 

Response Provided By: Response Date: ----------------
~Signature: 

'· 



. • 

,, -_;·,•.: .. 
Report Nu111ber: Uberty Natur~l Gas 052709 ·DUe Date: 
DTR Number:. .~ ; .·. . .- -: '·· '·, 

•.'· beficie.iicy Trac~ing Report 
Deficiency Detail . 

. ·.•· 

· UUiity Date of lnve!!tlgatlon . Investigator 
· City of Liberty Gas Company ·5/27/20Q9 Stev~ Samples .. 

Regula~!on 

49CFR Part 19:;!.605(a) Procedural manual for operations, maintenance, and emergencies ... 
. . ~- :' . .:• . \ . . 

_: .. 
Deficiency: .. · '· · · ·.> , . 
Liberty N;~tural Gas did not review and update .. their manuals annually, 

" . . . . ' . . ' ' . . . . . ' ' i~ ; . . . - . '' . . . . ' 
.'\,;_. •:' ·.·· 

. -. ·.­. ,-. 

· .. : 

.··-· 

·'· 

. :-.'. .; . 

..... _ 

.' .... 

. ·· .. 

7/17/2009 

2) Explain. actions taken to canect the deficiency, lnclu~Jng utility's responsible, person, actions taken, and when ft was (arwlll be) 
cane. (Aftach extra pages as necessary) · · .. · · · · · · · 

3) Explain actions taken to prevent the deficiency from occurring again, Including utility's responsible person, actions taken, and 
when ft was (or will be) dane. (Aftach extra pages as necessary) 

Response Provided By: ---------- Response Date: 

illl Signature: 

;: . 

•, '• 



APPENDIX I 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE 
COMMISSION IN CASE NO. 2016-00391 DATED DEC 0 1 2016 



. IVO. n!U y, ~ 

. . 

cJt·{J/-·. ~--_.·· -· . 
. . /h~j . . .. ·u 

. . ' 

. · ... 

' 1. · SCOPE 

. ' 

L.- ..• 

a. Miles :~;!Jip~~ lnsPe9Fed I . 
b.. Pereent of sy8ti!Iri i!lspected · 'ZO 'lo 
c. ·l.'fQIIJber of-serviceS inspeCted _ _..,3.,.0'::----,,-­
d, Percent of tot4J sefv,i,ces 

a. Nu.tnber of leaks detected· 
b. . Nun1ber ofpi.Penne leaks 
c. Number ofservicesleaks 

• ·.d. :Nullilier gracte ''I'; ieaks · 
· . e. Nmilbet grade ''2;, leaks 

f Number grll(!e ''$~'leaks 

. · .. 

0 
0 
0 
0 
0 
0 

CLASSIFICATION ivfETHOD 

11. Class "1" leaks 75% to I 00% CGI Meter 
o. Class ''2~' le$11~% to 75% CGI Meter 
c. Class ''3" leaks 0% to 15% CGI Meter· 

Name of Company: City oftibert;y 
P.O.BOX127 
Liberty. KY 4l539 

·, 

. ·. ";, 

The City of Liberty has been divided :into five (5) parts because we have 1i.'\fe meter 
books. · · · . 

Date of Survey: 8[i1.;{ II£ 

1. Plus Business District and Schools. 
2. Book; I. 

:r .-.... :--

·,' 

· .. 

.•·. 
·.·' 

·.· ·· ... 

-City Hall P.O. 8ox121 liborty, KV 42539 (606)787-9973 Utifilles (606)787·6691 Fax(606)787·799a TOO #1·800·247·2510 ,, 



'·' • . --
.. ~ 

·' . 

. LEAKAGE SURVEY REc4> 
.. ·· .. 

1. SCOJ;>E 

a: ~~of,~ipelincin5pected .· -~',_,_ .. __ 
b. Percent of System inap~cted . fiiJ 'lo 

·· · •·· c. Numb~· of services inspected -...!~.!!!()OL...--­
. d, Percent of total services 

"U·:JLIV r,J 

; .. 

~----~~~RES~!~~--~---~----·~. ~-.. ~.-~----~~~~~~~~--~----~~·~--
··;.-;. ·:· '. 

a. N'mwer of kales det~ted 
b. N~ ofpipellne ieaks 
c. Nuriibet of senrices leaks 

· d. Number ~!lde ~·1 '?leaks 

0 
0 
0 
0 

e. lll'umJler grade "2': leaks 
f. Nuinber grade'~" leaks 

0 
0 

CLASSIFICA-TION M&THOD 

a. Class "1" leaks-?5% to 100% CGI Meter 
b. Class "2" leaks lS% to 75% CGI Meter 
c. Class ''3"1eaks 0% to 15% CGI Meter 

Name of Company: CltY ofLiberty 
P,O,BOX127 
Liberty. KY 42539 

The City ofLiberty has beert divided lnto five (5) parts because we have five meter 
books. 

Employees: ~ Oantn M!UJ 
1. Plus Business District and Schools. 
2. Book; 4· 

CitY Hall P.O. BOlll27 Liberty, KY 42539 (606) 787-9973 Ulil!lies (606) 787-6691 Fax (606) 787-7992 TDD # l-800·247·2510 4 



- • • 1 - ' ._,, 01 .. I ~ ] NO. ~llU r. 4 

L'B.AKAGE SURVEY RECAP 

1. SCOPE 

a. Mll~s of pipe~ illspected. '/ · 
b, Percent of system ~ected · QO i)li 
c. Ntimber o:fservlees inspected _ _,.8!.\!.o __ _ 

d. Percent of total ~lirjliceS ., .. , 
--~~~--R&sur.r·~~_;~,~·~~~--~~~~--~~~--~--71~~ 

a. Number of leaks detected (J 
b. Number ofpipellne leaks ·a 
c. Number of services leaks ~___,0<----
d. Number ilrade "1" leaks. 0 
e. Number grade ''2" leaks -~0--
f. Numbe.i- grade ''3" leaks ~,--:De.,_ __ 

CLASSIFIGATION METHOD 

a. Class "1" leaks 75% to 100% CGI Meter 
b. · Class ''2" leaks 1$% to 75% CGI Meter 
c. Class ''3" leaks O% to 15% CGI Meter 

Name of Cotnpany: CitY ofLiberty 
P.O.BOX127 
Liberty. KY 42539 

The City of Liberty has been divided Into five (5) parts because we have five n:teter 
books. 

Dat~ of Survey: 8@1/1'/ 
1. Plus Busmess District and Schools. 
2. Book: J. 

V Hall P.O. Box 127 Libecty, KY 42539 (606)797-9973 UHiifloo (ij06)787-669l Fax [ij(]6)787-7992 
~ 

TOO II 1·800·247·2510 ,, 



. ,. 
- , • ~ .-' Oo o " ... I • 1 

LEAKAGE SUR.VEYRECAP 
. . . 

1. scorE 

a, Miles of plpeJine inspected I 
b. Percent of syste.¢ inspecte,d ,ao "'o 
c. ~ber.ofservi~es inspected...:..:.· . ..:..· ·--='1~'"~-­
d, Percent liftotlll services 

' ' . . . ,. 

IV 0, ~ L I V r, ·' 

. ,. 

---~~ . nuo~rr·~~~~~~~~-+'~~~~~~~~~----~~~---~a·l:I-J.-1.~ .·. : ·" 

•• 
a. · Number of leaks detected 

. b. Number QfpipelhJe leaks 
c. Number of services leaks 
d. Number grqde ''1"100ks 
e, Number grade 1'2" leaks 
£ Number grade ''3~'leaks 

CLASSIFICATION METHoD 

D 

·o 

a. Class "1'~ leaks 75% to 100% CGI M.eter 
b. Class "2" leaks 1 S% to 75% CGI Meter 
c. Class "3" leaks 0% to 15% CG!Meter 

Name of Company: Cifr ofLlbWi 
P.O. BOX 127.:, . -
Liberty. KY 42539 

The City ofLiberty has been divided into fiw (5) parts because we have five Jlleter 
books. 

Date of S11i'Vey: . B,/;.1 b'! Bmployees: IJ»riJI fltmocf 
1. Plus Business District and Schools. 
2. Book: '{. 

lit 
lyHall P.O. Boxl27 Liberty, KY42539 (606) 787·9973 UIIUUes(606)7B7-6691 Fax(fl06)787-7992 TDD/1 1-800-247-2510 ,, 



~~Hall 

1. 

.·; ' . 

. , • v ._' "' • , Y I ~ _1 VI ~ f V C I ~ Y 

... ; ·. 

( 

., 
'-.-. 

. . :--~ . 

.LEAKAGE SURVEY RBC~ 
.. 

. '· 
... 

" ~ ' .. , :.' . :' 
.. · . 

SCOPE . . ·.,.·-

··-, 

· a. Mu~ of p~pelille ~pected . ---;. ·'7:·;;:!/c.;;· ;-"''--
b. Pereent of system inSpected : 3D i11D . 
o: :NuiDbei: ofselvlces irispected __,:,...~.i ... ro4-,..,.· _ 

.· d. :f.l~rcent oftotiu services .. · . 1 · • · • · 
.. ·:· .... : •' ' 

.·· . 
) · .. · 

.. , . : -.: ~·. ·.. . .. " ·. - . . . 

a. Number of leaks detected 
b .. Number ofpip~eleaks 
c. NUD;Ibet o~ serVices leaks 
.d. NtiJllber gmde "I" 1~ 
e .. ,NiimbeJ; gmde"2" leaks. 
f. Number grade ~'3"leaks 

() 
0 

0 
0 
0 

CLASSIFICATION ~THOD ·.· ... 

a. Class "1" leaks 75% to 100% CGI Meter 
b. CJSss "2" leaks l.S% to 75% CGI Meter 
o. Class ''3'; leaks 0% to I SCM, CGI Meter 

Name of Company: CitY ofLiberty 
P.O.BQX127 
Libertv. KY 42539 

No. 'JllU r. b 

, .. · 

,· 

' 

. '. 

The City of Liberty has been divided Into five ( 5) parts because we have .five meter 
books. · · 

Date of Survey: _._~8a.t~a1:.t.;h:..L'f __ Employees: ~&:!!!m~n.:.!lta~f __ _ 
1. Plus Business District and Schools. 
2. Book:_£_ 

~· 
P.O. Sotl27. Liberty, KY 42539 (606) 787·9973 Utilities (606) 787-6691 fax(606J 787·7992 TOO 111·800•247·2510 liP' 



.. 
· .n~o;Jl.JV r. I 

LEAKAGE SURVEY RECAp 

1. SCOPE 

, a. Miles of:pipeline inspected . ; I 
· · b. Percent ofSystem inspected --. a=-=o'-;;17.;-p --

. c .. Number of services. inspected+= .. 
· d, Percent of total services · . · ... 

. . . . ':~ ···:·· :. . .. : . ' ... 

RESULTS ·· ··. · . ' 2. 
·•.· 

a. Nlll!lbex of leaks detected 0 
b. Nlll!lber ofpipellne leaks ----'0~-._.,. 
c. Nlll!lbet of semces leaks 0 

.d. Number grade "1~' leaks --._..0L· ---

e. Nw:riber gtade ''2;, 1eatm 0 -----"'---f. NU!llber grade "3" I~aks · _ _,_0_--

CLASSIFICATION METIIOD 

.a. ·Class "1" leaks 75% to 100% CGI Meter 
· b. Class "2" leaks 1$% to 75% CGI Meter 

c. Class "3" leaks 0% to 15% COl Meter 

Name of CorupiUly: CW or'Ll'berty 
P.O.BOX127 
Liberty. KY 4lS32 

The City o~Liberty has beett divided Into five (5) parts because we have five meter 
books. 

Date of Survey: 1/a!£1!3 Employees: fire; ~fJ/1 
1. Plus Business District IUld Schools. 
2. Book; ___L_ 

... ·· 

ity Hall P.O. Box127 liberty, KY42539 (606) 787·9973 UUIIII0!(606)78H691 Fax(606) 787-7992 TOO# 1-800·247·2510 0 

'· 



.. 

LEAKAGE SURVEY REcAP 

1. SCOPE. 
'·' i ·-

a. Miles ofp!p~e fuspected · I 
b. Percent ofsysteni inspected · · @ "lo 
c. :Nuniber of serVices' inspected _.:.~ll_,s"' __ _ 

· · , d, P~cent ~;f~~t~ ~~·~. . _. '-. '-' ·:._·' ..----,--

.2. ·RESUL · · · 
. .. . .. . .... __ , ·-- .. : . -~ . .. 

a. NUmber of leaks d~tected 
. b. Nui$:r ofpipelliWiea!ci · 

c. Nmnber of serVices leaks 
· d. N~er grade ''1'; leaks 

"· Number w.ru!e .''2" ~ 
f. Number grade "3" leaks 

_t . : : ~ '; . .· •· . ' ' 

CLASSIFICATION METliOD 

0 
0 

a. · Class "1" leaks 75% to 100% CGI Meter 
b. Class "2" leaks IS% to 75% CGI Meter 
o. Class "3" leaks 0% to 15% CGI Meter 

Name of Company: Cit\rofLiberty 
P.O.BOX127 
Liberty, :({Y 42539 

'110, ~LIV r. 0 

·:. 

·'· 

•'' ·· .. . .. 

The City of Liberty has been divided into :five (5) parts because we have .five meter 
books. · 

Date of Survey: 1/arbJ Employees: {):gr(JJJ fJfwDod 
1. Plus Business District and Schools. 
2. Book; ...!:L_ · 

ily H~ll P.O. Box 127 Uberty, KY 42539 . (606) 787-9973 A Utilili" (606) 787-6691 Fax(606) 787-7992 TOO #l·B00·24N510 11fl" 



.. 
I' 11&.1 HI y '-~ .1 v r L. r u c r ~ y ·No. mu r. Y 

LEAKAG~ SlJRVEY RECAP 

. 1. . SCOPE 
·.·_. 

· · a. M.iles of pipeline i!l~pected • l 
b. Perce:ni: ofliysteril.inBpec;:ted ---:;a~Q"'"lo,...-'---

. c. Nuri).bel' of services mspected _ _,.30~--"--.­
d, Percent of total services · 

... ; . . · __ ,'· _;·· . . '.'~<~- ;' .... - . 
' ., .. 

a. Number of leaks detected 
. b; N~ber of pipeline leaks 
c. Number ~f, S!)rvlCes leaks 
d. Number gi-ade "1" leaks 
e. N~bet grade "2" leaks · 
£ Num~r grllde ''3" leaks 

·. :-

CLASSIFICATION METIIOD . 

0 
0 
(J 

0 
0 

a, Class "!"leaks 75% to 100% CGI Meter 
b. Class ''2" leaks IS% to 75%.CGIMeter 
c. Class ''3''leak.s 0% to 15% CGI Meter 

Name of Company: Cjt'y ofLiberty 
P.O. BOX 127 
Liberty. KY 42539 

; ' 

· The City of Liberty hilS been divided into five (5) parts because we have five meter 
books, 

Date of Survey: -~'-1-0RIS/[.l.Jiafl-..-_ Employees: 1~ /JdfMJ 
1. Plus Business District and Schools. 
2. Book: I. 

'• 

., 

:ily Hall . P.O. Bo~ 127 Uberty, KY 42539 (606) 781·9973 Utlllllos (606)787·6691 F"ax(606J 787·7SS2 TOO# 1·800·247·2510 0 



• 

JVU,:JLIV r. IV 

- -_1 

LEAKAGE SQRVEY RECAP 

. f. SCOPE 

. '·. 

2. 

· ii.' ¥&s ofpip~e fuspected · I 
· b. Pe~ofsY$teminspected · fl(l'liJ . 
. · c. NU!I)ber of services lnspectecJ _...J'I£~-· __ 
· d. Percent oftotals~s 

.. . . . ;'. · .. '·' . 
'·-- ·-· 

. : ·• . -· . . .,,. . '· . . '. . ·. . ~ .. 
' - --\ ... 

· a. :Number of leaks detected 
· ' b. Numberof pipe~ leaks 

c.. . Nunibei of services leaks 
d. Number 8mde "1, teaks 
e, Num!Jer gra4e ''2" leaks 
£ Nlllllber grade l'3" leaks 

0 
0 
() 

0 

· CJ..ASSIFICA'tiONMETHOD .. 

a. Class "1" leaks 75% to 100% CGI Meter 
b. Class ''2".Ieliks IS% to 75% CGI Meter 
c. Class "3" leaks 0% to 15% COI Meter ' . 

Name ofCompll!ly: Cjt,YofLiherty 
P.O.BOX127 
Liberty. KY 42539 

:-.. : . 

-,'. 

The City of Liberty has been divided into five ( 5) parts because we have .five .meter 
books, 

. Date of Survey: -.~.'l.pjB4-.h.uiJ.___ __ Employees: IJrJN.W fJJililltd 

1. Plus Business District and Schools. 
2. Book; tf 

.-.·. 

. · .. 

. .. 

.··, . 

,1\ ty Hall P.O. Box 127 , Llbell)l, KV 42539 (606) 787·9973 Utilities (606) 787-6691 FaH(606) 787-7992 TOO 11·800·247·2510 w.,. 



''"'-"11, ~~~1,VI L.IUt:.TLY 
J . ~ c 

-~ . 
-· -· ·--··· 

·.• . _; . 
··''· 

·.• .. 
. 

~EAKAGE SURVEY RECAP 

,I. 

. '• 

·: i ·•.-, . 
• __ i ·• 

SCOPE 
~· . 

RES'{:If;;-'1'1 ,. ·· · ···· •· . ·... ,. : 

a. Num~· ~fie~ d~tected 
. b. Nwtibef9iiJipeline 1ea1cs· ·· 

,c. Nunlber ofserirkes leaks 
d. Number gtacie "I" leaks · 
e. Nuwher gra~e 1'2".leaks 

, f. Numbergiade "3" leaks 
. .. -.... . 

. 

.I 
0 
I 

0 

CLASSIFICATIONMETIIOD 
' . 

· lj. Class "I 11Ieaks 75% to 100% CGI Meter 
b. Class ''2"leaks 15% to 75% CGI Meter 
c. Class "3''leak~ 0% to 15% CGI :Meter 

_. Name of Company: CitY ofLiheey 
P.O.BOX127, , 
Liberty, KY 42539 

... · 

·No.'J:tiu· r. 11. 

'· 

-~ . ,,· 

: .. 

·., ' 

· .. ' 

... -..... 

· The City of Liberty hilS been divided iirto five (5) :{!arts because we have five meter 
bpoks. · 

Date of Survey: _..JCw/f-..l&~/r-:lo<dLiw.l_ Employees: 

1. Plus Business Dlstrict and Schools. 
2. Book: /. 

.... : 

•)" 

....... -.-. 

..-: 
Cily Hall P.O. Box 127 ll~ny, KY 42539 (606)787•9973 Udlllles (606) 787;6691 Fa~(606) 787-7992 TOO 111·800·247-2510 ,, 



•.• "' ... .... , v , v , • v L, 1n . " r l y v 1 L 1 ~ e r l y ··•· -No,!lilO r: n 

.... , 

., ' 

; .. ·. ·,. _., 
. ·,•·. 

.. . .. ' 
::. 

LEAKAGE SJlRVEY RECAP 

. '· 

' 1, SCOPE 
. ,•. 

•', 
·• 

·." .. t~:.-: 

·.·. a. · Miks ofpipellnewspected _· __,·-o:l~. _...,;.., 
' . b. . l'ercc:rit of systetn lnspectep ' . _ _.,a""iJ"-')t.::.o_,.....:.. 

c. Nllll}ber of seiViceii inSpected .,.__.L)E.f}IL().......,.'_. -
d. Percent of total services· · ·• · · .... _;. ·. . .. . .. ' - : ··.·, .. ' .· .... . · .. > 

a. · Nuil!ber ofleaks detected 
· b. :r.TuiDbiir of pipeli.Jle ie8ks . 
· c;. Nurillier of services teaks 

d. Numb~ gtade 1'1''Ieaks 
.. ·. e. Nwnbe{grade ''2;: leaks 

£ Number grade "3" leak& 

CLAsSIFICATIO~tMETitOD , .• -· 
~ . . . ..... . "· . . . ~ . 

q 

0 

a: Class "1'; !Cales 75% to I OO'Yo CGI Meter 
b. Class "2" kaks 1~% to 15% CGI Meter 
• c. · Cl{lss "3" ie&ks o% to 15% CGI Meter 

Name of Company: CitY ofLlberty 
P.O.BOX127 
Libertv. KY 42539 

...... 

·.: 

.. , . 

.. ' 

c .. 
·.·. 

'· . 

The City of Liberty has been divided into five (5) parts because we Juive five meter 
books, 

Date of Survey: ~~II Employees: 

I. Plus Business District and Schools. 
2. Book: p.( 

.. '.· 
' 

.,,. 

' ' ' . 

. . ·' 

'· 

. . ~ 
. ·. -

lit 
;ny Hall P.O. Box 127 llb<rty, KY 42539 (606] 787·9973 U!llltlos (606)787-6691 Fax(606] 787-7992 TDD#l·B00-247-2510 ,, 



•••g• .._.._, .LVI"' ·T•VJI!JI No.~ZlU ~. jj . . 

,•,.· 

·- :: .. 

... · 

··~ 

.. -
LEAKAGE SURVBYRECAP 

_ 1. SCOPE 

·a, . Ivfiies ofpfpelin~:·fuspected l 
' b._ . :p~c~nt of syStem inspected @ 'lo 

c: Nui:nber of servi~~ ipspeet¢ __ . _.1_..S:::---'-'·· _ .. _ 
d, Percent of total semc~;:~ : ... _ _,..;...;;:_--,--:._ 

·.,·.- . . -·, .. 

·· a. llilllnbl=r of Jellies detec~ 
b. N-~r o:f.PipeJilie teaks . 
. c. Number of services leaks . 
it Niunber gr~de ~·1" leaks 
e. Number gtade ''2" leaks 
f. Nlltllber gi-ade_"3" leaks 
. - . ' . :- ~ ' ' ' ': 

0 

·0 
() 

D 
CLASSIFICATION MET,HOD . '\ 

a. Class "1" leaks 75% to 100% CGI Meter 
b. Class ''2" leaks 1 S% to 75% cGI Meter 
c. Class ''3" leaks 0% to 15% CGI Meter 

Name of Company: CitY ofLiberty 
P.Q.BQX127 
Liberty. KY 42539 

The City of Liberty hilS been divided into five (5) parts because ·we have five meter 
books, 

Date of Slll'Vey: 6,/g('b i I Employees: 

1. Plus Business DiStrict and Schools. 
2. Book: Q+lf-

. ·-.,,. 
·-. 

-City Hall P.O. Box 127 liberty, KY 42539 (606) 787·9973 Ulilltie5 (606) 787-6691 Fa~ (606) 787·7992 TOO /11•800·247·2510 ,, 



··-:<>· . .c..c.• '-v.1v. """f•V.JIIll ~ '-'I_LY Ul .L..!Der1Y 

II·'·. 

,., 

. •'\. 
. 1 .• 

;: .. 

LEA(<AGE SJ]RVEYRECAP 
. :: 

''·. '";'' 

· ..... ·.· 
. ,SCOPE ···.· . . 

· · .. · a. Mneli pfplp~~.~P.~ct¢d Y 
· . b. · Pen;ent ofsysteni: inspected ·., 7& 'lo 

'' c. Nuriiber o:f servic.es !rispected · 1 oo · 
d, Pei:ccnt of total serVices 

··:-

' . 

.. 
,:·. 

No. 7£.1 u r. 14 

.· •, 

·, .. 

:'. 

. ·. : . . ~ -:. : • '· . •. :, • . • . ·. • : ... ; ! . ,, : . . ,. ': 

~--~~~nu~~·-·~~··~·~··.~·~~~~~~~~~~~·~·~~~~~~ ,_ ~g-~'l=li . . . : ·~ ·. . - ··.:;: '• . ' .· "· 

. . a.. ·:N~~: oflllllks detected 
··•. b. Nl.UI!ber of pipeline leaks 
: c. Ninnber of services leaks 
···d. :N'~er.grade "1" !~ilks 

e. ~umber grade "2'.' ~ . 
· . t; . :Numb& sradC? ~'3" leaks .· 

'·' .· . ·. .. '; ~ 

CLA.SSIFICATIQN MEniOD 

0 

· a. Class "1" leaks 75% to I 00% CGI Meter 
b. Class "2'' leaks 1 S% to 75% CGI Meter 
c, Class "3" leaka 0% to IS% CO! Meter 

. . . ~ . ' 

Name of Company: CiJ& ofLiberty 
P.O,BOX127 
Liberty. KY 42'539 

:,. 

The City ofLiberty has be~ divided into five (5) {larts because we .have five meter 
books, 

Date of Survey: ---'~4-/ 11_.../1-UJ=/-'-1 _Employees: 
I 

1. Plus Business District and Schools, 
2. Book; __£. 

Ill! 
lall P.O. Box 127 . Ubony, KY 42539 (606) 787·9973 Ullllllos (606) ?87-6691 Fa~(606) 787-7992 TriO I 1-800·247·2510 ,, 



 *Denotes Served by Email                                         Service List for Case 2016-00391

*City of Liberty Gas Company
Courthouse Square
P. O. Box 127
Liberty, KY  42539

*City of Liberty Gas Company
City of Liberty Gas Company
Courthouse Square
P. O. Box 127
Liberty, KY  42539


